
CONTRA COSTA
DISTRICT

Rossana L Riggs
Administrative Secretary

Planning Department

2300 Stanwell Drive
P.O. Box H20 (925)688-8147Concord, CA 94524-2099 FAX (925) 688,.8~3

C--099936
C-099936



I PLANN IN(.; I)L’ FE t ,IBRAR~
Do not remoxe documents \\4thout

i si~nin~ an outcard- Thanks

I
Final Report

I August 1996

I Contra Costa
Water District

!                                                                         "

C--099937
C-099937



CONTRA COSTA WATER DISTRICT

PLANNING DEPARTMENT

FUTURE WATER SUPPLY STUDY
FINAL REPORT

Board of Directors

Joseph L. Campbell, President
James Pretti, Vice-President

Elizabeth R. Anello
Bette Boatmun

Noble O. Elcenko, D. C.

Walter J. Bishop, General Manager

Gregory Gartrell, Ph.D., Director of Planning

August 1996

C--099938
C-099938



CONTRA COSTA WATER DISTRICT

PLANNING DEPARTMENT

| Project Team

District Staff

Gregory Gartrell, Ph.D., Director of Planning
Frances Garland, Assistant Project Manager

Margaret Wilkins, Public Information
Manu Ankhad

Richard Denton, Ph.D.
Jean Gardner
Dennis Pisila

Barbara Sarkis
Craig Scott

William Zenoni

Consultants

I EDAW, Inc.
Montgomery Watson

i Bookman Edmonston

C--099939
(3-099939



Contra Costa Water District
Customer Feedback Group

Contra Costa Water District gratefully acknowledges the comments and input o~
the Customer Feedback Group members who participated in the development ff

i this Study.

i Mr. Kelly Anchutz Mr. John Jackson Mr. Han Ong
Plumbers Local 159 Chamber of Commerce Concord, California
Martinez, California Concord, California

Ms. Nancy Parent

I Mr. Tino Bacchini Mr. Erik Jacobsen Pittsburg, California
Contm Costa Farm Bureau Concord, California
Concord, California Mr. Herb Potter

Mr. Kevin Coughlin Concord, California

I Ms. Gloria Cannon Concord, California
City of Pittsburg Mr. Ward Pynn

Ms. Barbara Kendall Mt. Diablo Unified
Mr. Dave Culler League of Women Voters- School DistrictI Shell Oil Company Diabio Valley Chapter Concord, California
Martinez, California Clayton. Cahfomia

Ms. Elizabeth Rimbault

I Mr. John Warsawski Mr. Kelly McMahon Councilmember
Shell Oil Company USS POSCO Industries City of Antioch
Martinez, CA Pittsburg, California

Mr. Dale Sanders

I Mr. George De la Cruz Mr. Maury Kallerud Pacheco, California
Bay Point, California USS POSCO Industries

Pittsburg. California Mr. Paul Craig
Mr. Tim Donahue Martinez, California
Sierra Club-Delta Reg. Group Mr. Bill McManigal
Antioch, California Councilmember Mr. Robert Soderbery

City of Concord                Public Works Director
Mr. Mike GallagherI Building Industry Association Mr. AI McNabney Ms. Barbara Woodbum
Eastern Division Mt. Diablo Audubon Society Councilmember

Walnut Creek, California City of Martinez

I Mr. Gordon Gmvelle
Antioch, California Mr. Dwight Meadows Mr. Mike Yeraka

h’onhouse Sanitation District General Manager
Mr. Frank Hamilton Oakley, California Diablo Water District

I Califomia Cities Water
Bay Point

C--099940
C-099940



F~na] Re~por~
CCWD Future Water Supply Study

Acronyms and Abbreviations                 |

A.BAG Association of Bay Area Governments
ac-ft acre-foot, acre-feet
BBID Byron-Bethany Irrigation District
BMP Best Management Practices
Bureau U.S. Bureau of Reclamation
CALFED Consortium of State and Federal Agencies created through th~ Bay-

Delta Accord
CCCSD Central Contra Costa Sanitation District
CCWD Contra Costa Water District (also, the District)
CDFG California Department of Fish & Game
CESA California Endangered Species Act
CEQA California Environmental Quality Act
CIP Capital Improvement Program
CNDDB California Natural Diversity Data Base 1
CNWS Concord Naval Weapons Station
CPA Conservation Program Alternative
CUWCC California Urban Water Conservation Council
CVP Central Valley Project
CVPIA CVP Improvement Act
CWA Clean Water Act
DDSD Delta Diablo Sanitation District |
DOHS Department of Health Services
DM Demand Management 1
du dwelling units |DWD Diablo Water District
DWR Department of Water Resources
EA Environmental Assessment ¯
EBMUD East Bay Municipal Utility District
ECCID East Contra Costa Irrigation District
EIR Environmental Impact Report 1
EIS Environmental Impact Statement
EPA U.S. Environmental Protection Agency
ESA Endangered Species Act (Federal) 1
FERC Federal Energy Regulatory Commission 1
FTE Full-Time Equivalent
FWSS Future Water Supply Study 1
GAC Granular Activated Carbon
GIS Geographical Information System
gpcd gallons per day per capita 1
gpdpdu gallons per day per dwelling unit 1
gpm gallons per minute
LAFCO Local Agency Formation Commission 1
M&I municipal and industrial
MAF million acre-feet
MCL maximum contaminant level 1
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mg/l milligrams per liter
mgd million gallons per day
MOU Memorandum of Understanding
NEPA National Environmental Policy Act
NM~S National Marine Fisheries Service
O&M Operations and Maintenance
OCAP Operations Criteria and Plan
PG&E Pacific Gas and Electric Company
PS public/semi-public (land use designation)
RO Reverse Osmosis
RBDD Red Bluff Diversion Dam
RWQCB Regional Water Quality Control Board
SERA Signficant Ecological Resource Area
SH Single family residential high (County land use designation)
SL Single family residential low (County land use designation)
SOI of influencesphere
SKI Seismic and Reliability Improvement
SWP State Water Project
SWRCB State Water Resources Control Board
TA Technical Appendix
TAF thousand acre-feet
TCC Tehama-Colusa Canal
TDS total dissolved solids
TID Turlock Irrigation District
TM Technical Memoranda
TWSA Treated Water Service Area
UAW unaccounted for water
ULFT Ultra Low Flow Toilet
ULL Urban Limit Line
USBR U.S. Bureau of Reclamation (also, the Bureau)
USFWS U.S. Fish and Wildlife Service
WTP water treatment plant
WUF Water Use Factor
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i. 0 ter iew of the
Future Water Supply Study

The Contra Costa Water District (CCWD, or the District), after approximately two years
of data analysis, review, and coordination, has identified a Preferred Alternative to offer
customers a high quality, reliable water supply for the next 50 years. The District’s
Board of Directors (Board) has adopted the Future Water Supply Study, including the
Preferred Alternative and District’s Implementation Plan developed as a result of the
selection of that Alternative. This Final Report of the Future Water Supply Study (FWSS,
or the Study) documents the decision-making process that culminated in the District’s
recommendation. The Study is an important first step in the District’s attempt to pro-
vide a reliable supply for its existing customers and to meet growing water needs over
the next 50 It is to be flexible, document, withyears. designed a "living"planning
periodic review and updates to respond to changing conditions. A key assumption in
the preparation of this Study is that it will be updated approximately every five years.

This chapter provides an overview of the contents of the Study. Detailed analyses are
presented in subsequent chapters of the FWSS, as well as Technical Appendices A
through H.

NEED FOR THE FUTURE WATER SUPPLY STUDY
The stated mission of the Contra Costa Water District is "to strategically provide a
reliable supply of high quality water at the lowest cost possible, in an environmentally
responsible manner."

CCWD is a Central Valley Project (CVP) contractor, historically relying almost en-
tirely on the Federal government (the Bureau of Reclamation) to supply its water through
the Sacramento-San Joaquin Delta (Delta). The amended contract with the Bureau of
Reclamation (the Bureau) provides for the operation of the Los Vaqueros Project, and
for a maximum delivery of 195,000 acre-feet per year (ac-fdyr) from the CVP, with a
reduction in deliveries water restricted andduring shortagesincludingregulatory drought
years.

When regulatory restrictions exist, the District’s supply can be reduced to the greater of
75% of contract entitlement, or 85% of historical use. Regulatory restrictions could
occur as a result of hydrology, as well as environmental requirements such as diversion
restrictions or water releases for fish and wildlife uses. In a drought year, currently
estimated to occur with a frequency of one year in seven, the Bureau can reduce the
District’s CVP water to the lesser of 75% of the contract amount or 85% of historical
use, but in no event less than 75% of historical use. This has an impact on existing, as
well as future customers.

Passage of the CVP Improvement Act of 1992 (CVPIA) established new CVP operat-
ing parameters by reforming water distribution pricing and policies. The CVPIA at-
tempts to better balance the needs of water contractors with those of the environment,
and includes a dedication of 800,000 ac-ft of CVP yield for environmental purposes.
Water allotments under renewed CVP contracts will be based on new estimates of CVP

Overview of the Future Water Supply Study       ,.~
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supply that take into account the CVPIA and other new regulations. Consequently,
future contract renewals will likely result in reduced water allotments. To meet the
800,000 ac-ft/yr requirement of the CVPIA, future CV’P supplies could be reduced by
as much as 15 to 20%. If this reduction is spread evenly among the contractors, CCWD
could receive as little as I56,000 ac-ft/yr of CVP water during a normal year, and less
during regulatory restricted or drought years, beginning between the years 2000 and
2010.

The future of CVP supplies could be further affected by drought shortages; reallocation
of agricultural, municipal and industrial entitlements to meet environmental needs;
changes in water quality standards in future Bay-Delta proceedings; and the security of
the Delta as a transfer system (e.g., levee failure). All future strategies for meeting the
District’s projected water needs will have to be evaluated in light of these factors.

Changing conditions in the District (e.g., population growth) and other future uncer-
tainties (environmental considerations and the regulatory environment) underscored a
need to examine potential water supply options for the future, particularly during drought
years. The District therefore prepared the FWSS to analyze potential supply compo-
nents, as well as conservation programs, to ensure a high quality, reliable, and low cost
water supply for its residential and industrial customers well into the future. Chapter 2
of the FWSS presents a detailed analysis of the key planning issues considered as part
of the Study.

THE STUDY PROCESS AND METHODOLOGY
Primary steps of the Study included the following:

¯ Projecting the future demand for water in CCWD’s existing and potential future
service areas;

¯ Developing conservation programs to manage demand levels;
¯ Identifying both existing and potential supply components to meet projected in-

creases in demand;

¯ Assembling potential supply and conservation components into Resource Altema-
fivesto meet future demand;

¯ Screening and evaluating the Resource Alternatives against an established set of
criteria;

¯ Based on the screening and rating of potential Resource Alternatives, identifying a
Preferred Alternative for consideration by the District’s Board of Directors; and

¯ Developing a plan to implement the Preferred Alternative.

Each of the steps in the process is summarized below. A discussion of public involve-
ment activities conducted as part of the Study is included as well. Details on each of the
steps are provided in subsequent chapters of the FWSS and the Technical Appendices.

DEMAND PROJECTIONS - THE NEED FOR WATER
As demand drives the need for future water supplies, a key component of the FWSS is
projected demand levels. Demand forecasts were used to estimate the future need for
water, based on such variables as the size of the service area; the rate, pattern and

Overview of the Future Water Supply Study
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I density growth; development potential; use types water con-of land land and
sumption by land use; population characteristics; and water use habits. By developing
and examining alternative future service area scenarios that bracket the range of pos-
sible future demand projections, the District explored a logicalof potential futurearray
demand values. Considering different service area scenarios allowed the District to
identify the significance of service area changes on the adequacy of supplies; this ex-

I amination, however, does not indicate that the District intends to supply water toany
service area examined.

i As part of the FWSS, the District defined and examined six Service Areas--Service
Areas A through F---to determine a logical array of demand levels and their geographic
distribution. The service areas were cumulative geographic areas - that is, Service Area

I B included Service Area A, plus additional geographical areas. Average annual de-
mand was determined for each Service Area by first reviewing historical data, and then
determining the appropriate components to be used in projecting future demand for

1 199o dern~d i~ not mu~ but different customer categories (e.g., Residential, Major Industrial and other Non-Resi-I an estimated denmad level for
Demand levels for each of the service decade for thedential). wereprojected by1990, which was used to ac-

count for ~ll watn use r~gas~- years 1990’ through 2040.
less of source and to exclude the

I effects of drought on water use. Results of the analysis showed that projected demand in some of the service areas was
r’rojmed and aetu~ 1990 de- very similar. For example, average demand projections for Service Areas A through Cmands differ by less than 2%.

differ by only 2% in 1990, with the difference increasing to 7% in 2040. Service Area

I E differs from Service Area D in 1990 by less than 2% increasing to 8% in 2040. Ser-
vice Area F increases from 4% above Service Area E in 1990 to 20% in 2040. Such
similarities enabled the District to focus further stages of the Study on three of the

i Service Areas (i.e., C, E and F).

Recognizing the uncertainties inherent in projecting future demand over a 50-year study
period, the District also identified a "demand envelope," or range of projected demand

I values. This envelope brackets the high, average, and low values of projected demand
levels for a given service area. Projections in the long term are less certain than the near
term; therefore, the envelope increases over the 50-year study period. The envelope of

i the demand projections ranges from +5/-3% in 1990 to +15/-10% in 2040.

Comparing projected future demand levels with available supply enabled the District to
identify potential future shortfalls. Although existing water supplies will meet normal

I year demand in the year 2000, the District might experience shortfalls in normal years
as soon as the year 2010, and in drought years as soon as 2000. Such a near-term
potential shortfall underscores the need for the Study.

I The detailed analysis of projected demand levels is presented in Chapter 3, with addi-
tional supplemental data in Technical Appendix A.

I DEMAND MANAGEMENT - CONSERVATION MEASURES AND PROGRAMS

i Conservation programs decrease demand, thereby reducing the need for additional water
supplies. As part of the FWSS, the District developed three Conservation Program
Alternatives (CPAs), consisting of increasingly aggressive and stringent conservation

i measures to influence future demand. Water savings achieved through implementation
of CPA 1, 2 or 3 are in addition to the No Action conservation program, which assumes
that existing State and Federal regulations, as well as the normal replacement of fix-

!
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tures and de~s wi~ mo~ efficient m~, w~ ~c~ con~afion levels ~g~d-
less of ~&tion~ Dis~ct ~fions.

Con~afion m~s ~ ~divi~ conse~afion practices, ~ch ~ audi~ or ~ba~
pm~, ~ ~c~e water use efficiency. Pomnfifl me~s ~clud~ ~ p~ of ~e
~ CPAs we~ cufl~ ~om ~e Dis~ct’s c~nt conse~ation effo~, Best M~age-
ment ~cfices ~s) c~ntly ~ eff~ ~d me~s propos~ ~ ~ ~d C~-
fomia U~m Wa~r Conse~afion a~emen~. Conse~afion me~s idenfifi~ to
da~ ~clude: sys~m o~mtions md loss ~ucfions, public ~o~ation md ~ucafion,
pfic~g md ~nfiv~, o~mces md plm ~views, ~di~, md ~e ~ ~w How
To~et ~ Reb~ ~o~.

Assembl~ f~m v~ous ~up~gs of conse~afion menu,s, ~e ~ ~As would
~sult ~ a rage of ~tenti~ sav~gs ~ ~e h~. h ~dition to ~e ~sum~ sav~gs of
6 to 10% by ~e ye~ 2~, ~sul~g ~om ~e No Action con~ation prog~, CPA
1 is mficipat~ to ~hieve m ove~l Dis~ct-wide ~ducfion of 5% ~ ~e ye~ 2~.
~A 2 would ~hieve m ove~l Dis~ct-wide ~ucfion of 9% ~ ~e ye~ 2~0, md
~A 3 would ~ ex~t~ to achieve a ~ucfion of 12%. It should ~ not~ ~at the
~ent savings v~es by customer catego~. For ex~ple, ~e CPAs ~qu~ less ~r-
cenmge ~ucfions ~m hdus~ customer, ~ ~is customer catego~ ~ady mmi-
~s sav~gs by ag~essive conse~afion practices. Residenfi~ customers, however,
~present ~e ~atest potenti~ for ~enmge r~ucfions f~m con~ation p~ctices.
~en combin~ wi~ ~e No Action con~ation pro~, ~ese ~ pro~s ~
p~j~t~ to save ~tween 11 to 22% ~ water consumption by ~e ye~ 2~0.

~e det,,l~ ~ysis of conse~ation progr~s is p~sent~ in Chapter 4, with addi-
tion~ supplemen~ dam in Technic~ Ap~ndix C.

IDENTIFYING EXISTING AND FUTURE SUPPLY COMPONENTS
CCWD obtains its water primarily from surface water sources in the Sacramento-San
Joaquin Delta. CCWD conveys, stores, treats and distributes water through the Contra
Costa Canal, a system of storage reservoirs, water treatment facilities and distribution
pipelines. Water supply and use in the basin are governed by a complex network of
water rights, contracts and agreements involving CCWD, local districts and other enti-
ties.

The District’s water supply has historically provided safe and reliable water service to
customers in Contra Costa County. To ensure the District will continue to provide high
quality water service through the year 2040, CCWD investigated water supply im-
provements. A wide variety of potential supplemental water sources exists throughout
the Sacramento-San Joaquin River basins and the District’s service area. These poten-
tial water sources include water transfers and exchanges, groundwater, water use re-
ductions by others (e.g., crop fallowing or crop shifts), water recycling and desalination.

The single-most important supply component for the District is, and will continue to
be, CVP contract water. Based on analysis presented in the FWSS, an additional vital
supply component for the future will be surface water transfers from other sources.
Recognizing bosh the importance of identifying potential water transfer opportunities
as well as the complexities involved in negotiating such transfers, the District exam-
ined potential transfer sources on a separate analysis track. That is, early stages of the
Study assumed that surface water transfers would occur, without identifying specific
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sources. Later stages of the Study considered the sources currently thought to be the
most promising opportunities; although specific transfer amounts were identified, indi-
vidual sources have not yet been determined. However, the District has identified six
of the most promising transfer sources based on current market conditions. The selec-
tion of the Prefencxt Alternative led to the development of the Implementation Plan
which identified the next steps in pursuing and negotiating a transfer.

The detailed analysis of existing and potential supply components is presented in Chap-
ter 4, with additional supplemental data in Technical Appendix D.

DEVELOPING AND SCREENING RESOURCE ALTERNATIVES
The goal of the FWSS was to develop potential Resource Alternatives that would meet
future demand in both normal and drought years. The District assembled the identified
water supply and conservation components, also called building blocks, into Resource
Alternatives that could be considered to meet demand in the short, medium, and long
term. The Study entailed two rounds of Resource Alternative development, screening,
and evaluation. In each round, the most promising components were retained for sub-
sequent analysis, with less promising components eliminated from further consider-
ation during the Study.

To ensure a balanced evaluation process, the District developed a set of criteria against
which to evaluate the Resource Alternatives. Criteria focused on four categories--
Operational, Economic, lmplementability, and Environmental--and were applied to
both rounds of Resource Alternatives evaluation. A consistent set of criteria enabled
the District to evaluate the Resource Alternatives against established goals, as well as
rate an alternative’s performance relative to other Resource Alternatives. Based on
input from the Board, 12 specific criteria were included in the final list.

In Round 1, the District developed three different Resource Alternative strategies--
New Supply, Reclamation and Conservation-~consisting of various supply and conser-
vation components. Supply components examined in detail included use of CVP water
under the District’s contract with the Bureau; use of recycled water (i.e., reclamation);
desalination; and surface water transfers from other sources in the Sacramento Valley,
the Sacramento-San Joaquin Delta, the San Joaquin Valley, and eastern Contra Costa
County. In addition, Round I examined the three Conservation Program Alternatives,
representing increasingly more aggressive demand management measures.

A preliminary screening of the three Round 1 Resource Alternative strategies revealed
several key findings:

¯ Although existing water supplies will meet normal year demand in the year 2000,
might experience years as soon as yeartheDistrict shortfallsinnormal the 2010,

and in dry (i.e., drought) years as soon as 2000.

¯ Even with more aggressive conservation and/or reclamation programs, the District
will require a new supply of water during dry years in the near future.

¯ At current technology levels, the benefits of desalination are outweighed by high
energy and construction costs, as well as a lack of flexibility. The desalination
component was therefore eliminated from further consideration during this phase
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of the FWSS. As technologies are expected to improve, furore revisions of the
Study should re-examine the potential benefits of desalination

¯ Although all criteria are important, certain Economic, Operational, and
Implementability criteria best distinguish the Resource Alternatives. Therefore,
five key criteria were identified and carded forward for further evaluation in
Round 2.

¯ While in the long-term CPA 2 is more cost-effective than CPA l, CPA 1 was found
to be more cost-effective in the near-term and therefore was recommended due to
the continuing high level of conservation following the drought.

Carrying forward these and other key findings, the District developed six Resource
Alternatives, which were analyzed and screened in greater detail. Round 2 analysis
focused on Service Area C (the District’s current service area and the planning areas of
the raw water customers) and incorporated a more detailed economic evaluation, as
well as identifying specific sources of potential transfer water. The goal of Round 2
was to evaluate the Resource Alternatives with an emphasis on life-cycle costs, while
also considering the reliability and implementability criteria. The Round 2 screening
process helped determine the most promising components to consider when identifying
a Preferred Alternative.

The six Round 2 Resource Alternatives varied by assembly of components. All Round
2 Resource Alternatives contained some level of conservation, ranging from 5% (CPA
1) to 12% (CPA 3) by the year 2040. Required surface water transfers ranged from
almost zero, to 38,000 ac-ft in a normal year in Service Area C (surface water transfers

1-6 increased when examining Service Area F). Some of the Resource Alternatives incor-
porated reclamation projects, whereas others did not. No Round 2 Alternatives in-
cluded desalination. Present worth costs were calculated which factored in the timing
and phasing of the Resource Alternatives’ various components, including capital, oper-
ating and maintenance costs. Estimated present worth costs for the Resource Alterna-
tives ranged from $265 to $831 million over fifty years.

An evaluation of the six Round 2 Resource Alternatives revealed several key conclu-
sions:
¯ The Preferred Alternative should be flexible and the Study should be updated at

regular intervals.

¯ CPA 2 was found to be more cost-effective in the long-term, than CPA I, but CPA 1
is recommended as more cost-effective in the near-term because of its lower near-
term costs and the continuing high level of conservation following the drought
years from 1987 through 1994.

¯ Reclamation is more cost-effective as a continuous source than a drought year sup-
ply; therefore the need for reclamation arrives as other supplies become inadequate
to meet demands.

¯ Because of its current high capital and O&M costs, reclamation is not recommended
in the near-term, but should be re-examined in periodic FWSS updates or as new
technology becomes available.

¯ The current need is for drought supplies to replace CVP shortages, and flexible
transfers should be pursued that would meet demands in shortage periods but also
possibly be available in the long-term.
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I THE PREFERRED ALTERNATIVE
A balanced, long-term plan that provides reliability and flexibility is the best solution to

I the District’s need for additional water. The ideal strategy would provide CCWD with
supplemental water during drought years, yet allow the District to market surplus sup-
plies during normal and wet years. The Preferred Alternative, therefore, is a resource

I strategy that allows a mix of components to be implemented over time and includes
periodic updates. Being flexible, the Preferred Alternative would present future oppor-
tunities to increase conservation and pursue reclamation projects depending on the suc-

I cuss of the components, growth in the service area, and/or further reductions in existing
supplies.

Based on the findings of the Round 2 screening, the Preferred Alternative includes:

I       Rate ana~sis indkates that ¯ Continued reliance on the current contract for CVP water;

imflumentntian af the ¯ An expanded level of conservation in the near term (5 years), with potentially more

I Prufurrad Alternative ward aggressive measures in the future (savings estimated for the programs are conser-
~ott~saltinadd’rtiondimpads vative; CPA 1 is less costly in the short-term and increased savings could paten-
an r~tes b~cause the t~rent tially be achieved through implementation ofCPA 1 without the additional funding
rate structure includes a

I idaceholder of 20 ~7lion dollars
required by CPA 2); and

far tl~ next I0 years for t/~ ¯ The simultaneous pursuit of at least six potential surface water transfers as soon as
p~rchase or transfer of water possible.

I ¯ Reclamation projects other than those currently being developed will not be pur-
 ghts.

sued in the near-term (5 years), but they will continue to be reexamined as potential

I sources when the plan is updated. I-7
The Preferred Alternative is expected to be very flexible, implementable, and cost-
effective. The detailed analysis of Resource Alternative development and screening is

I presented in Chapters 5 and 6, with additional supplemental data in Technical Appendi-
ces D-F. The District’s Implementation Plan was prepared around the Preferred Alter-
native. Phasing of the plan’s components would include both short-term actions to

I meet immediate demand, as well as long-term flexibility to accommodate future water
needs as the customer base continues to grow. The FWSS is designed to be a flexible,
"living" planning document, intended for periodic review and updating approximately
every five years to respond to future water needs and changing conditions. The Imple-I mentation Plan is presented in Chapter 7.

I PUBLIC INVOLVEMENT
Although a wide array of water resource options could meet the District’s desired goals,

I any successful strategy must reflect the priorities of the community. Public participa-
tion is therefore central to the FWSS planning process, and the District attempted to
consider the views of all stakeholders involved. Four methods of public involvement

I were used:

¯ Board of Directors’ Workshops/Public Forums
¯ Customer Feedback Group

I ¯ Interagency Workshops
¯ Newsletters

I Overview of the Future Water Supply Study      ..~%~N~
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To ensure an adequate level of community input into the FWSS process, the Dish"ict
assembled a Customer Feedback Group in 1994 representing all customer groups within
the District, as well as organizations concerned with public policy issues. This group of
25 customers was instrumental in developing a better plan to meet future water needs.
The Customer Feedback Group met with District representatives numerous times over
the two year Study to review and validate the analytical methodology and help evaluate
the Resource Alternatives. The District incorporated comments and concerns of the
Customer Feedback Group, which were critical to the identification of the Recom-
mended Preferred Alternative and the success of the overall FWSS process.

The District facilitated the participation of regulatory agencies by forming the Inter-
agency Group in 1994. The Interagency Group was developed to gain the input of
planning, resource and regulatory agencies. Three Interagency Workshops were held,
aimed at providing information on the Study to various local, State and Federal agen-
cies. The focus of agency participation was to assist in identifying implementation and
environmental issues associated with the alternatives.

In addition to the Customer Feedback Group and Interagency Group, the District in-
vited the input of the general public by periodically distributing FWSS newsletters, as
well as opening up the Customer Feedback Group and Interagency meetings to all in-
terested parties.

Although the FWSS Report does not have a chapter devoted to public involvement, all
stages of the Study process incorporated input from the identified stakeholders. Ap-
pendices G and H include a list of members of the Customer Feedback and Interagency
Groups, copies of agendas for each of the meetings, and copies of all Board Reports and

| "8 Presentations.

I
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| 2. Key Planning Issues and the
| Evaluation Criteria

¯ ¯ " .... OVERVIEW
The Future Water Supply Study (FWSS) was initiated in response to a number of inter-

i .... related planning issues that affect the District’s ability to meet future water demands.
" . .../’ . The FWSS provides an integrated approach to assessing the impact of these planning
~-.~.*~3!-, issues on supply and demand, and developing and evaluating alternatives to ensure

future demands are met in a cost-effective, environmentally responsible manner. This
I chapter identifies key planning issues and summarizes the District’s methodology in

conducting the FWSS, including a discussion of evaluation criteria. Subsequent chap-
ters cover the remaining Study activities, which include assessing demand and supply,I and evaluating alternatives for meeting future demands, identifying a Rec-developing
ommended Preferred Alternative and preparing an Implementation Plan.

I IDENTIFICATION OF KEY PLANNING ISSUES

I Key planning issues addressed as part of the FWSS include: (1) the uncertainty of
future Central Valley Project (CVP) deliveries, (2) the impact of environmental regula-
tion on water supply, (3) increasing water demands, (4) the role of demand manage-

I ment and alternative supplies in meeting future demands, and (5) meeting demands2" 1
during drought.

Uncertainty of Future CVP Deliveries
I CCWD is a CVP contractor and relies almost entirely on the Federal government (the

Bureau of Reclamation) to supply its water through the Sacramento-San Joaquin Delta.

I The District’s contract for CVP water was recently amended. The amended contract
with the Bureau of Reclamation (the Bureau) provides for the operation of the Los
Vaqueros Project, and for a maximum delivery of 195,000 ac-ft/yr from the CVP, with
a reduction in deliveries during water shortages including regulatory restricted and

I drought years.

Passage of the CVP Improvement Act of 1992 (CVPIA) set new operating parameters

I for the CVP by reforming water distribution pricing and policies. In effect, the law
established the environment as a contractor for CVP water by reallocating 800,000 ac-
ft of CVP yield (600,000 ac-ft in dry years) for environmental restoration of Central

I Valley fisheries and wetlands. The CVPIA set a mandate to better balance the needs of
water contractors with those of the environment. As CVP contracts are renewed, water
allotments could be reduced to accommodate requirements of the CVPIA. The District’s

I current CVP contract expires in 2010; however, the CVPIA provides for penalties for
failure to renew contracts by 1997. Thus, the District may face a reduced CVP supply
in the near future, either directly through its contract or indirectly through implementa-

i tion of the CVPIA.

To meet the 800,000 ac-ft/yr requirement of the CVPIA, future CVP supplies could be
reduced by as much as 15 to 20%. If this reduction is spread evenly among the contrac-

I tors, CCWD could receive as little as 156,000 ac-ft/yr of CVP water during a normal

Key Planning Issues and the Evaluation Criteria
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year. Exhibit 2-1 demonstrates the impacts such reductions would have on the District’s
water supply. The exhibit displays water supply for the District under existing condi-
tions in 1995 on the left, and for future conditions, assuming CVPIA reductions of
15%, on the right. Water supply availability is represented for normal, regulatory re-
stricted and drought years for both current and future conditions.

the timing and extent of potential reductions in the Dis~ct’s CVP water supplyThough
are uncertain, some reduction is likely. For planning purposes, it is assumed in the
FWSS that CCWD’s contract could be reduced by 15% upon renewal sometime before
2010.

Supplies during a normal water year include CVP water under existing contract, the
District’s water fights at Mallard Slough, San Joaquin River diversions made by the
District’s municipal (City of Antioch) and industrial customers, and miscellaneous other
supplies, which include groundwater pumped near the Bollman Treatment Plant in Con-
cord. During a normal year, all these sources could potentially help meet customer
demand; total supplies appear to meet demand for the District’s existing service area
through the year 2020. But given the potential for CVPIA reductions in the year 2010
or sooner, the District could begin to face shortages in supply for its existing service
area demand in a normal year in less than 15 years.

The reliability of CVP supplies could be further affected by shortages as a result of
drought; potential reductions in entitlements to meet environmental needs in addition
to those defined in the CVPIA; potential future changes in contract shortage provisions;
and the risks associated with transferring water through the Delta (e.g., levee failure or
flooding).

2-2 twp Contract Shortage Provisions. The full amount of the District’s CVP contract may not

be available in all years due to regulatory restrictions on deliveries or due to drought.
The contract defines methods for determining how much water CCWD would receive
under different shortage conditions.

When regulatory restrictions exist, the District’s supply can be reduced to the greater of
75% of contract entitlement, or 85% of historical use. Regulatory restrictions could
occur as a result of hydrology, as well as environmental requirements such as diversion
restrictions or water releases for fish and wildlife uses. In a drought year, currently
estimated to occur with a frequency of one year in seven, the Bureau can reduce the
District’s CVP water to the lesser of 75% of the contract amount or 85% of historical
use, but in no event less than 75% of historical use (the latter floor can be allocated in
extreme droughts).

In dry conditions when CVP supplies are likely to be reduced, it is common for diverters
to reduce Mallard Slough and San Joaquin River supplies due to high salinity levels.
These diversions are replaced with diversions from the Contra Costa Canal, increasing
demand on the District’s diminished supplies. Given this phenomenon, supplies avail-
able to the District during both regulatory restricted and drought years are currently
insufficient to meet the demand of existing customers.

The Impacts of Environmental Regulation on Supply
The CVP and the State Water Project (SWP) together divert approximately 6 million
ac-ft of water from the Delta each year. Concerns over the Delta’s health and recent
regulatory activities make the future of water diversions from the Delta uncertain. These
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activities could result in restrictions on the timing or quantity of diversions from the I
Delta, thereby limiting the ability of water providers to meet the needs of their custom-
ers. In addition to the CVPIA, major regulatory activities that could affect future CCWD ¯
diversions from the Delta include the Endangered Species Act of 1973 (ESA) and the
Clean Water Act of 1972 (CWA). The United States Fish and Wildlife Service (USFWS)
and the National Marine Fisheries Service (NMFS) have jurisdiction and permitting
authority under the ESA, and the U. S. Environmental Protection Agency (EPA) retains
the authority for setting water quality standards through the CWA. All future strategies
for meeting the District’s furore water demands will have to be evaluated in light of
these regulations.

Fatda~ertd Sptde$ Ad of 1973. The Federal ESA prohibits any action likely to harm,
cause injury to, or disrupt the normal behavior pattern of any species listed as threat-
ened or endangered. The USFWS has the authority to implement protection for most
species under the ESA, while NMFS has jurisdiction for protecting anadromous fish
(such as salmon). Two fish species in the Delta have recently been listed under the iI
ESA: the winter-run chinook salmon (anadromous) and the Delta smelt. A third spe- []
cies, the Sacramento splittail, was proposed for listing in 1993.

A series of biological opinions has been issued covering operations of the CUP, the
SWP and the Los Vaqueros Project. The most recent biological opinions for the CVP
and SWP found that project operations for actions in the Delta were not likely to jeop-
ardize the continued existence of winter-run chinook salmon and Delta smelt, provided
they abide by the December 15, 1994 Principles for Agreement operational restrictions.
The biological opinions for the Los Vaqueros Project which also covers CCWD opera-

2-4 tions were "non-jeopardy" opinions, indicating the project would not jeopardize the 1
continued existence of these two listed s;,ecies (the opinion on Delta smelt also covers
Sacramento splittail, should it be listed m the future). However, the District and the
Bureau will be required to re-consult with USI=WS at the time CUP deliveries to the ¯
District reach 148,000 ac-ft/yr.

If Sacramento splittail are listed as threatened or endangered, or if any other species are
proposed for listing in the future, additional protection measures may be required. Such
uncertainty could significantly affect the Bureau’s. and in turn CCWD’s, ability to di-
vert the full contract amount of water from the Delta.

Water Act of 1972. The State Water Resources Control Board (SWRCB) has set I
flow and salinity standards for the Delta since the 1960s. In 1978, the SWRCB adopted
Decision 1485 (D-1485), setting standards to be periodically reviewed and revised. In
1987, the SWRCB began proceedings to revise D-1485 under the Racanalli Decision ¯
which found D-1485 to be inadequate. In May 1991, the SWRCB adopted a plan for
the Delta that addressed temperature, salinity and water quality standards for the estu-

but did not include any increases in fresh water flows to meet those standards. In ¯ary,
September 1991, using its authority under Section 303(c)(3) of the CWA, the EPA re-
jected the plan. This rejection was based on the absence of sufficient criteria (particu-
larly salinity standards) to protect estuarine habitat and other fish and wildlife uses of 1
the Bay-Delta.

In 1993, after failure of the SWRCB to adopt interim standards included in the Draft I1
Water Rights Decision D-1630, the EPA began to develop Federal water quality criteria
for the Bay-Delta (including publication of a Proposed Rule). These Federal standards
were finalized in January 1995 (Federal Register January 24, 1995). However, these

1

Key Planning Issues and the Evaluation Criteria

C--099959
C-099959



CCWI) Future Water Supply Study

standards were affected by a recently signed joint Federal/State agreement and are be-

On December 15, the State and Federal and other interested1994, governments parties
(including urban, agricultural and environr~ntal interests) signed an agreement regarding
Bay-Delta water quality standards~"Principles for Agreement on Bay-Delta Standards
Between the State of California and the Federal Government." The agreement includes
water quality and flow standards as well as commitments regarding future listings un-
der the ESA and non-flow factors. Also on December 15, 1994, the SWRCB released a
Draft Water Quality Control Plan. This plan is based on the Principles for Agreement
and while the water quality standards in the plan differ from EPA’s standards, the EPA
as a signatory to the Principles for Agreement has accepted the plan and has agr~zt to
withdraw the Federal standards.

Upon adoption of the State’s Water Quality Control Plan in May 1995, the SWRCB
initiated water rights hearings to implement the plan, which includes providing addi-
tional fresh water flows into Delta. The water rights proceedings are expected tothe
take three years. In the interim period, the State and Federal governments have agreed
to provide all necessary fresh water flows to meet the established water quality stan-
dards through re-operation of the CVP and SWP. The two projects have begun tooper=
ate in accordance with the Principles for Agreement and obtained from the SWRCB the
necessary revisions to their water rights (Water Right Order 95-06).

Implementation of the Water Quality Control Plan will affect water supply in the Delta,
but the specific impacts of the Agreement on water supplies are uncertain at this time.
Strategies developed to meet future demands must take this uncertainty into account.

2-5
Increasing W=ter Dem=)�!
CCWD water demand has increased over time due to population growth and new de-
velopment within the District’s existing and expanding service area. How these factors
will influence future water demand is a threshold question of the Study.

Population Growth a~d Hew Development. Water demand is based primarily on water use
factors and land use (or population). Land use within the CCWD Service Area is guided
by city and County land use plans, which usually have a planning horizon of 15 to 20
years. The FWSS has a 50-year planning horizon. Projecting water demands for the
full study period required estimating growth beyond existing land use plans. Such
long-range estimates require assumptions about the rate, pattern and density of future
development and population and household characteristics. Because of the uncertainty
associated with demand based on such assumptions, demand has been expressed as a
range, with the range increasing over time.

Demand by Hon-Distdct Customers. Significant new development is planned for East Con-
tra Costa County outside the District’s current service area. Most of this area depends
on groundwater to meet municipal and industrial (M&I) water needs. However, the
long-term reliability of groundwater in the region is limited due to water quality prob-
lems and uncertain sustainable yield. Thus, additional supplies will be needed to meet
future demand. The East County Water Management Association is studying alterna-
tive sources and infrastructure needs in the East County Water Supply Management
Study - Phase II.
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Implementing water supply alternatives in East County could involve expanding the
District’s service area to include all or part of East County. The focus of the FWSS is
on meeting future demand within CCWD’s Sphere of Influence (SOl) and the planning
areas of existing raw water customers, but it also includes analysis of how new areas
could be served ffthe District were called upon to do so. The purpose of this analysis is
to ensure that water supply options for the expanded area are not precluded by deci-
sions for the smaller area, and to determine whether implementing alternatives for an
expanded area might increase benefits in all areas. Including areas outside the District’s
boundaries in the FWSS does not signify an intent to serve those areas.

The Rob of Demand Management, Reclamation and Water Transfers
in Meeting Future Demand
Until the FWSS, CCWD independently developed water conservation, reclaimed water
and surface water supply plans and programs. This Study provides the opportunity to
evaluate alternative ways of meeting future demand in the context of an overall water
supply plan. A comprehensive approach facilitates District decisions on the level and
timing of future investments in each component.

Conservation. Conservation has played an important role in managing demand within
the District’s service area in both normal and drought years. The District is signatory
to the California Urban Water Agencies Best Management Practices (BMPs) Memo-
randum of Understanding (MOU). Elements of the existing program include water
audits, distribution of water savings kits, plumbing retrofit incentives, public informa-
tion and school education programs, leak detection and repair, water metering and meter
testing, canal rehabilitation and conservation pricing. Conservation is a component in
all the Resource Alternatives developed to meet future demands. The nature and extent
of future conservation programs depend on the costs and benefits of conservation com-
pared to other supply components and the potential effect~ of demand hardening which
can diminish the ability to achieve savings over the long-term.

Conservation program analysis in the FWSS includes estimating the costs, quantity
saved and reliability of specific conservation measures and then grouping the measures
to achieve different levels of savings over several time periods. Savings estimates
assume that conservation programs are applied consiste~,tly throughout the District’s
service area. It is also assumed that some conservation will occur irrespective of any
formal programs by the District or its wholesale customers due to State regulations and
local ordinances.

Redamaticm. Several of the District’s planning studies on reclamation have identified
opportunities to augment surface water supplies with reclaimed water in the service
area. The District has also entered into an agreement with Central Contra Costa Sanita-
tion District (CCCSD) establishing a process for developing future reclaimed water
projects. Reclaimed water was also used in the 1991 dr ~ght to reduce demand on CVP
supplies. Due primarily to high initial costs and subs~ .ntial lack of benefit in times of
shortage, the District has not developed permanent reclaimed water projects. When
evaluated over time and in the context of the costs and benefits of other water supplies,
these parameters may change. The FWSS provides the analysis necessary to determine
when different types of reclaimed water projects may become viable alternatives. Al-
though reclamation is more cost-effective as a continuous source, rather than a drought
supply and near-term costs are high, this component will continue to be reexamined as

potential source, when the Study is updated (approximately every five years), and/ora
as new technology becomes available.
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Water Transfers. The District has participated in the State Water Bank on several occa-
sions and has had discussions with various water agencies on purchasing excess supply.
Before committing to a long-term transfer, the District needed to evaluate the reliabil-
ity, availability and costs of such transfers in light of evolving water rights and Bay-
Delta regulations, and in comparison to reclaimed water and demand management
options. The FWSS evaluates a large number of additional supply sources that could
potentially be transferred to the District. These range from local sources within the
County to those as far north as Shasta County. Groundwater export, conjunctive use
and surface water storage are also examined.

Meeting Demand During Drought
Drought periods present special circumstances for the District--demand is typically
increased while supplies are decreased. Policy issues associated with these circum-
stances include how much additional water to provide, how far to reduce demand, and
how to distribute the costs of meeting drought period demand. In past drought years,
the District has implemented water bank purchases (transfers), voluntary and manda-
tory water reduction programs and excess use charges to address short-term supply
shortages. The FWSS identifies alternatives for meeting drought period demand and
analyzes the interrelationship between short-term strategies and long-term supply alter-
natives. It is assumed in the Study that the District would meet a minimum of 85% of
demand through a combination of long-term conservation and developed supplies dur-
ing drought periods. This assumption is consistent with performance of CCWD cus-
tomers during previous droughts.

2-7
EVALUATION CRITERIA
The evaluation criteria played a central role throughout the entire FWSS process. Evalu-
ation criteria were defined to ensure that key planning issues were addressed and rec-
ommendations of the Study are consistent with the mission of the District to "strategically
provide a reliable supply of high quality water at the lowest cost possible in an environ-
mentally responsible manner." The criteria presented in Technical Appendix B and
summarized below, were developed as goals of the Study, and used to evaluate the
Resource Alternatives to define how well these goals are achieved. The criteria were
applied at several stages of Resource Alternative development. Resource Alternatives,
or components of Alternatives, that best meet the goals of the Study moved into the
next stage; others were eliminated from further study in the context of the FWSS. This
approach to screening produced a manageable number of viable Resource Alternatives
while allowing flexibility in the final product. Technical Appendix B contains a de-
tailed description of each evaluation criterion, including the factors used to evaluate the
Resource Alternatives and definitions of High, Medium or Low ratings.

Evaluation Criteria (Final)
O1 Minhnize water shortages (frequency and amount)
02 Maximize water system reliability
03 Maximize the quality and treatability of source waters

Ecl Minimize life-cycle costs
Ec2 Minimize rate impacts to customers
Ec3 Minimize indirect economic impacts to customers
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Enl Minimize environmental impacts to aquatic habitat (including threatened and endan-
gered species)
¯ upstream
¯ in th~ I~Ita
¯ at the point of diversio~

Minimize environmental impac[s to ~eei~l s~ms terrestri~I spedes and wetland ~e-

Minimize impacts to th~ e~mmuni~

Maximize the seniority of water rightsI 1
I2 Minimize institutional barriers and risk of delay
I3 Ensure proper timing and phasing

N~: l~ldl~ ~l~e~ key ~r~ ~r ~b.r~ by which ~h critcri~ m~y I~ refe’m~l t~ in Nt~r~ ¢l~t~, ct~., ~ tl~
Study progressed into the scx~ening and evaluation process.

THE NO ACTION ALTERNATIVE
The No Action Altemative is the District’s option to not implement any additional de-
mand-side or supply-side resources. The No Action Alternative was reviewed in terms
of the evaluation criteria. It would result in significant and adverse impacts and would
result in CCWD not meeting the goals and mission identified at the beginning of the
FWSS: "’to strategically provide a reliable supply of high quality water at the lowest
cost possible in an environmentally responsible manner." Potential impacts of the No
Action Alternative include projected shortages of water for the District’s customers and

2"8 adverse socioeconomic impacts.

In the short term, the conditions under the No Action Alternative would be the same as
existing conditions described in Chapter 4, with the District requiring additional sup-
plies during drought years only, and under certain conditions during regulatory restricted
years. Long-term conditions would change as described below.
¯ The availability of the District’s primary supply source, the CVP allotment, would

continue to diminish due to regulatory restrictions or water supply shortages.
¯ Drought deficiencies would continue to be incurred by CVP municipal and indus-

water contractors, including CCWD, in one out of every seven years.

¯ The number of the District’s customers will continue to increase.

* Reduced supplies and resulting decreased sales would likely force the District to
raise rates and charges.

¯ The significant, recurring shortages would cause economic loss due to dying land-
scapes and impacts on water-dependent business.

In the long term, the frequency and severity of shortages could continue to increase due
to increasingly stringent regulatory conditions in the Delta and increasing demand for
CCWD water supplies. It is estimated that customer shortages during normal water
years would reach 25%; drought year customer deficiencies could reach 35%. It is
important to note that these are District-wide reductions. Impacts on residential cus-
tomers would be significantly higher. For example, a 25% District-wide reduction
would necessitate over a 35% reduction by single-family residential customers. The

Key Planning Issues and the Evaluation Criteria
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I potential negative impacts associated with the No Action Alternative do not warrant its
further consideration in this analysis.

I
STUDY METHODOLOGY

I The study methodology for the FWSS includes six major sections: (1) project initia-
tion; (2) def’mition of Service Areas and projecting demand; (3) definition of conserva-
tion components; (4) definition of supply components; (5) screening of components
and development of Resource Alternatives; and (6) screening of Resource Alternatives.
Two other integral components include report preparation and development of the com-
munications plan. The planning methodology for carrying out the Study is depicted in

i Exhibit 2-2.

Project initiation, Section 1 of the FWSS methodology, included the review of existing
plans and studies, the identification of key planning issues, the confh’mation of plan-

I ning goals, and the development evaluation Study. encom-of cl-iteriaforthe Section2
passed the mapping of the six service area alternative boundaries, review of past
consumption data, identification of the mapping and data integration effort, preparation
of preliminary demand projections for each of the service areas and a sensitivity analy-
sis of those demands. Section 3 entailed the preparation of savings estimates attributed
to the District’s existing conservation plan and the development of a full range of long-
term conservation programs of increasing intensity.

Section 4 of the methodology included the definition and evaluation of existing re-
sources for the District, the description of a wide range of potential supply components,

L a review of water rights and institutional issues identified for the components, defini-2-9
tion of the transfer pathways and quantification of streamflow changes, definition of
potential conveyance needs necessary to transport water from potential sources, and

i definition of in-District needs to accommodate suchany facility necessary changes.
Section 5 involved the screening of components, development of Resource Alterna-
tives, and the definition of facility needs and present worth costs for each Resource

I Alternative. Section 6 included assessment of environmental and institutional implica-
tions, comparative ranking of the Resource Alternatives, development of rate impacts,
and identification of the Recommended Preferred Alternative.

The FWSS Report preparation was directly tied to the preparation of Technical Memo-
randa (TM), which were written as a result of each task or combination of tasks within
each section of the Study. The Technical Memoranda were conceived as works-in-

and to be refined into of the FWSS thedesignedprogress Chapters Report study
progressed through each section. Major products included TM 1.3 discussing the goals
and criteria for the study, TM 2.3 outlining the preliminary demand estimates for the
Service Areas, TM 3.2 defining the of conservation for evaluation, TMrange programs
4.3 defining the range of supply opportunities, TM 4.6/5.4 describing the facility needs
and present worth costs for the Resource Alternatives, TM 5.3 outlining the component

I screening and assembly of components into Resource Alternatives, TM 5.5 analyzing
the potential rate impacts of the Resource Alternatives, TM 6.2 summarizing the evalu-
ation of the Resource Alternatives and TM 6.4 describing the identification of the Rec-

I ommended Preferred Alternative.

Key Planning Issues and the Evaluation Criteria
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The FWSS communications plan includr~d four levels of communication aimed at cre- I
ating a variety of forums for meaningful participation and input among the public, vari-
ous customer groups, interested agencies and elected officials throughout the FWSS 1
process. The four levels of communication are:

¯ Board of Directors’ Workshops/Public Forums
¯ Customer Feedback Group I
¯ Interageney Workshops
¯ Newsletters

Board workshops were scheduled addressing each of the six sections of the FWSS !

process. The intent was to facilitate two-way communication between the public andThe rol~ afth¢ C~stomcr
the CCWD Board of Directors, and for staff to receive policy direction and guidance/a~ ~eep Is ta provid~ |from the Board. The fifth Board Workshop also served as a public forum for interestedmeats and feodbacit
parties to comment on the Resource Alternatives. FW$$ ~s~.

The Customer Feedback Group was assembled to provide an educational forum and i
provide feedback from the District’s municipal, industrial and commercial customers
and key policy makers. The Customer Feedback Group meetings were held previous to 1
each Board workshop to provide the Board with immediate feedback from the group on
each presentation. Newsletters were prepared to ensure a clear understanding of the
Study, major tasks, decision points and key recommendations throughout the process. 1
Five newsletters were prepared and distributed during the two-year Study to a broad !base of key customers throughout the service area. Three Interagency Workshops were
held, aimed at providing information on the Study to various local, state and federal

2-10 agencies. Technical Appendices G and H (TA-G and TA-H) provide more detailed .I
information on materials prepared for and as a result of the communications plan.

REPORT FORMAT i
The chapters in this report correspond to the study methodology of the FWSS. The first I
chapter is an overview summarizing the key findings of the Study. Chapter 2 describes
the key planning issues as discussed in Section 1 of the Study methodology. Chapter 3,
the Need for Water, describes demand projections for each of the Service Areas. Chap- 1
ter 4, Meeting Water Needs, describes the potential conservation programs and supply |sources for future implementation. Chapter 5 describes the screening of components,
and the initial assembly and evaluation of Resource Alternatives. Chapter 6 details the
screeningof Resource Alternatives and selection of the Preferred Altemative, and Chapter 1
7 outlines the Implementation Plan. A series of eight Technical Appendices (A-H)
provide f’mer detail to assist the reader in a greater understanding of the overall FWSS

ll

and backup material to the decision-making process. ¯process
1

I
Key Planning Issues and the Evaluation Criteria
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Exhibit 2-2
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Planning Methodology
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| 3. The Heed for Water

!
-’" ..... OVERVIEW

I As future demand drives "how much supply" is needed, a key component of the FWSS
i~ is projected demand levels. Demand forecasts, which were used to estimate the future
~*, .-~.: ;: need for water, are based on several variables: the size of the service area; the rate,

pattern and density of growth; land development potential; future land use types and
water consumption by land use; population characteristics; and water use habits. De-

i termining what areas will be served and how each variable will change over time re-
quires making estimates based on current data and trends. Developing and working
with alternative future service area scenarios that bracket the range of possible future

I demand projections provides the opportunity to explore a logical array of demand val-
ues. These values can then be evaluated against alternative supply and conservation
opportunities. Examining different service area scenarios allows identification of the
significance of service ar~a changes on the adequacy of supplies; this examination,I however, is not endorsement of scenario.any specific

IEo kog p~rametor [or ad- Six Service Areas were examined to determine a logical array of demand levels and

i dressing %t~ro d~m~nds their geographic distribution. Average annual demand was determined for each Service
within this St~dF w~s to Area by first reviewing historical data, and then determining the appropriate compo-
foc~son~r~
for ~dl Servke ~r~. nents to be used in projecting future demand for Residential, Major Industrial and other

Non-Residential demands. Exhibit 3-1 illustrates the approach to developing demand
projections. This chapter provides a summary of the development of demand projec-
tions; further details are provided in Technical Appendix A. Demands were calculated
for the Service Areas. In wet years, some Service Area demands are met by water
supplies separate means wet year CCWD arefromthoseof CCWD. This that demands
lower than average Service Area demands, and reliance on CCWD supplies increases

I
dramatically in dry years (even if Service Area demand is constant).

SERVICE AREA DEFINITIONS
I The six Service Areas, displayed in Exhibit 3-2, were defined geographically for plan-

ning purposes; they provide the opportunity to explore a logical array of demands and

i their geographic distribution and do not represent the District’s intent to serve any par-
ticular geographic area beyond the current boundaries. The six Service Areas are cu-

1 A Sphere of ~nfluene¢ ~or SO~ mulative and build upon each other (for example, Service Area B includes Service Area

i
is ma area defined by cities and m). They can be characterized as follows:
special districts to indicate the
log~cal areas forgrowth extend-~’ $~r¥|t~ At~ A - Los Vaqueros Planning Area (plus minor annexations to June 1994):
ing into adjacent unincorpo- This Service Area includes Antioch, Bay Point, Clayton, Clyde, Concord, Martinez,rated areas, as approved by the

I Local Agency Formation Com- Oakley, Pacheco, Pittsburg, portions of Pleasant Hill, Port Costa, portions of Wal-
nussion (LAFCO). nut Creek and unincorporated areas of Contra Costa County.

¯ $¢rvk~ ~�~ ~ - CCWD Sphere of Influence~, including Diablo Water District’s
(DWD) Sphere of Influence: This Service Area includes Service Area A plus
Hotchkiss Tract, Veale Tract, Knightsen and additional portions of Oakley.

!
!                 -
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!
Demand Projected
for the Six Service
Area Altemanves,
] 990 thcough

¯ Service ~ea ¢ - Service Area B plus DWD Planning Area: This Service Area in-2 "rhe Con~ Costa County Urban
cludes Service Area B plus Bethel Island, portions of southern Oakley, and otherLimit Line (ULL),"... affirmed
unincorporated lands outside of the Urban Limit Line2. by the voters m their adoption of

Measure C (1990), is an integral

¯ Service Arec] D - Service Area C plus Brentwood Planning Area: This Service Areafeature of the Contra Costa
County C_~neral Plan Land Use

includes Service Area C plus unincorporated lands inside and outside of the UrbanElement. The purpose of the
Limit Line OJLL). ULL is two-fold: I)to ensure

preservation of identified non-
¯ Service ~rea E - Service Area D plus General Plan buildout in East County: Thisurban, agriculture, open space

and other areas by establishingService Area includes Service Area D plus Discovery Bay, Cowell Ranch, Byron,a line beyond which no urban
East County Airport and other unincorporated lands inside and outside of the ULL.land uses can be designated dur-

ing the term of the Genera] Plan,
¯ Servke ~¢ea F - Service Area E plus East County "Combination" scenario: This~ 2)to facilitate the enforce-

Service Area refers to the Phase 1 East County Water Supply Study, which assumedment of the 65/35 (non-urbaa/
urban) Land Preservation Sum-a densified General Plan buildout, as well as expanding suburbanization. This Ser-aard." (Contra Costa County

vice Area includes Service Area E plus remaining unincorporated lands within theGeneral Plan, page 3-14)
county, all of which lie outside the ULL. For those areas outside the ULL, growth
has been assumed to occur after the year 2010, when Measure C would expire. The
agricultural core has been excluded from any assumed future development.
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DEMAND PROJECTIONS
Demand projections in the FWSS are based on estimates of future land use changes and
population growth. They represent the corresponding growth in water demand associ-
ated with land use and demographic changes, as calculated through the application of

I water use factors (WUFs) or per capita consumption rates. Demand levels were calcu-
lated irrespective of the source of supply.

Average annual demands in ac-ft for each Service Area were projected by decade from
1990 to 2040. The base year 1990 was selected to correspond with the 1990 census
data. The year 2040 was selected as the horizon year for two important reasons. First,
the District’s current CVP contract expires in 2010. The contract could be renewed for

I 25 more years, which would carry the renewal to the year 2035. Using the year 2040

A/the~j/~ d~s were cdcr. ensures ample time to accommodate the CVP contract period. Secondly, water projects
latod for smaller saboroas in the current regulatory environment need extensive lead times, beginning with plan-

I w/t/in ead~ $aadce ~ thening, design and permitting, through construction and implementation. A long plan-
/dann/ng patpos~s air t/is Studyning horizon allows short-term measures to be integrated with long-term alternatives in
focused on issns of overall a cost-effective manner. Regular reviews of the FWSS will allow updates or modifica-

i ~pply and den~ml. Thetdore, dons as required by changing future conditions.
the key parameter was to ad-
dress aaaraaate demand for The development of demand projections, including historical consumption data and
ond~ Setvke Araa. study methodology, is summarized below.

n Historical Consumption

The most valuable source of the District’s past consumption data has been the historical

I production measured at Pumping Plant No. l and sales figures for major customers.3-$
Water withdrawn from the Delta through the intake channel at Rock Slough to Pumping
Plant No. 1 is distributed to raw water customers and the District’s Treated Water Ser-

I vice Area (TWSA). Regularly collected measurements at CCWD’s Pumping Plant
No. 1 indicate water pumped into the Canal for use within the District’s present service
area. Although data from other supply sources such as the District’s water rights at

I Mallard Slough, wells at the Bollman Treatment Plant (Mallard well fields) and else-
where in the District, and river diversions by others are useful and essential to the
analysis, data for Pumping Plant No. I are most representative for obtaining a reason-

t able understanding of the overall water demand within the District’s service area.

The 20-year period, 1974 to 1993, was selected as the most representative and compre-
hensive period for presenting historical data; the period is sufficient to develop assump-

I tions for demand projections, as well as for other concerns such as conservation savings
[he historkd ra¢ord osed irar estimates, seasonal variations and water-year type adjustments. Some consumptionthe FW$$ was 1974-1993. data were not available for all years (the period 1974-1977), in which case only a 16-

I year period was used.

During the historical period, 1974-1993, production at Pumping Plant No. l has ranged
from approximately 72,000 ac-ft/yr (1978 and 1982) to a peak of approximately 137,000I ac-fi in 1988. Since the data analysis was performed, the last two years have also fallen
within the historical range, with annual pumping of approximately 110,000 ac-ft and
95,000 ac-ft in the years 1994 and 1995, respectively. Water sales from the ContraI Costa Canal were aggregated into four major categories defined as Major Municipal,
Major Industrial, Minor Metered and Other Groups. Exhibits 3-3 and 3-4 show the

I
largest category over the period 1978-t993 to be the Major Municipal, with customers

I

Th. N..d for Wat.r
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Wate~ Prod~dion and Sabs by Major C~stomer Grcmp at Plant Ho. 1 (acre-feet)
! 978-1993

";4 ?S 76 T7 "/$ 79 ~3 |~ $1 ~.~r.~4 ~S ~6 g7 gg g9 90 91 9?. 93

located in the TWSA, and the Raw Water Service Areas (RWSA) of Antioch, Bay
Point, Martinez, Pittsburg and the Diablo Water District. Major Municipal customers
received more than half of the water produced at Pumping Plant No. 1 or Mallard
Slough during the period. Major Industrial customers such as Shell Oil, Tosco Oil,
USS-Posco and Gaylord Container received about a third of the total production, with
less than 6% going to Minor Metered and Other uses. The remaining 10% is unac-
counted for water (UAW).

In addition to production at Pumping Plant No. 1, other supplies have been measured
including local supplies (groundwater pumped from wells adjacent to the Bollman
Water Treatment Plant) and municipal (Antioch) and industrial river diversions. Ex-
hibit 3-5 and its accompanying data table, Exhibit 3-6, illustrate Pumping Plant No. l
pumpage as a portion of historical water supplies for the 20-year period. Pumping
records for Mallard Slough indicate the wide range experienced by the District in year-
to-year diversions due to water quality fluctuations in the Delta. Recent District records
for Mallard Slough, showing 0 ac-ft and 9,044 ac-ft for the years 1994 and 1995, re-
spectively, continue to reflect a wide range. Total supplies during the period have
ranged between 84,000 ac-ft in 1978 to a high of over 148,000 ac-ft in 1988.

The Need for Water
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Exh~t 3-4
Water Pvnqmge and Sales by Major Cestomer Group at Plant No. 1 (acre-feet)

1974-1993

[Year 1974 1975 1976 1977 1978 1979 1980 1981 1982 1983 [

Plant No. 1 Pumpage 78,446 76,756 125,118 95,567 71,757 95,508 88,130 102,181 71,867 79,017
Unaccounted 5,925 12,287 11,241 10,969 6,375 16,791

Percent Unaccounted 8.3% 12.9% 12.8% 10.7% 8.9% 21.2%*

Annual Water Sales 65,832 83,222 76,889 91,212 65,492 62,226

I Major Municipal 30,939 44,040 41,408 52,233 36,771 31,956
Major Industrial 28,305 32,956 29. 100 32,666 23,706 25,604
Minor Metered 2,143 1,994 2"264 2,023 1,781 1,762

Other 4,444 4,232 4,117 4,290 3,234 2,904

!
IYear               1984 1985 1986 1987 1988 1989 1990 1991 1992 1993

i Plant No. 1 Pumpage 103,929 119,644 111,337 132,799 136,864 133,224 135,733 99,870 104,926 96,284
Unaccounted 13,957 9,767 11,456 8,821 10,809 13,666 12,254 5,832 8,616 7,324

Percent Unaccounted 13.4%    8.2% 10.3%    6.6%    7.9% 10.3%    9.0%    5.8%    8.2%    7.6%

I Annual Water Sales 89,972 109,877 99,881 123.978 126,055 119,559 123,479 94,038 96.310 88,960

Major Municipal 52,440 63,282 60,759 74,377 71,618 71,648 71,610 55,034 61,807 56,649

I Major IndustriaJ 32,275 41,132 33,969 44.387 48,448 42,474 45.394 33,124 28,495 27,093
Minor Metered 1,949 2.576 2,608 3.101 3,969 3,527 4,406 3,983 3,664 3.194

Other 3,309 2,886 2,545 2,113 2,020 1.909 2,069 1,897 2,345 2,024

t Notes and Sources:
Plant No. I Pumpage, 1974 ~ 19�)3: CCWD O&M Dept,, Coeu"a Costa ~ (moethly) Watt" Supply
Annual Waist Salos data by Custorne~ Groups. 1974 to 1977 ate not available
Annual Wa~" Sales d~ta by Customer Groups. I978 to 1989. (armual| Raw Water Sales m Acre-Fee~ Report. May 14. 1990.

I Am3ual Water Sales data by Customes G~’oups. 1990 to 1993 (moethly) R.av, Walm Salos m Acre-F-e~ Report spreadsheets fo~ each yea~
Ul~:c~on~ wa~" equals Plant No. ~ Pumpa~e rmnus Sales
* lncltg~s wat~ p~raped, b~t ~ to th~ Delta dt~ to d~nk~ng wa~ quaJtty pmblen-~ m Rock

I
Methodology

I Average annual demand for each Service Area was projected using data on Residential
use (land use and population estimates); consumption rates (WUFs and per capita);
Major Industrial and other Non-Residential consumption rates; intensification rates

i (growth that could occur above and beyond a straight-line growth projection); conser-
vation savings; and unaccounted for water estimates. Each component of demand was
analyzed to identify the appropriate data for each subarea (city or jurisdiction), and to

I develop reasonable assumptions about the reliability of the data, including potential
ranges of variability. Demand projections were calculated by adding Residential de-
mand, plus Major Industrial demand, plus Non-Residential demand, minus water sav-
ings from conservation (irrespective of CCWD and other retail agency programs), plus
UAW Exhibit 3-1(see ).
Residential demand was projected in two ways: (1) within the TWSA, acreage by land

i use type was calculated for all areas and multiplied by the appropriate WUF; and (2)

I

Th. H..d for Wat.r
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Historical Water Swppl’ns (ac~feet)
1974 to 1993

Year Plant No. 1 Mallard Mallard Local City of Industrial River Total
Pumpage Slough WeBs Supplies Antioch Diversions Diversions Supplies

1974 78,446 17,179 0 17,179 n/a n/a 0 9~,625
1975 76356 13,775 0 13,775 5377 n/a 5377 95,908
1976 125,118 0 0 0 840 n/a 840 125,958
1977 95,567 0 1,700 1,700 0 n/a 0 97"267
1978 71357 7,511 1,120 8,631 3332 n/a 3332 83320
1979 95,508 4,632 1,120 5,752 2,106 n/a 2,106 103366
1980 88,130 9,337 1,120 10,457 3,090 n/a 3,090 101,677
1981 102,181 4,183 0 4,183 1395 n/a 1395 107.,759
1982 71,867 14,889 0 14,889 4,229 n/a 4,229 90,985
1983 79,017 18,867 0 18,867 5,189 n/a 5,189 103,073
1984 103,929 7,535 0 7,535 4,408 2,651 7,059 118,523
1985 119,64~ 157 0 157 1,049 1338 2,387 122,188
1986 I 11,337 5,770 0 5,770 2,756 13,788 16,544 133,651
1987 132,799 64 960 1,024 440 7,07 1 7’511 141,334
1988 136,864 0 960 960 0 10,638 10,638 148,462
1989 133,224 1,436 960 2396 0 6,630 6,630 142,250
1990 135,733 0 960 960 0 7,868 7,868 144’561
1991 99,870 536 1,700 2,236 529 803 1,332 103,438
] 992 ] 04,926 491 960 1,451 1,234 6,530 7,764 l 14, ] 4 l
1993 96284 6,290 a. 7,250 3,132 2,534 5,666 109’200

Averages 102,948 $,633 626 6,259 2,058 $,985 4,948 114,154

Plant No I Pumpag¢~ 1974 m 1993 CC’WD O&M Dep~ Coeu’a Co~J Ca~al Wate~ Supply l-hsmcy
Mallard Slough TM# 4.1. E~hibtt 4 I-3, CC’WD*I O&M I~L Wate~ Operano~t Sec~ou
Mallard Wells Loc~ Supphe~ k:tt Mallard Sloqgh p~ducuo~ Foc~e~’ Wheel~ is the primary ~ a! 960 acre feet per year
Local Supphe~: CCWD’t Wa~" Con~-vtuou Plan. Appe~hx A.. p A-I I. January 199.5.
P.Jver Diver~ton~ A~uoch ~ from S.E Da~. Ctt~ of Anuoch Du~’to¢ of Pubhc Wock$ t~ W~F, Anion. CCWD, dared Sepc.ember 6, 1994. 199|- 1993:

CC3VD Memo. "H~$t~cal U~e Calc~latme fee USBR" da~d December 15. 1995,
P-dve~ l~ve=’tt~, Industrial" See ~.h~blt ~8
P.Jv~" D~vertlo~, To~a!: Su~ of Cl~ of Anuo~h dtver~ol~ ~ know~ Indu~mal d~vertmet

Total St~pheJ Sum of Plato One immp~e, Local Supphe~ and River I~vevtto~
No~. a) No flow meter ~ however, wellt ar~ pumpe~ co~unttot~y m tetve Foyer Wbeek~ Cogenerauo~

Water savings as a result of conservation which would occur irrespective of CCWD
and other retail agency programs have been estimated on an incremental basis over the
study period. Savings as a result of existing local ordinances and State and Federal
regulations are deducted from the demand estimates of Residential and Non-Residen-
tial use only. Because implementation of these measures is assumed to occur over time
and is intended to reflect the continued conversion of plumbing fixtures in accordance
with plumbing codes and market penetration, water savings have been assumed to start
at 0 percent in 1990 (since WUFs and per capita rates reflect 1990 conditions) and
increase to 10% (by 2% increments per decade) by the year 2040.

Unaccounted for water was added to the demand estimates where it was not included in
the per capita assumptions. Distribution losses were estimated at 7% within the TWSA
(based upon historical records), and from 6 to 14% for the remaining portions of the
Service Area Alternatives. In addition, annual unaccounted for water in the Contra
Costa Canal is estimated at 7,000 ac-ft.
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The analysis used the latest and best available information, maintaining consistency
with methods currently used by agencies within the study area. For example, CCWD
uses WUFs, which rely on County General Plan land use designations, to project de-
mand within its TWSA. Other jurisdictions use per capita rates, documented in theirAvotage annaal domand
planning studies. Development of a single methodology for all areas would have re-tepr~ssats dsmand
quired additional assumptions on converting from one set to the other (WUFs to per.v.reg. year, and is
capita or vice/versa). Adding assumptions to the analysis would increase the uncer-
tainty of the results. Use of the two methodologies avoided a duplication of work andws~d/~ tl~ ~b~n~# M
allowed the use of the best available data for the different geographic areas. It alsored~t~om peto~io~, l~s~l
allowed the projections to be consistent with the methodology used by the local waterb~’~a~ M dro~t.
planning jurisdictions.

D nmnd Prol alon 
Average arm~al demand for Service Areas A through F, in ac-fffyr, was projected for
each of the years 1990, 2000, 2010, 2020, 2030 and 2040, as shown in Exhibit
Average ann~al dem~d represents demand in an average year, and is the amount of
water that would be used in the absence of water reductions potentially imposed be-

Avera~ Ammal I~mnM Projections,21990-2040, (ac-ft/yr)

1990 ~ 2000 2010 2020 2030 2040

Service Area A 146,100 169,900 187,500 196,600 200,800 202,400

Service Area B 146,900 172,800 194,500 205,100 209,900 211,700

Service Area C 149,300 175,600 198,000 209,500 215,100 217,400

Service Area D 151,400 179,800 206,800 220,600 227,400 229,700

Service Area E 153,600 184,900 219,400 237,300 245,300 247,600

Service Area F 160,200 193,900 234,500 273,100 287,900 297,000

Not~:
All pro~--’~cxls fc~ ~e )~rs 1990 tin~x~h 2G40 have beco ro~nd~:t to tbe newest bundr~.
I The 1990den~nd~ownit no~ ~’ualbut an~timatedden~nd level fo~ 1990, based on lhech~t~cl~ristic~ofe~chSe~iceAteain 1990, See"Comp&isonofActual

Sa~ and P~oj~c~d Wa~" U~" toward fl~ e~d of this

2 Dem,tnds shown ~ average year demands, a potion of which may be met thr~agh olher supplies (Antioch and Major Iz~histrild diversions) in normal ~ wt~ yeats.
It is assumed all dem,tnds will be met throogh CCWD supplies dunng dry years (except BroundwaleO,
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i cause of drought. Drought demand is often higher than average demand as the effects
of hot and dry weather usually increase the use of both interior and exterior water.

I The normalized average annual demand (not affected by drought) projected to occur in
1990 for the six Service Areas ranges from a low of 146,100 ac-ft/yr for Service Area A

3 The 1990 demand shown is notto 160,200 ac-ft/yr for Service Area F~. Projected 1990 demand for Service Area A is

i ~ but an estimated demandquite close to actual use in 1990, when total demand based on all uses is taken into
level for 1990, based on the char-
acterizes of each Se~ice A~eaina~ount.
1990. See "C~ of A~al
Sales and Projected Water Use"The average annual demand for the horizon year of 2040 ranges from a low of 202,400

I toward the end of this Chapter. ac-ft/yr for Service Area A to 297,000 ac-ft/yr for Service Area F. The average annual
demand for Service Area F is greater than Service Area A by 94,600 ac-ft, or 47%, in
the year 2040. The projections for Service Area F include demand resulting from the

I assumed development of an additional 54,000 acres of laud, as well as the intensified
development of other lauds and the resulting potential increases in population. Service
Area F demand ranges from a 4% increase in 1990 to a 20% increase in the year 2040

I over demands shown for Service Area E. Of the 20% overall increase shown for the
year 2040, 2.4% results from the assumed densification in the TWSA, 5.4% from the
assumed densification in the RWSA, and 12.2% in the remaining rural East County

C~r~son of t~s Stndy ~h The District’s last comprehensive demand analysis was conducted for the Los Vaque-
previous d~mon~ pro]oaionsros project. The Los Vaqueros planning ar~a is similar though slightly smaller than

I shew~ ~t~k ~’~r~. Service Area A. A comparison of demands shows close correspondence between the
two analyses. The average annual demand projections for this analysis represent de-
mand for a given geographic area, irrespective of supply source. A significant differ-

I ence between the two studies is that the Los Vaqueros Project planning started with the
estimated future demand of 205,800 ac-ft (for a horizon year of 2025) and subtracted
savings from assumed new conservation programs as well as supplies not delivered

I through the Contra Costa Canal (including assumed new reclamation projects and wa-
ter supplied from other water right holders). The correct values to compare between the

W#h implementation of two studies are the 191,400 ac-ft/yr (205,800 ac-ft/yr [minus 7% conservation irrespec-

I CP~ i, the canal demands for tive of District and other retail agency programs] for the Los Vaqueros Project), and the
the two studies are very simi- 198,700 ac-ft/yr interpolated from the FWSS for the year 2025. The results represent a
iar (as shown on page 6-24). 3.8% increase (with implementation of.CPA 1, the canal demands for the two studies

I are very similar,[as shown on page 6-24]) for current projections generated within the
FWSS compared to those determined earlier for the Los Vaqueros Project.

The following sections further explain the data used to project demand.

Projections Land use mapping and designations were provided by theFuture Land Use.
State’s Teale Data Center and the Contra Costa County General Plan, for use and devel-
opment within the Geographic Information System (GIS) developed for this Study.I The 1991 Contra Costa General Plan will be reevaluated theCounty by Countyby

4 Land use designations are made20107 Recent Local Area Formation Commission (LAFCO) and CCWD maps were
within the jurisdictions of the Cityused to update peripheral boundaries of the CCWD service area and city boundaries to

I and County.
reflect the latest annexation information. Recent annexations to June 1994up were

reviewed by the District and have been included within the District’s service area. Most
of the boundaries follow the SOl boundaries, as approved by LAFCO. Exhibit 3-2

I displays each of the six Service Areas.

Projections of Population Growth. Population projections for each Service Area were stud-

i ied and developed by decade from 1990 to 2040. Population estimates for all census

The Iieed for Water!                --
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tracts and subareas within the Service Area boundaries were developed with the use of
ABAG’s Projection~ ’94 ~tal database, by census tract. Census tracts split by ser-
vice area boundaries were closely analyzed and population determined with the assis-
tance of ABAG’s correspondence table, CCWD’s Census Tract/Population Estimate
Database, the review of general plans and specific plans for the affected cities within
the study area, and input by the agencies involved during meetings held in August and
September 1994. (Agencies reviewed land use and population data, not demand data.)

ABAG projections extend to the year 2010. To project demand beyond 2010, the Dis-
trict extended the population figures beyond ABAG data to the year 2040. This was
achieved by analyzing the growth curves for prior decades for each of the subareas, and
then extrapolating the curves to the year 2040 with some adjustments based on localT0 ff0jed
land use plans. The years 2020 and 2030 were then interpolated between ABAG’s2010, tl~ Di~trid exteMed
estimate for the year 2010 and the District’s estimate for the horizon year of 2040.t/~ ~pu/ati~n 8gures
These extended projection years were reviewed with the jurisdictions involved, andABAG d~ta te t/~ ),~r 2040.
some minimal adjustments were made.

Wate~ ~$e lactic. The District has previously developed and used water use factors.
The FWSS used WUFs to determine future water demand for most uses within the
TWSA, and for those Non-Residential uses outside of the TWSA not already included
within a subarea’s per capita rate. To avoid duplicating previous work, the District
assumed that WLrFs accurately reflect recent (and unaffected by drought water reduc-
tions) consumption patterns since they were developed over the years 1988, 1989 and
1990, coinciding with the onset of the FWSS study period. The WUFs were merged
with GIS data and applied to each of the land use categories for each Service Area. This
method assumes that all parcels will be developed according to the 1991 Contra Costa
County General Plan, and that residential parcels will be developed at a density which
falls within those designated land use ranges.

The application of WUFs to land uses only applies to demand for the year 2010, the
horizon year for the County General Plan. To obtain a reasonable demand curve for the
Study period, a growth curve was created using ABAG data. The growth curve, identi-
fied by charting population projections for the period 1990-2040, was then applied to
the 2010 demand projections derived using the WUF method to project data for the
interim and horizon years.

Per ¢~i~ ~ Per H~$e~old ¢oasum~k~a R~e$. For areas outside the TWSA, consump-~ D~ablo Wa~er Di~tnc~’~ ~DWD~
tion figures were obtained on each jurisdiction, typically from existing water master~er ~lan0:ebruar~ 19~l~used

an average 560 gallons per day per
plans, and then reviewed to determine per capita or per household consumption rates,dwelling unit (gpdpdu). ~nd
These existing data were used: (1) to avoid duplication of work by other agencies, and~howed data for the 198~- 1990

(2) to maintain consistency with recognized methods already used by each agency inpeno~ which ranged from 538 to
616 gpdpdu. The Master Plan av-

calculating existing and future water demands. Per capita rates for these areas rangeerageof560gpdpduhasbeenused
between 141 gallons per capita per day (gpcd) in Antioch to 264 gpcd in Discoveryi, this Study in the ~n~ysis
Bay.~ Each city is unique in calculating consumption rates; for example, some includevwr~’s demands. ~owe~er, ~

cent analysis that takes into
all customers within a consumption rate, while others include only residential custom-count 19gs thi’ough i~4 found an
ers, ~verage off I 5 gpdpdu (M. Ye~-aka,

DWD, 1995, personal commurd-

~a}�~" lado$tri~ Detoured. Major Industrial demand includes three components: canalc~ion). WhiietmMas~¢elanval-
ues have been used in the FWSS,

sales, dyer diversions and growth. Exhibit 3-8 displays water sales and river diversionsDWD c~,~n~y uses ~e lower
for Major Industrial customers for the period 1984-1993. Major Industrial customers,~. The efr~ of using the ~ower
the top five raw water users in the industrial category, account for approximately one-~gure on the resul~ or ~e ~vss

would be small and would not af-
third of the District’s 1990 raw water demand. From 1984-1993, total canal sales tofec~ the conclusions.
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!
Exhibit 3-8

I Water Sales and River I)iversions by M~jer Jndestriol Cutomers, acre-feet

1984 19~ 1986 19~’ 19~ 1989 1990 1991 1992 1993] ~
Water Ymr Type we¢ ~ w~ crit �~it bo crit crit cdt wet

Shell OE 9,717 9,694 9/166 10,047 9,458 8,968 10,668 9,930 10,037 9,735      9,772
To~o O/1 (14" m~130") 9,565 9,756 9,983 10,874 10,318 10,.528 12,491 9,023 10,366 10,762 10,3~7

U$S-Posco (18" and 24") 7’521 7,677 7,133 7,610 7,439 7,686 5,587 6,200 5,627 6,050

I G~ylord Comainc~� 5,472 14,006 7,387 15,856 21,234 15,292 16,649 7,972 2,465 ~46 10,~

Tot~ Imtustrbl Canal Sales 32,275 41,133 3.3~,’~) 44.3~ ,1~449 42,474 45,395 33,125 2~495 27,093

Diablo Water District

I DuPom 825 ~ ~78 ff74 1,171 1,303 1,303 1,219 1,317 I~45 1,110
To~l Major Industri~l C.mml Sales

19~4 19~ 19~6 1987 19U 19~9 1990 1991 1992

I Industrial River Diversions
Tosco Oi 2,620 1,310 ~0 0 0 ~- .t & &

USS-Po~o b. b. 12,900 b. b. ~- 3,200 ~- 5,600
C-aylord Conmine~ a. a. a. 7,040 10,600 6592 4,630 783 909 2,496

i DuPont 31 28 28 31 38 38 38 20 21 38

Municipal Diverters Ave~

I City of Antioch 4,40~ 1,049 2.756 440 0 0 0 529 1,234 3,132
Mailed Sl~gb (CCWD) 7,535 157 5.770 64 0 i,436 0 536 491 6,290

I Major Industrial customers such as Tosco Oil, USS-Posco, Shell Oil and Gaylord Con-
miner ranged between 27,093 ac-ft and 48,449 ac-ft/yr (recently Gaylord has sharply
curtailed production; however, it is assumed that an industry of comparable water needs

I will maintain this demand). Historical canal sales over that period for Major Industrial
users averaged 37,680 ac-frdyr.

DuPont, a Major Industrial customer within the Diablo Water District, uses approxi-

I mately 1,110 ac-ft!yr (1984-93 average). This amount was added to the historical aver-
age for the other Major Industrial users for a total of 38,790 ac-ft/yr.

i Some Major Industrial customers divert water from the San Joaquin River. Some of
these diversions are on a regular basis, and others are on an irregular basis since they
are limited by water quality, especially in critically dry years. The SWRCB Division of
Water Rights, Permits and Licenses supplied river diversion information for these in-

I
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dustdes, but records are incomplete. However, from data available, it was determined
that Major Industrial canal sales represent an inverse relationship to river demand, as
water year types change. Therefore, an analysis of wet and critically dry years would
reasonably indicate those diversions. This information was used to develop an average
diversion.

For the period 1982-1993, it was found that canal sales during a critically dry year
averaged 39,970 ac-ft, while sales during a wet year averaged 28,579 ac-ft, a difference
of 11,391 ac-ft (DuPont was not included in the analysis due to lack of data). One-half

of thedifference (5,700 ac-ft) between critically dry and wet year canal sales for the
period was then used to represent a figure for average river diversions, and added to the
historical average canal demand. The combined figure represents the total Major In-
dustrial demand.

Two major industries have reported plans for future expansion in recently published
documents. Shell Oil and Tosco Oil plan to increase future water demand by 5,000 ac-
ft/yr and 3,000 ac-ft/yr, respectively. These demands were included, beginning with
the decade beginning in 2000.

Other Non-Residential Demand. Non-Residential demand, which includes minor munici-
pal and minor industrial customers, has historically accounted for an average of 2.7%
of total consumption. A combination of homeowners’ associations, agricultural and
temporary uses, account for 2.8%; the category has generally declined since 1978. De-
mand by these customers has been calculated using WUFs.

A major Non-Residential land use requiring separate analysis was the Concord Naval
Weapons Station (CNWS), which was assigned a water demand number based on his-$.!
torical use. A demand of 380 ac-ft/yr is assumed as a total demand for lands within the
CNWS boundary. Almost 5,000 acres of the station are currently designated PS (public
semi-public) consisting primarily of open space.

Inlen$itkafion. The extended planning horizon for the FWSS necessitated speculation
about potential development beyond the year 2010, when many cities and the County
will reevaluate their general plans. Intensification assumptions are applied to Service
Area F only and assume increasing permitted residential densities and related increases
in supporting services. Intensification would occur over time, as allowed by revisions
in the County General Plan and associated local general plans. Potential scenarios for                      ,
actual development between the years 2010 and 2040 include:

¯ densification of existing urban areas (Residential and Non-Residential) through
redevelopment, or rebuilding to higher but permitted densities;

¯ suburbanization of rural or agricultural areas (not including the agricultural core);

¯ changes to the ULL after the year 2010;

¯ conversion of industrial areas or military bases to mixed uses, including residential
uses;

¯ revised general plans and policies, including changes to permitted slope construc-
tion and growth management plans; and

¯ changes in the 65/35 non-urban/urban ratio, which now limits urban development
to 35% of the land in the County.

The Need for Water
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i Areas within the cities of Antioch, Brentwood and Pittsburg were originally identified
for intensification within Service Area F, based on the densification concept used in the

I "How is dendfication taken Phase I East County Water Supply Management Study. Through discussions with Dis-

~ta ~rm~nt~ trict staff and the Customer Feedback Group, it was determined that cities within the
TWSA are just as likely to experience intensification or redevelopment. Most of the

i CFG �ommnt 7/~7/94 cities within the TWSA are already approaching levels identified for "ultimate buildout"
and would probably be intensified before the cities identified in the East County study.

Based on future uncertainties, the potential for intensification could affect population

I estimates. Intensification was assumed to result in an overall increase in Residential,
Non-Residential and Major Industrial water demand in Service Area F of 20% over
Service Area E, in the year 2040. The distribution of the 20% increase is as follows:

I Residential, 7%; Non-Residential, 5%; and Major Industrial, 8%. Total increases in
these customer groups combine to represent an increase in demand of 49,400 ac-ft/yr
over Service Area E in the year 2040. Service Area F includes a large amount of agri-

I cultural land inside and outside the ULL, and it is assumed that one-half of the overall
intensified growth would occur in converted agricultural lands, but no development
would occur within the agricultural core.

I There are approximately 11,200 acres designated as agricultural core and approximately
34,000 acres designated as agricultural land within Service Area E The intensified
population figure would represent approximately 95,390 additional people in 2040 (over

I that of Service Area E). Of this amount, it is assumed one-half would populate agricul-
tural lands (not within the agricultural core). This would equate to approximately 17,344
new housing units. Assuming two dwelling units (du)/acre, such a population would

I require approximately 8,671 acres. If those same units were placed in a density of six 3-15
du/acre only 2,890 acres would be required. (These density assumptions are represen-
tative of the single family residential low [SL], and single family residential high [SH],

I County land use designations.) Under both scenarios, it is only necessary to assume 9
to 28% of existing agricultural lands would be converted to achieve such growth. This
would not, however, include lands necessary for non-residential support services. This

i discussion is not meant to advocate conversion of agricultural lands in this or any man-
ner, but is presented as a high demand scenario for analytical purposes.

l:onservalion. Water savings from the existing State, Federal and local conservation

I ordinances are estimated to range between 0% (1990) and 10% at the end of the Study
period (2040), irrespective of District and other retail agency interim or long-term pro-
grams. These water savings include measures that already exist in State, local or Fed-
eral law, and savings attributed to the normal replacement of conventional water using
devices (e.g., toilets and faucets) with water saving devices. State requirements for
water savings hardware in new construction, the replacement of conventional toilets

i with low-flow hardware in existing households, and the greater awareness and willing-
ness on the part of customers to apply conservation measures even in non-drought years
are expected to save an increasing percentage of overall water demand in the future.

i Conservation estimates for the years 2000, 2010, 2020, 2030 and 2040 are estimated at
2, 4, 6, 8, and 10%, respectively, assuming that market penetration and the meeting of
newer plumbing codes will occur gradually over time. These estimates are assumed to
occur within the Residential and Non-Residential sectors; Major Industrial customersI are to already operating a relatively manner.assumed in efficient

IJn~toanled for Water {IJAWJ. Unaccounted for water use occurs within all water sys-

I tems and is calculated as the difference between the quantity of water delivered into the

I
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distribution system as measured at the pumping or treatment plant, and the total of all
metered quantifies billed to customers. UAW includes leakage in the mains and distri-
bution system, conveyance losses, system and street flushing, meter inaccuracies and
unauthorized connections or use. A UAW estimate of 7% was used in the TWSA;
UAW estimates used in the other municipal distribution areas ranged between 6 and
14%. UAW figures were obtained from each city’s individual water master plan. In the
case of rural East County, UAW figures within the Los Vaqueros Scoping Report for
that area were used. With a continuing extensive leak detection, repair and replacement
program, UAW is expected to be relatively constant in future years. In addition, the
UAW figure for the Contra Costa Canal was a constant rate of 7,000 ac-ft/yr, including
canal seepage and evaporation and the error in estimating unmetered canal diversions.

Demand Envelope

An "’envelope" was developed around the average annual demand to acknowledge the
uncertainty of the demand projections for each Service Area. The demand envelope
represents a possible range of variability above and below average annual demand.
These ranges were developed by testing reasonable assumptions about data variability.
Individual assumptions were tested to determine what effect a reasonable range of varia-
tion for each would have on total demand. Because many of the variables only influ-
ence a segment of demand, the effect on the total demand is smaller than the change in
the variable being tested. It would be unreasonable to assume that all components
would vary in the same direction. Rather, some variations in each component would
likely offset others.

3- i 6 The range within the demand envelope is influenced by weather, water quality (total
Major Industrial needs), uncertainty of population growth, and the uncertainty of con-
servation water savings (irrespective of CCWD and other retail agencies’ programs). "Will tl~a pro]actions ind~da
These variables potentially increase average annual demand in the year 2040 by as confidence intervals (mn~ af
much as 15%, and decrease the average annual demand by as much as 10%
(+15/- 10%).

The influence of weather is the best documented variable; a change in annual Residen-CFG comment 7/27/94
tial demand of +5/-3% (Weather Normalization Report, CCWD 1990) would result in a
variation of the total 2040 demand projections of +3.8/-2.3% (because of the portion of
demand accountable to Residential and Non-Residential customers). Water quality is a
demand issue with major industries that use river water; major industries’ annual use of
water has historically varied (by water year type) by +2%, which would result in a
change in total 2040 demand of +0.5%. Long-term growth projections always contain
an element of uncertainty. If Residential demand projected for the year 2040 were to
occur in the year 2010, for example, total average annual demand could vary by + 10%.
Not only are growth projections uncertain, but so are assumptions on per capita rates
and WUFs. The above variation in demand, however, should accommodate these two
uncertainties. The uncertainty of water savings from conservation by others is likely to
be understated, not overstated. Therefore, the variables of weather, water quality and
growth could together represent a combined high range in total 2040 demand of+15%.

The uncertainty of growth for the year 20~0 alone could dictate the low range in de-
mand. If growth associated with reaching full development of the County General
Plan’s Land Use Map were to occur in the year 2040 instead of by the year 2010,

The Heed for Water
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i average annual demand in the year 2040 would vary by -10%. The other element of
uncertainty that could affect average annual demand is water savings from conserva-

I tion (irrespective of CCWD programs). If conservation were to be twice as effective as
"Wl~y is tke e~lop~ co~- projected (representing a 20% savings in Residential and Non-Residential demand as
str~aed ssd~ that the ~lq~ercompared to a 10% savings used in the current projections), 2040 d~mand could be

I ~d~r~ i$ f~rt/~r from t/~ reduced by 6 to 8%. Although variances in growth, conservation and weather have
bos#li~# I~rol#aios tkas tk# potential for reducing demand, it is considered unlikely that all three would occur con-
bw~ bo~sd~r/.~ currently. Therefore, the potential change in 2040 demand resulting from more effec-

I t~ ~mm~t 2/#/95 rive conservation (6-8%), combined with the influence caused by weather (-2.3%),
were suggested as the most probable factors which could cause the low range in 2040
demand to decrea~ by as much as -10%.

I Exhibits 3-9 and 3-10 represent the high and low ranges calculated from the average
annual demand for each Service Area for the period 1990 to 2040. High demand for
the year 2040 ranges between 232,800 ac-ft/yr for Service Area A and 341,600 ac-ft/yr

I for Service Area F, a difference of 108,800 ac-ft/yr.
In Exhibits 3-11 through 3-16, a band around each projection illustrates a narrower
range for the immediate future, as opposed to the horizon year 2040 where a larger

I would be expected to occur due to increased uncertainties in population growth.range
As uncertainty increases over time, the variables of uncertainty are introduced incre-
mentally by d~cade. The influence of weather within the District is known to affect
current demand and accounts for most of the small range represented by the demand
envelope in the year 1990 (+5/- 3%). The range increases by decade to +15/-10% in
the year 2040. These exhibits chart a demand envelope for the base, interim and hori-

I zon years. Average annual demand has been bound by the same high and low percent- 3° | 7
ages for each Service Ar~, with increasing p~rcentages occurring as the projections
approach the horizon year of 2040.

I The annual demand shown in Exhibits 3-11 through 3-16average representsaverage
demand throughout the Service Areas. Under average demand (normal year) condio
tions, some of the demand is supplied from Mallard Slough diversions, the City of

I Antioch diversions and major industries with diversion water rights.

Demands on the District’s canal are highest in critically dry years primarily because

I the water quality in the Delta would reduce or eliminate Mallard Slough, Antioch and
industrial diversions. In addition, higher annual evapotranspiration rates produce a
higher demand for landscaping and other outdoor uses. The historical demands for
some critically dry years are particularly low because of reduced water supply alloca-I tions in those in the need for intensive conservationyearsresulting efforts or manda-

tory rationing.

I In wet years, canal demands are at their lowest. River diversions are typically high
when water quality in the Delta is compatible with municipal and industrial use. The
lower annual evapotranspiration rates under wet year conditions result in a lower de-

i mand for landscaping or other outdoor purposes.
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I
Exl~ 3-9

hmnd ~ojedions, 1990-2040, (ac-ftJyr)
Rm,s, I

1990 2000 2010 2020 2030 2040

Service Are~ A 153,600 181 °900 204,500 218,300 226,900 232,800 1

Service Am B 1~4,400 185,000 212,100 227,700 237.200 243,500
I

Service Are~ C 156,900 188,000 215,900 232,600 243,100 250,000

Service Arem D 1590100 192,500 225,500 245,000 2~7,000 2~4,200 U

Service Are~ E 161,400 198,000 239,300 263,500 277,200 284,700
I

Service Area F 168,4OO 207,600 255,700 303,300 325,4OO 341,600

Note~:
IAll projections for the yea~ 1990 through 2040 have been rouaded to the nea~st hundred.

The year 1990 is represented as 105.1% of the avera~ year demand.Th~ year 2020 is represented as 111.0% of the average year demand.
The year 2000 is represent~�l as 107.1% of the average year demand.The year 2030 is represented as 113.0% of the average year demand.
The year 20 ! 0 is represented as i 09.1% of the average year demand.The year 2040 is represented as 115.0% of the average year demand.

3-18 I
Exhibit 3-10

Demand Projections, 1990-2040, (ac-ft/yr) nLow Rm,,ge

1990 2000 2010 2020 2030 2040

I
Service Area A 140,800 161,600 176.000 182.000 183.300 182,200

Service Ar~.a B 141,600 ! 64.400 182.500 189,800 191.600 190,500 I

Service Area C 143,900 167.000 185,800 193,900 196,300 195,700
1

Service Are~ D 145,900 171,000 194,100 204.200 207,600 206,700

Service Area E 148.100 175,900 205,900 219,600 223,900 222,800

Service Area F 154,400 184,400 220,100 252.800 262,800 267,300 1
Notes:
All projections for the years 1990 tlm3ugh 2040 have been rounded to the ne.a~st hundt~l.

The year 1990 b represented as 96.4% of the average year demand. The year 2020 is represented as 92.6% of the average year demand.
The year 2000 is represented as 95.1% of the average year demand. The yea~ 2030 is represented as 91.8% of the average year demand.
The year 2010 is rela~sented as 93.8% of the average year demand. The year 2040 is represented as 90.0% of the average year demand.
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I                                     ExJ~ 3-11

Den~! E~velope, 1990-2040
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Exhibit 3-12
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Exidbit 3-13
I)emmd EavelOl~ 1990-2040

Servke ~ C

~60,0~0.,

�: 280,000

~),(~o I I I

3-20
[xh~t 3-14

Demand Eavelop~, 1990-2040
Sm’vice A~ D

3~,~ ......

~.~ ~ .......

~.~P i~" I I I

I
The Need for Water !

C--099985
C-099985



Final
CClk’D Faturo Water Supply Study

I ExMMt 3-15
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SERVICE AREAS FOR FURTHER STUDY
Six Service Areas were mapped for utilization in the demand projections. For develop-
merit and evaluation of the FWSS Resource Alternatives, the District selected three
Service Areas for ftmher study. During the Board Workshop on April 12, 1995, the
Board agreed to focus further study on Service Areas C, E and F, represented in Exhibit
3-17. Service Area C represents planning areas of the District’s existing raw and treated
water customers. Service Area E would add the City of Brentwood and that city’sDer~3 the Bead Werkshep ae
planning area, Discovery Bay, Cowell Ranch, Byron, East County Airport, and the ru-April 12, ! 995, the Board
ral county areas between the cities of Pittsburg, Concord and Clayton. Service Area Fagre~J to f~as further ae~
includes the remainder of East County. These service areas were chosen due to theiron $or~e ~s ~, E md~ ~
differences in demand. There was a 7% difference among demand for Service Areas A,reseatedinfxldbitJ-!7.
B and C in 2040; Service Area C, which also represents the District’s existing planning#ecause the Distrid’s existi~
area, was therefore chosen for further study. Between Service Areas D and E, there wasplannin~ area does ~ot ~ he-

only a 8% difference. Service Area F, representing a 20% increase over Service Area E,
yeM Service Acea �, the l~s-
trier is limited to decision-

examines the potential for servicing the remainder of East County lands, outside the makin~i only in that area.
ULL and represents the largest potential demand under a high growth scenario.

The original reason for studying a range of service areas was to ensure that any deci-
sions made did not preempt flexibility in future decision making, in the event that the
District may be required to serve new growth areas. Because the District’s existing
planning area does not go beyond Service Area C, the District is limited to decision-
makingonly in that area. However, examination of potential service to an expanded
area such as Service Areas E and F is useful for planning purposes.

Developing resources to solve for demand in Service Area F, representing the high end
3"22 of demand, has been controversial. However, solutions developed for a larger service

area are valuable in that such solutions would also represent a more reliable, although
costlier, water supply solution for a smaller service area. Resource Alternatives for
Service Area F, with minor adjustments, could also be used to represent more reliable
solutions for Service Area C. The solution for a larger service area could also present
an opportunity for the District to participate in a joint project with other agencies to
develop a comprehensive solution involving regional storage or developed water through
surface water storage reservoirs to provide carryover storage to address fluctuations in
supply.

COMPARISON OF ACTUAL SALES AND PROJECTED WATER USE
The geographic area for Service Area A is slightly larger than the service area CCWD
served in 1990, and includes minor annexations through June 1994. The projectedPrelected demand wes less
demand for FWSS includes water use in an average year and excludes the effects ofthan 2% higher than actual
drought on water use. Projected demand also includes unaccounted for water and aver-water ese in the year ! 990.
age river diversions for Major Industrial customers, which are not reflected in District
sales figures. Accounting for these differences, projected demand was less than 2%
higher than actual water use in the year 1990.

The District began the FWSS in early 1993, acknowledging a potential future supply
shortfall as witnessed during the six-year drought (1987-1992). The implications of the
outcome of that period have become clearer as the FWSS has progressed and District
sales over the past two years have been tallied. Starting in 1987, the District, as well as
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the rest of the state, experienced a six-year drought. During this period, annual sales in
the District hovered in the mid 130,000 ac-ft range until they fell sharply in 1991 to less
than 100,000 ac-ft. The dec].ine is generally attributed to mandatory drought manage-
ment measures enacted in the summer of 1991 and the concurrent economic recession.

Although sales have increased since 1993 (wet year), they have not returned to pre-
levels. In addition, Industrial customer which has useddrought a Major (Gaylord), up

to 21,000 ac-ft/yr in past years, sharply curtailed production and reduced demand to
under 1,000 ac-ft in 1992, with nominal increases since then. Reduced District sales
are essentially occurring due to continued public awareness through ongoing media
efforts stressing long-term conservation and a state-wide rex:ession, beginning in 1990-
91, which some economists argue has achieved only marginal recovery. This phenom-
enon is not limited to the District, but is seen state-wide, indicating it is not driven by
local activities.

Demand projections in the FWSS were based on a combination of WUFs and per capita
numbers based on historical demand within the District over past years. As a result, per
capita water use and water use factors used to calculate demand tend to be skewed
slightly higher than post-drought water use; projected demand is therefore higher than
actual demand. The of the for based indevelopment WUFs, exalTlple, was onwater use

the years 1989 and 1990 (below normal and critically dry years), two of the four highest
water use years within the District’s history.

During the development of demand projections, a demand envelope based on average
annual demand (increasing to +15/-10% in 20~0) was used to acknowledge the possi-
bility for variation in demand. Existing demand is currently below the demand enve-
lope and is primarily due to the reduced production of the Gaylord facility and abnormally 3"25
low water use from the drought and recession. The District has not experienced a
complete rebound in sales as of 1996, although it is acknowledged that the last two
winters have been wet. During periods of heavy rainfall, exterior demand is obviously
reduced, and industrial and municipal customers with the option divert more than the
average amounts of their water from the San Joaquin River, further decreasing Canal
demand.

The possibility of expanding the low end of the envelope is a consideration since 1995
projections are higher than actual sales; however, demand increases are expected to
occur. Shell Oil and Tosco Oil will be increasing annual water use in 1996 by approxi-
mately 6,000 ac-ft. Gayiord Container, currently in non-production mode, could expe-
rience a shift in business or be replaced by another paper producer (a water intensive
process). This could potentially increase annual demand by 10,0t30 ac-ft or more. The
economy is projected to improve in 1996, which could result in increased housing starts,
and consequently increased water demand in the District, especially in East County. In
addition, the last few years have been wet years and diversions from the San Joaquin
River have been high, masking these demands from the District’s operation of the ca-
nal. Industrial customers and the City of Antioch experienced similar increases in with-
drawals. For these the demands here reasonable andprojectedreasons, presented
should be incorporated in the District’s Implementation Plan until the FWSS is revis-
ited in approximately five years.
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CONCLUSIONS
The District examined six Service Areas to determine a logical array of potential de-
mand levels. Average demand projections for Service Areas A through C are relatively
similar, differing only 2% in 1990, with the difference increasing to 7% in 2040. Ser-
vice Area E increases from 2% over Service Area D in 1990 to 8% in 2040. Service
Area F increases from 4% above Service Area E in 1990 to 20% in 2040. The envelope
of the demand projections, representing the uncertainty in the projections, ranges from
+5/-3% in 1990 to +15/-10% in 2040.

To put these projected demand levels in perspective, it is useful to compare them to the
current supply. The District’s current CVP contract (1994 Amendatory Contract) has a
maximum supply entitlement of 195,000 ac-ft/yr, but allows shortages as low as 75%
of historical use. Regulatory restrictions on pumping, which can occur in any year, can
fimit CVP supply to 75% of conwact entitlement (146,000 ac-ft), which would result in
a shortfall even for Service Area A as early as the year 2000, and possibly sooner. The
availability of supply alternatives is most critical during a dry year with pumping re-
strictions. This critical situation is due to the combined occurrence of water supply
reductions and increased canal demands resulting from customers who can no longer
divert river water due to water quality constraints. Supply alternatives to help meet the
projected demands are discussed in the next chapter.

3-26
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| 4. Meeting Water Heeds
!

"-""- .... OVERVIEW
I Chapter 3 examined current and projected future demand in the District’s Service Area~

.... including an analysis of six Service Areas to determine a logical array of demand lev-
~!: :ii..~ .... els. Chapter 4 addresses existing and potential ~upplie~ for CCWD, focusing on the
~ "r ~.*~:~ *. "~ " Sacramento Valley, the San ~oaquin Valley, the Delta, the CCWD Service Area and San

Francisco Bay. The analysis begins by examining the District’s existing supply sys-

i tern, including the distribution system and existing water rights, contracts and agree-
ments. Building on this discussion of existing supply, the analysis examines potential
future sources of water supply for CCWD, including, but not limited to, surface water
sources; water conservation by others (particularly in the agricultural industry); ground-
water storage/conjunctive use; water exchangesiransfers, andsales;wastewaterrecla-
mation; and desalination. As any future solution for CCWD will likely include both
supply and demand management components, this chapter concludes with a discussionI of potential conservation programs within the District’s service area. Additional details
on potential supply sources are provided in Technical Appendix D, including a more
comprehensive analysis of desalination and water banking opportunities. Technical

I Appendix C includes more information on conservation programs developed for the
FWSS.

I EXISTING WATER SUPPLY 4-1

CCWD obtains its water primarily from surface water sources in the Sacramento-SanI Delta. Other water in the Sacramento-San RiverJoaquin potential Joaquinsources
basin include groundwater resources, water transfers and exchanges, water use reduc-
tion by other users (e.g., agriculture), recycling and desalination. Water supply and use

I in the basin are governed by a complex network of water fights, contracts and agree-

As noted in Chapter 3, some
ments involving CCWD, local districts and other entities. CCWD conveys, stores,
treats and distributes water through the Contra Costa Canal, a system of storage reser-Service Area demands are metI through water diversions in voirs, water treatment facilities and distribution pipelines. These existing water supply

wetter years. Reliance on facilities are further described below.
CCWD in dry years, therefore,

I increases as rivur water qua/- Conveyance and Treatment System
ity deteriorates.

CCWD is the primary supplier of water for users in north-central and northeastern
Contm Costa County (Exhibit 4-1 ). The District’s current Service Area is comprised ofI both Raw Water Service Area (RWSA) and Treated Water Service Area (TWSA).a a
To serve water users within this Service Area, CCWD maintains raw water conveyance
facilities as well as treated water production and distribution facilities. The Contra

I Costa Canal is the District’s principal raw water facility. It delivers rawconveyance
water to the RWSA which includes the cities of Antioch, Martinez and Pittsburg, as
well as to the Southern California Water Company(serving Bay Point) and DWD.

I The District also delivers raw water directly to some 50 industries and major busi-
nesses, 35 agricultural users and numerous landscape irrigators (CCWD, 1994b). CCWD

I provides treated water to its TWSA, which includes all or portions of the communities
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of Clayton, Clyde, Concord, Martinez, Pacheco, Pleasant Hill, Port Costa and Walnut
Creek. By September 1997, CCWD expects to provide a portion of Bay Point’s treated
water supplies. Primary components of the conveyance and distribution systems, in-
cluding the Canal, storage facilities and water treatment facilities, are described below.

G)~m ~da Grad. Raw water enters the Contra Costa Canal from the Contra Costa
Intake Channel and Pumping Plant No. 1 along Rock Slough in the Delta. The Canal is
43.7 miles long beginning at Pumping Plant No. 1 and ending at Martinez Reservoir
near the City of Martinez. Four pumping plants within the first 7.5 miles of the Canal
lift water 124 feet to the discharge side of Pumping Plant No. 4, where water is then
conveyed by gravity to the Canal’s terminus. Water deliveries from the Canal to cus-
tomers are made through turnouts along the length of the Canal and from lateral pipe-
lines branching from the Canal.

St~e Fdt~s. There are five raw water reservoirs that store and regulate water sup-
plies within the CCWD Service Area. Some of these are maintained and used by the
District, while others are maintained and used in conjunction with, or exclusively b.y,
municipalities.

The stand-by Contra Loma Reservoir (located in Antioch) and the Martinez Reservoir
(located in Ma_ninez) were developed to be used in conjunction with the Contra Costa
Canal, and have storage capacities of 2,095 ac-ft and 268 ac-ft, respectively. The Martinez
Reservoir, the terminal reservoir in the Contra Costa Canal system, is used to help
regulate Canal flows and feed the Martinez Treatment Plant. These facilitiesupstrean’l

provide operating and emergency storage for water obtained from existing water rights
in the Delta. In addition, raw water storage outside of the Contra Costa Canal system is

4=2 maintained by the City of Antioch in the Antioch Municipal Reservoir, with a capacity
of 73 ac-ft (Brown and Caldwell, 1991 ), and by some industrial users.

Mallard Reservoir was developed in conjunction with the Mallard Pipeline and Mallard
Slough water rights. Mallard Reservoir has a total storage capacity of approximately
3,000 ac-ft. It is used primarily for raw water storage but also for water quality blend-
ing at the Bellman Water Treatment Plant (WTP). Raw water can be pumped to Mal-
lard Reservoir from Mallard Slough, near Port Chicago, through the Mallard Pipeline
when the water quality is acceptable in the Slough. However, the primary water source
for this reservoir and the Bellman WTP is the Contra Costa Canal.

The Los Vaqueros Reservoir, when developed, will provide CCWD with an additional
100,000 ac-ft of storage. The objectives of the reservoir are to improve the reliability of
the CCWD supply by providing emergency storage and to improve the quality of water
delivered to the District’s customers (JMM, 1988). The Los Vaqueros ProJect involves
the construction of new intake facilities at Old River to deliver Delta water to the reser-
voir; however, this will not result in additional supply. The project facilities are de-
signed to provide offstream storage of high-quality water for use during the seasonal
intrusion of saltwater into the Delta, particularly at Rock Slough where CCWD cur-
rently obtains a majority of its raw water supply. The reservoir would also provide
emergency storage in the event of unforeseen circumstances, such as a levee failure or
chemical spill, which could make Delta water unusable for extended periods. The transfer
and conveyance facility will deliver water to the Contra Costa Canal at Pumping Plant
No. 4.

I
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I
Water Treatment F~’lities. The Bollman WTP, adjacent to Mallard Reservoir, is the

I District’s primary water treatment facility, serving the needs of the TWSA and having a
permitted capacity of 75 mgd. The District’s 1996 Capital Improvement Program (CIP)
describes a series of improvements planned for the Bollman WTP, including projects to
upgrade plant safety and security, ensure regulatory compliance, increase seismic reli-

I ability improve water quality, quality improvements ozone con-and Water include and
trol system upgrades required to comply with current and future health, safety and water
quality regulations (CCWD, 1994d). The plant’s primary raw water source is the Con-i tra Costa Canal. Canal water either be delivered directly to the plant, to Mallardor

Reservoir, where it can be stored for later use. Approximately 722 miles of pipeline,
ranging in diameter from 2 to 48 inches, distribute water throughout the TWSA.

I Four other communities (the City of Antioch, the City of Pittsburg, the City of Martinez,
and the community of Bay Point) treat water from the Contra Costa Canal for delivery

i to customers in their service areas. The combined total treatment capacity of these fa-
cilities is approximately 75 mgd. The City of Antioch has a facility composed of two
major sections with design capacities of 16 mgd and 8 mgd, respectively. Additional
capacity, up to 6 mgd, can be provided for limited periods (which is not included in theI of 75 The Point owned and Southern Cali-abovetotal mgd). Bay facility, operatedby
fornia Water Company, has a treatment capacity of approximately 5 mgd. The cities of
Pittsburg and Martinez have treatment capacities of 32 mgd and 14 mgd, respectively.

I The Randall-Bold WTP, jointly owned by DWD and CCWD, has a design capacity of
40 mgd. It is located in the East County community of Oakley and treats water from the

i Contra Costa Canal for delivery to DWD customers.

4-5Water Rights, Contracts and Agreements

In addition to its existing CVP contract, CCWD also receives minor supplies from
pumped diversions at Mallard Slough and through pumping at the Mallard well fields.
In addition, CCWD has obtained an agreement with East Contra Costa Irrigation Dis-

I trict (ECCID) to use up to 21,000 ac-ft/yr of ECCID water supply to service M&I
demands in portions of ECCID which are now, or potentially may be, within the CCWD
Service Area. An agreement with the City of Brentwood provides for the transfer of

i 7,000 ac-ft!yr to Brentwood for its future water needs. A review of water rights in the
current CCWD Service Area identified the City of Antioch, the Gaylord Container Cor-
poration and the Tosco Corporation as having significant surface water rights. Exhibit
4-2 lists water rights currently held within the CCWD Service Area, along with respec-i rive annual diversion entitlements.

Under ideal conditions, current agreements entitle CCWD to a total annual supply of

I 242,700 ac-ft, plus an additional 3,000 ac-ft produced from wells (owned by the Dis-
trict and others) in the District’s Service Area. In reality, however, the full amount of
supply (242,700 ac-ft) is not available due to deficiencies (e.g., CVP supply shortages

I and water quality conditions in the San Joaquin River). The water supply sources iden-
tified here are discussed in detail in the following sections.

Centra! Valley Proiect. The District’s primary water supply is its’ CVP entitlement. On

I September 18, 1951, the District entered into a contractual agreement with the United
States Department of the Interior, Bureau of Reclamation (Bureau or USBR), to receive
water service from the Bureau’s CVP (Water Right Permit Nos. 12725 and 12726). The

I contract has been amended on several occasions since its original enactment. The 1994

! ,..,,.,-°,.,,.-.
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Exhibit 4-2 I
Wat~ Rights in the CCWl) Service

Water Right Statement !

State Water Reseurc~ Diversion
Water Rights Holder and Diversion Point Control Board Numbers l~ace of Use Right (Ac-Ft) (a)

I
USBR @ Rock Slou~h Permit Nos. 12725, 12726 CCWD 195,000

CCWD @ Old River ~Los Vaqne~$ Project) Application No. 20245 CCWD -195.000 ~b)
i

ECC1D @ Rock Slou~h Agreement with ECCID

CCWD
Lice~e No. 3167 and Permit No.

I
@ MaJlard S]ou~h 19856 CCWD 26.700

City of Antioch @ San Joaquin River Statement No. 009352 Cit~ of Anitoch Service Area 7,670

Cit~ of Antioch @ Antioch Municipal Re~Noir License No. 0~02713 Cit~ of Antioch Service Area Unknown I
Gaylord Container

.Gaylord Container Coq3. @ San Joaquin River Permit No. 019418 Corporation 28.0~)’ IEl Dupont D¢~ Ncmours &
El DuPont De Nemours & Co. @ San Josquin River License No. 000674 Compan}, 1.405

Tos¢o Corp. Lion Oil Division @ San Joaquin River License No. A010784 Tosco Corporation 16.650

USS Posco Not listed with SWRCB USS Posco 12.qO0 !

Notes:

(a) Dive~mu amotm~ r~cm m~umum d~ve~me cal~bili~e~ and d° n°� ~ ~v~°n ~h n~ a~l~ f~ ~1 ~’
I

(b) Dwer~ion right al Old P.Jvez fo¢ the ~ Vaqt.m’o~ Project mclude~ capac~ for" CVP ¢hvenme~ tad wa.~ quah~ ¢hver~mn.t

(¢) EO::U:) = E.~t Coa~ Co~ Lrns~oo
(d) Br~o~I~ZCWD A~ of Ociol~ 19. 199~.

Amendatory Contract is effective through December 31, 2010 and provides that the
Bureau will supply up to 195,000 ac-ft annually to CCWD at Rock Slough.

The CVP’s ability to provide water supplies to CCWD is greatly affected by regulatory
conditions in the Sacramento-San Joaquin Delta, the CVPIA and upstream water re-
source conditions. During regulatory restrictions, CCWD will receive the greater of
75% of the contract entitlement, or 85% of historical use. During water shortages,
CCWD will receive not less than 75% of the contract entitlement or 85% of historical
use (whichever is less). Under severe drought conditions, the CVP supply can drop to
as little as 75% of historical use; the contract allows lower supplies during drought
emergency conditions, when there is only a sufficient supply to maintain health and
safety. Historical use is defined as the three-year average of CVP supplies unaffected
by reductions, plus fiver diversions by Gaylord Container and the City of Antioch and
Mallard Slough diversions by CCWD. The average is adjusted for growth in the exist-
ing Service Area, and reduced by any amount actually supplied in the shortage year by
Gaylord, Antioch or Mallard Slough.

I
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~ ~ S~ ~s. ~e ~u~ncy of ~ught d~ficienci~ ~c~ by C~
M&I w~ control, ~clud~g C~, w~ ~ us~g ou~ut ~m ~e C~or-
~a ~p~ent of W~r Resou~s ~) D~ m~el, w~ch ~co~s
~y 1~5 W~r ~ ~l~ f~ ~e S~ F~c~o BaylS~nt~ ~o~
~lm Es~ ~l~); ~s Pl~ ~~ ~e ~m~r 15, 1~ ~ciples forA~
men~ ~e P~, ~op~ by ~e S~, ~mbfishes wa~r q~i~ c~l ~ to
p~t ~nefici~ uses ~ ~e Bay-~Im Esm~. ~e Pl~ iden~es: (1) ~nefici~
uses to ~ p~, (2) w~er qu~ obj~tives for ~e ~on~le pro~don of ~n-
efici~ u~s, ~d (3) ~ ~plemenmdon ~ to ac~eve wa~r ~W obj~dv~.

D~ ou~ut ~dicates ~at ~ M&I con~cto~ (~clud~g C~) would s~er
mpply deficiencies ~ one out of eve~ eight y~. ~e~ deficiencies ~ for ~ught
o~y; ~to~ ~s~cdons could ~t ~ deficiencies ~ ~y y~. However, ~e
cem~r l~, 1994 ~ciples for A~men~ which l~ to ~e Pl~, have ~uc~ ~e
~el~o~ of such &ought ~s~cfions. ~lier ~yses wi~ PROS~, a m~l devel-
o~ by ~e Bu~au, put ~e drought deficiency f~uency ~tw~n one ~ ~ven ~d
one ~ eight ye~s, de~nd~g on ~e water qu~ s~d~ds appli~. For ~e pu~oses

One ~ seven y~ w~ ~ of~s Study, ~e ex~t~ f~uency is one ~ ~ven ye~.~
~y sp~ ~u~out ~
S~dy ~ ~ ~ ~ ~y- ~[~d $~fi W~r R~flh[$. C~ h~ addifion~ waWr ~gh~ at M~l~ Slough ~i-
s~ ~ a s~pfi~g ~pfioa. cense No. 3167 ~d Pe~t No. 19856) for a m~imum diversion of ~l~ water of up to
but ~ ~ple~n~on ~c~-
~ion addresses multi-year 26,7~ ~-~yr. Dive,ions ~om M~l~d Slough ~e u~eliable due to f~uently p~r

qu~i~ ~ ~e S~ Jo~uin River ~ ~is ~a (CC~, 199~b). In addition water under
Pe~t No. 19856 is subj~t to av~labili~ of flows in excess of those n~d~ for State
~d F~e~ proj~ts. Wa~r rights under the license ~ senior to ~e State ~d
proj~ts, ~d ~e Dis~ct h~ a con~ct wi~ the D~ ~at com~nsates ~e Dist~ct for
water qu~i~ deg~dation caus~ by the S~te Water ~oj~t (S~). C~D gene~lly
h~ dive,ions f~m M~l~d Slough when ~e chlo~de content of the S~ ~oaquin
~ver exc~s l ~ millig~ms ~r liter (m~). ~e 1994 Amendato~ Contact con~ins
provisions that account for water ~en at Mali~ Slough ag~nst C~ ~l~ations
ye~s wi~ shortages or ~st~ctions.

[~$~ (o~[r~ ~o~[a [~[~o~ Di~[~O ~r~mea[. In l~0, ECC~ ~d CC~ ente~ into
~ a~ement providing for the eventual ~sfer of up to 21 ,~ ac-ft to C~D each
ye~. ~e ag~ement ~sfe~ed to C~D ~ entitlement to use up to the t~sfe~
~ount for M&I pu~oses wi~in ECCID. On ~to~r 19, 1995, C~D ~d the Ci~
of Brentwo~ entered into ~ ag~ement ~at provides for ~e ~sfer of ~,~ ac-h of
¯ is supply to ~e City of B~ntwo~.

~e ~sfe~ water is to ~ m~e av~lable to C~D, at the Dis~ct’s option, in thr~
bl~ks ph~ over a 2~ye~ ~. ~e fi~t bl~k of 8,~ ac-fqyr w~ made avail-
able upon completion of the ag~ement; the Ci~ of B~ntwo~ h~ ~e option to pur-
ch~e 7,~ ac-h of this bl~k by 1997. ~e s~ond hick, addition~~-f~yr,
will ~ av~lable to CCWD on 3~u~ 1,2~. ~e ~ird ~d fin~ bl~k consisting of
¯ e last 6,~ ac-f~yr of ~e ~sfer amount will ~ av~lable to C~ on J~u~ l,
2010 ~CC~, 1990). ECCID’s water right is not subj~t to ~lato~ deficiencies
~d, ~erefo~, heifer is the portion of water ~sfe~ed to CCWD.

0~n~a~r ~ ~h~ (~ ~e ~. Groundwater ~sources in ~e C~D Se~ice
~ do not supply si~ific~t ~ounts of water to meet, or augment, ~w water de-
m~ds. Of ~e thee major ~oundwater souses - Y~acio, Clayton ~d ~e Piusbur~
~h ~ - only the Cla~on ~ea pr~uces appr~iable ~ounts of ~oundwater,
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up to approximately 3,000 ac-ft/yr. Existing CCWD wells in the vicinity of the Bellman
Water Treatment Plant (Mallard well fields) can provide approximately 1,000 ac-ft/yr,
limited by the threat of contamination from adjacent industrial areas and physical fac-
tors such as air entrainment. Wells within DWD (up to 800 ac-ftYyr) and elsewhere in
the District’s Service Area can provide up to 2,000 ac-ft/yr.
Ot~r Water Rights b the C~/l) Service ~. The City of Antioch and four industrial users
hold water rights from the San Joaquin River. The City of Antioch has two rights to
water from the San Joaquin River and a smaller right to flows in the watershed up-
stream of Antioch Municipal Reservoir. Actual diversions from the river are limited,
however, due to poor water quality conditions during dry years. Antioch therefore
relies on raw water deliveries from CCWD to meet the majority of customer demand.~r/be mt t~u~ w~r

versioas in normal a~d wetHistorical diversions over the period 1975 to 1993 were 2,038 ac-ft, with the highest
diversions occurring during two wet years, 1975 and 1983, when 5,377 ac-ft and 5,189are uunvailable during
ac-ft were diverted, respectively, y~rs;
Gaylord Container (Permit No. 019418) and the Tosco Corporation (License No. ~W~ supplies in~r#uses
A010784) have rights to divert up to 28,000 and 16,650 ac-ft/yr, respectively. USS- tbes#
Posco (License No. unavailable) has diverted up to 12,900 ac-ft in the past, but more
recently diversions have been approximately 5,600 ac-ft. DuPont (License No. 000674)
holds a right to divert 1,405 ac-ft/yr from the river. This water is allocated for industrial
use and may not be available for M&I transfers. It may not be feasible to transfer this
water from industrial use to potable municipal use, given constraints imposed in the
existing permits and licenses, and due to unreliable water quality conditions. Because
the shortage provisions of the District’s CVP contract are based in part on historical
use, which includes diversions by Gaylord Container. the City of Antioch and CCWD
at Mallard Slough, these diversions are included in the District’s CVP allocation in
shortage periods.

East Ceatra Costa Water Supplies Outside the ¢~/D Servi~e Area
ECC1D and Byron-Bethany Irrigation District (BBID), for which boundaries are shown
in Exhibit 4-1, hold the major surface water rights in East Contra Costa County. A
number of other substantial surface water rights exist in this ar~a according to SWRCB
records. Groundwater use in this region is limited, however. The following sections
describe these surface and groundwater resources.

East ¢ontra Costa laigatioa Distrid. ECCID is the largest water rights holder in East Con-
tra Costa County. ECCID is located south of DWD and east of the CCWD Service
Area, overlapping that area to a small extent. ECCID holds a pre-1914 water right from
the Delta at Indian Slough for "irrigation purposes, domestic use, watering stock, and
supplying the municipalities, towns, and the inhabitants thereof, with water for munici-
pal and other purposes". DWR has acknowledged this water right with a contractual
agreement to furnish ECCID up to 50,000 ac-ft/yr from the Delta.

ECCID also claims a year-round entitlement, which is suitable for M&I supplies, but
hastypically utilized its water rights primarily during the irrigation season (March-
October). The change from agricultural to M&I use could increase diversions between
October and March, the agricultural off-season when very little diversions occur. A
se~.sonal change in the timing of such diversions could have potential impacts on the
Delta; however, the phasing of the contract over time could potentially minimiz~ any
impact. ECCID has also adopted a policy to provide water for landscape irrigation and
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currently has agreements with several Brentwood developers to provide landscape irri=
gation water.

I Byron-Bethany Irrigation a pre-1914 water rightDistrict. BBID holds for diversions
for an tmquantified amount for the purposes of irrigation and domestic use. Diversions
are currently being made from Clifton Court Forebay. In the absence of an agreement,

I the USBR and DWR have historically interpreted water available for transfer frompre-
1914 water rights based on the historical diversion pattern. During the 20-year period
1970 to 1990, BBID annual diversions averaged approximately 40;000 ac-ft/yr (CCWD,

I 1994a). Historic diversions peaked at 56,000 ac-ft in 1976, and BBID diverted ap-
proximately 37,000 ac-ft in 1994. The diversion period usually occurs from February
through October, the normal growing season in the district. BBID’s water right, how-

i ever, is not limited by these levels and is much higher; these numbers merely indicate
levels that would likely be uncontested in a water transfer arrangement.

In November 1993, BBID and Zone 7 of the Alameda County Flood Control and WaterI Conservation District entered into a 5-year contract. The contract allows Zone 7 to
purchase the option of transferring up to 5,000 ac-ft of surplus water annually from
BBID. The agreement states delivery will be to Clifton Court Forebay and includes no

I. with to water quality.guarantees respect

BBID supplies irrigation water for approximately 11,000 to 12,000 irrigable acres within

i , its approximately 18,000 acre boundaries. BBID entered into a Water Services Agree-
ment with the Mountain House Community Services District in San Joaquin County to
provide approximately 9,413 ac-ft/yr for treated water service to the Mountain House
community. Approximately 2,900 acres of Mountain House are within the BBID ser-
vice area and an additional 1,900 acres are within the BBID Sphere of Influence. The4"9
remaining irrigable land within BBID would require about 30,000 acoft of water per
year. BBID also supplies about 1,500-2,500 ac-ft/yr to the Unimin Corporation fori water at the Sand Plant. BBLD’s current based the itemsprocess Byron obligations, on
identified above, total roughly 46,000-47,000 ac-ft/yr (CCWD, 1994a and written cor-
respondence from Rick Gilmore, BBLD, July 1996).

I According to the Environmental Impact Report (EIR) prepared for the Mountain House
New Town development, the water quality of BBID’s supply is suitable for drinking
water. Some treatment would be necessary, however, to meet all maximum contami-I nant limits (MCLs) (¢CWD, 1994a).

The Cowell Foundation entered into an MOU in May 1994 to provide financial re-

I sources to BBID to study the potential of expanding BBID’s pre-1914 water rights.
As soon as the determination was made that BBID could change the purpose and place
of use of its historically acquired pre-1914 water rights, assuming that no injury would

I occur if diversions were kept below planned or historically diverted levels; a Water
Services Agreement was executed by both BBID and Cowell on March 14, 1995. The
agreement is an irrevocable offer to provide an annual raw water supply of approxi-

I mately 3,900 ac-ft to Cowell, which would require the annexation of all or a portion of
the Cowell property. All Cowell Ranch projected land uses are estimated to demand a
water supply of approximately 4,500 to 5,000 ac-ft annually at buildout.

I Groundwater in East County. Many urban areas, both inside and outside of the BBID and
ECCID service areas, are served almost entirely from groundwater. The District’s lit-
erature review on groundwater resources in East Contra Costa County indicates a low

!
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to moderate potential for additional development to meet long-term urban demand. As
a result of the basin’s formation characteristics and proximity to the ocean, water qual-
ity of the groundwater is often poor in terms of M&I requirements and customer ac-
oeptability. The yield of the groundwater basins in East Contra Costa County is low, as
is the usable storage.

ECCID and the City of Brentwood have each developed a long-term yield of approxi-
mately 3,000 ac-ft/yr from their respective wells. From a limited number of field stud-
ies reviewed by CCWD, recharge in the vicinity of Brentwood appears to be between
3,000 and 6,000 ac-ft/yr (CCWD, 1993). The City of Brentwood, with support from
ECCID, is currently investigating groundwater resources underlying the area of
Brentwood (Davisson and Criss, 1994). Nitrate concentrations are particularly high in
groundwater from this area primarily due to agricultural runoff, the major source of
recharge over the past 80 years. The study estimates that approximately 40% of wells
in the area have nitrate levels that exceed the EPA primary drinking water standard of
45 mg/1 (Davisson and Campbell, 1994).

Discovery Bay depends exclusively on groundwater production for its domestic water
supply. The quality of well water in the area meets pdrnary drinking water standards
but exceeds secondary standards for total dissolved solids(TDS) (Luhdorff & Scalmanini,
1994). Bethel Island (currently within the DWD Planning Area) and Hotchkiss Tract
(within the DWD SOI) both rely on groundwater resources as well. If the DWD were
to assume the entire responsibility for supplying water to Bethel Island/Hotchkiss Tract,
the existing water systems would have to be abandoned and replaced with a system
meeting State standards.

4- I 0 0tl~r Water Rights ~ East County. Exhibit 4-3 contains a partial list of water rights hold-
ers in East Contra Costa County who divert water from the Delta. The list includes
appropriative water rights and water right statements. It indicates that, based on full
use of permitted diversion rates and diversion periods, water rights for about 209,280
ac-ft/yr exist in this area. Because water rights are limited to amounts that can be put to
beneficial use, consumptive use is more representative of the actual water right and
would more accurately reflect a volume of water that could potentially be transferred to
M&I uses. Exhibit 4-4 indicates that the total annual consumptive use in this area is
about 60,600 ac-ft.

POTENTIAL FUTURE WATER SUPPLY SOURCES
A full range of potential supplemental supply sources has been identified from water
service agencies throughout the Central Valley and neighboring hydrologic regions.
Several initial selection conditions were developed to identify a meaningful range of
potential water supply opportunities to evaluate and screen as part of the FWSS. Selec-
tion conditions were designed to eliminate water supply sources that would not now, or
in the future, provide CCWD with a reliable supplemental water supply.

The identification of a potential water supply source in this Study, however, does not~x~of~t*t~l~i~’~$nd~
d~es motimply a willingness to develop or provide resources to CCWD by a participating agency

or project. The findings presented within this report are preliminary in nature, and the CCWD by ~paaicipaffmg agent/~
development of a water supply from any of the agencies or projects identified here
would require specific negotiations to determine the actual amount of water that could
be developed for transfer to CCWCD.
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Exh~it 4-3
Water Rights in East Contra Costa County

WATER RIGHTS STATEMENTS

Appikation          ~

..... Name Statemt~t No. N~mber Num~ ~ o/U~ R~ht (Ac-FQ
John Bloomfield~ et aL S013812 N]A N]A O~wood Tract I0~830

Alvin R. On’nan S005235 N]A N]A Brentwood 510

Ernest C. Burroughs S005234 N]A N/A Breatwood

11310’

~The Bun’oughs Trust $002319 N/A N]A 41’740
~Eme.st C. BurroughsIet al. S002298 N/A N]A 3,090
Oscar N. BturoughsIct ai. S002300 N]A N]A 5,390

!Oscar N. Bm’roughs, et al. S002299 N]A N]A 5,390
iEmerson Dairy, Inc. S(X)2320 N/A . N]A 2~070

APPROPRIATIVE RIGHTS

Delta Facms Reclamation. D~c¢ #2024 N/A A002950 ~01570 Orwood Tract 14,730 ’
Ddta Fanns Reclamalion District #2025 N/A A002951 0015?l Hollmd Tract 26,860
Delta Farms Reclamation Dis~ct #2026 N/A A002952 001572 . Webb Tract 34,880

William M. Looney, ctal. N/A A002593 000358 O’~vood Tract 4,690
Mantell Brother~ N/A A016229 006092 O~vood Tract l
~’hurch of Jesus Christ of Lat~¢r Day Saints N/A A006587 001605 B~n Tract 17,160
~hurch of Jesus Christ of Lauer Day Saims N/A A008338 04953 Byron Tract 10,140
P~Im Tract Company NJA A004942 0! 333 Pafm Tract 22,300

Edna M. FaIIman N/A A0002718 (X~359 O~vood Tract !

H. John Bloomfield, et ~l. N/A A0002949 001852 O~vood Tract 8,~ 10

Sheldon G. Moore, Nancy’ D. Moore, and Dw’en D. Moore N/A A0004635 001289 O~wood Tract 4,530

Alba C. Houston Orchard Company N/A A0015094 0~5173 Byron Tract 490
lersey Island Reclamation Dis~’ict #830 N/A A0003768 001310 ]e~ey Island 29j20

UN(~UANTIFIED PRE 1914 WATER RIGHTS

East Contra Costa Irri~adon Dis~ct ~ECCID)                      N/A                N/A                N/A           ECCID Service Area          50,000

Notes:
(~) Dive.on ~nt~ repre~eal ma~umum division ~a~ont~ ~d do ~ ~I¢~.i ~l consumer� tt~ ~mot~s thai wo~d be ~v~I~e for
(b) ECCID’s annual entid~mcnt is based on conw~:tud agreement wiflz the Dep~nmem of Water ~: lhe ~m~z] emitlemeat fat ~ p~.1914 wa~" fight may

exceed .50,(~9 ac-hly~t. The caz~te d~ verslon is ~vpeoxlmalcly 30,000-35,0~0 zc-f~Jyr.
(c) BB|D’$ znnua~ ent~’demenl is based on hi~ot~z~ d~ve~on ~ z 20-year period ~ 1970 to 1990; zc~zl en~fleme~ f~ ~ ~-19] 4 ~ fi~,h~ may exfeed 4~,000
Data Source: State Wa~: ~ ConuoI ~ meads. "East County W~" $~y Mamge.ment Svady: Fo.ase !. Supply md Decmad." Cor~rz C.o~tt W~te¢ D~fict, lgq4.

Exh~it 4-4
Estimated Consumptive Use of Crops

East Contra Costa County

Su~r
Pasture Alfalfa Fidd     Beets     Gr~tn Rice Truck Tm~atoe~ Orchard ~lneyard Safflower Corn

Evapotranspiration
of Applied Water
(acre-feet per acre) 3.0 2.6 2.0 2.2 1.5 3.1 1.9 1.9 2.3 1.71 I.~ 1.8 T.otal
Hotchkiss Tract 4,788 273 96 0 243 (] 0 (2 0 0: 0 0 5,400
Bryon Tract 1,140 148 286 900 2,537 C 1,372 G 0 0 300 1,318 8,001
Jersey Island 5,757 0 0 0 44 01 0 G 0 0 0 923 6,724
Onvood Tract 0 520 0 0 1,596 01 1,155 G 0 0 0 1,368 4,639
Holland Tract 7,554 49 0 O 756 0i 0 C 0 0 0 205 8,564
Webb Tract 0 0 3,478 O 2,979 0i 0 C 0 0 (} 1,386 7,843
Palm Tract 87 0 0 O 2,096 0 0 C 0 0 O 1,300 3,483
Bradford Tract 1,026 0 0 ~ 186 0 0 524i 0 0 (} 1,967 3,703
Veale Tract 315 939 172 (} 671 0’ 0 0 0 0 (~ 121 2,218
Undesignated Area 2,793 174 0 961 414 0 0 5781 67 65 ~ 565 5,617
,Bethel Island 1,824 99 0 C 1,197 0 0 0’ 0 0 ~ 0 3,120
:Coney Island 144 0 0 C 1fl84 0 0 01 0 0 C 0 11328

Total 25,428 2,202 41032 1,861 13~903 0 2,527 1,102 67 65 300 9,153 60,640

Da~a Source: C;fliforni.a l~partraent of Water Resouree.s Bulletin I 13-3, April 1974~ and California Depaclmont of Water Re.antares Model.
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Water Supply Categories
A wide range of water supply sources was evaluated for possible transfer opportunities.
The following water supply categories were identified as alternatives that could yield
surplus supplies for transfer to CCWD:

(1) Surface water supplies.

(2) Water use reduction measures by others:

- Land fallowing,

- Crop shifts, and

- Agricultural water conservation measures by others.

(3) Additional reservoir surface storage that could provide new yield from currently
unregulated flows.

(4) Groundwater export, substitution or conjunctive use.

(5) Wastewater reclamation.

(6) Desalination.

Surface Water Supplies. Surface water supplies are a major portion of potential transfer
sources. Opportunities for surface supply transfers exist throughout the Central Valley,
with the Sacramento River Valley representing the largest remaining source of surplus
water. Most potential projects in this region would require some form of flow regula-
tion to be developed. Some local entities have developed projects with yields in excess

4-12 of their current needs and have transferred surplus water supplies in recent years. Un-
regulated flows in the Sacramento River could be developed with the construction of
new surface storage reservoirs that could capture a portion of those flows.

Surplus supplies are also available in other parts of the Central Valley in above-normal
runoff years, but such supplies are unreliable and require banking arrangements in sur-
face or groundwater storage facilities. Surplus supplies from above-normal runoff should
not be discounted, however, if banking arrangements can be arranged. Banking oppor-
tunities are explored in detail in Technical Appendix D.

Surface water supplies could be made available from CVP contractors and other water
service agencies or individuals/entities with water rights. In addition, State Water Con-
tractors, as per the Monterey Agreement of December 1, 1994, are able to transfer water
to non-State contractors (however, the Monterey Agreement is currently being chal-
lenged in court). In the event that a transferable water supply is identified from State
Water Contractors, CCWD could negotiate with such agencies for a permanent or tem-
porary transfer of water.

Wuter Use Redt~liun. Water use reduction measures by others include land fallowing,
crop shifts and water conservation practices that could be instituted by agricultural
water service districts. These three oppoltunities for water use reduction are described
in greater detail below.

Land Fallowing. Land fallowing is a form of water conservation in which an irrigator
is paid to save water by not planting a crop. The increment of water that would have
been consumptively used could then be transferred to CCWD. Implementing a water
transfer based on fallowing requires (among other things) identification of a willing
seller, assurance that a seller has a secure right to the water to be transferred, and over-

.~ Meeting Water Needs
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coming source area concerns about impacts from reduced agricultural income. In addi-
tion, water transferred from land fallowing is generally adjusted negatively to account
for the increment of water that continues to be consumptively used on a fallowed field.
Weed control measures may need to be implemented to reduce uncontrolled consump-
tive use on fallowed fields (DWR, 1994).

Crop Shifts. This form of transfer consists of paying an irrigator to substitute a low
water-use crop for an existing higher water-use crop (DWR, 1994). The savings in
consumptive use resulting from crop shifts would then be transferred to CCWD. Crop
shifts have many of the characteristics of fallowing without the drawbacks of imple-
menting weed control measures and of potential third-party economic impacts related
to losses of agricultural productivity.

Water Facilities Conservation. It may be possible to implement water conservation
measures in an agricultural district by reducing losses in the operation of distribution
facilities and transferring the saved water to CCWD. Such an approach has been imple-
mented in Soutbem California in the Imperial Valley, where the Metropolitan Water
District of Southern California has paid for improved water conservation within the
Imperial Irrigation District and transferred the saved water. A key element of this type
of transfer is demonstrating that the water saved through conservation will not reduce
the supply to other parties that may currently be recycling the "’wasted" water.

Development of Additioml Sud~e Resetveir Storage. To improve water quality and reliabil-
ity conditions, CCWD is currently constructing the Los Vaqueros Reservoir. The reser-
voir, however, will not produce an increased water yield to CCWD. Construction of
new surface storage, or modification of an existing reservoir, could potentially develop
increased water yield from previously unregulated flows. The development of addi- 4- ! 3
tional reservoir storage could also provide a mechanism to regulate water acquired
from other sources. Some potential sites could develop more yield than required for
CCWD needs. In such instances, it may be desirable for CCWD to seek partners in
developing such projects under a joint powers arrangement. Storage or banking are
discussed in further detail in Technical Appendix D.

Groundwater Export, Substitution and Coniunaive Use. Groundwater supply opportunities
include groundwater export, groundwater substitution and groundwater conjunctive use
with surface water. Groundwater export produces the only supply source developed
directly from groundwater. However, recent legislation and legal decisions suggest
that the possibility of groundwater export as a permanent supplemental source is likely
to encounter potential legal obstacles. Groundwater substitution or exchanges would
involve the transfer of surface water supplies to CCWD, which would be replaced by
the transferring entity with local groundwater pumping to irrigate crops. Implementing
a water transfer based on groundwater substitution would require identifying willing
sellers who have access to groundwater and overcoming source area concerns regard-
ing impacts from groundwater pumping. Groundwater conjunctive use does not pro-
duce a water supply; instead, it provides a regulatory mechanism for water supplies
acquired from other sources.

Wastewater Reclamation. Recycled water is wastewater that is reused rather than dis-
charged by a wastewater treatment plant into receiving waters or to land disposal (wet-
lands or evaporation ponds, for example). In general, the range of allowable recycled
water uses increases with increasing treatment level. Therefore, recycled water projects
are typically developed in conjunction with a wastewater utility. Recycled water can
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be substituted for raw water supplies or for non-potable uses where appropriate, thus
freeing up those supplies for other more appropriate uses.

I)e~i~fio~. Desalination could be developed to provide a firm supply source, or oper-
ated intermittently as a supplemental or emergency source when the primary sources
experience shortages because of drought conditions or regulatory restrictions. The de- ¯
salination component provides a method for CCWD to fully use existing water rights at
Mallard Slough and allows the District to divert water during periods of high salinity,
subject to any restrictions in the permits.

1
Transfers and Water Rights
The transfer of water to CCWD would involve water supply sources not under CCWD
control or ownership. Transfers would have to be negotiated with one or more entities
holding water rights and would depend on the entities’ willingness to transfer all or a
portion of their surplus rights to CCWD. Water transfers would be subject to the water l
rights conditions associated with the transferred supply source. Some rights are de-
fined by the Water Code and others are contractual or based on historical practices
maintained through the present time. All fights are subject to the Constitutional re- II
quirement of reasonable beneficial use. Transferable water must be "real water," as
contrasted with "paper water" to which there may be rights but no beneficial use has
been developed. In other words, water fights are generally limited to the amount of 1
water that has historically been put to reasonable beneficial use. Within the study area,
water rights of various entities include pre- 1914 appropriations, post- 1914 appropria-
tions, riparian rights and prescriptive water rights. These water rights govern use by ¯

4" | 4 CVP and SWP contractors and many other entities. 1
O/P ¢~trattoct. Under the CVPIA, there are provisions for public entities with CVP
water service contracts and for individual water users to transfer their share of CVP 1
water. The Bureau has also issued draft guidelines for transferring base supply water
CVP entitlements. Such transfers must be approved by the contracting local entity as
well as the Secretary of the Interior. A CVP water transferor can be a contracting public I
entity or individual water user served by such entity under a water service or repayment
contract, water rights settlement contract (Sacramento River) or exchange contract (San
Joaquin River). The ten principal criteria for transfers of CVP contract water are iden- i1
tiffed below.

(1) Willing buyer and willing sellers.

(2) Proposals must be submitted in writing to the Bureau of Reclamation.

(3) The contracting entity has 45 days within which to review an individual transfer
and to advise the Bureau regarding impacts on water supply, operations and fi- mm
nancial conditions of the entity.

(4) Transfer proposals involving 20% or more of project water subject to long-term Immmt

contracts within a contracting agency shall be evaluated by the contracting agency
and shall be subject to review in a public participation process.

(5) Transfers outside the CVP service area are subject to right of first refusal on the m
same terms and conditions by entities within the service area within 90 days of m
fhst public notification of the proposed transfer.

!
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(6) Transfer quantities are limited to consumptive use or water irretrievably lost to
beneficial use.

(7) The quantity of water available for transfer is limited to annual water availability
(i.e., subject to contract shortage provisions).

(8) Transfers must be consistent with State and Fe~leral environmental laws.

(9) SWRCB approval is required for transfer outside of CVP place of use.

(10) Water transferred to an entity not previously a CVP customer will be assessed a
charge of approxima~ly $25 per ac-ft (October 1992 price levels), and there would
potentially be a charge if a CVP contracting entity exercises its right of first re-

The Bureau is authorized to transfer existing water contracts to another public entity.
CCWD could buy land and/or water from an existing CVP contract entity and transfer
the entire contract supply. This may be a feasible procedure, particularly if a district
has drainage problems and faces a potentially limited life.

|,dividud Contr~to~$. Individuals and private entities may be supplied with water by a
public entity with water rights or contract entitlements. Individuals may also have their
own rights. In the former case, a transfer of water from an individual water user could
be made only with the concurrence of the public entity. An exception to this condition
is a user within a water service agency receiving CVP water which, under the CVPIA,
can transfer water subject to Burean guidelines. In such cases, the water rights are
vested in the Bureau, and the rights themselves would not be transferred--only the wa-
ter allocated to the transferor. 4-15
The Bureau has contracts with individual users who diverted water from the Sacra-
mento River before CVP operations began ~nd who have claimed rights to water not
supplied by the CVP. These Sacramento River water rights settlement contacts pro-
vide base supply water, which is the amount a user is entitled to divert during April
through October without payment to the united States. The base supply can be com-
posed of appropriated water or entitlement quantities not supported with water rights
documentation, but recognized by the Bureau, or both types. Most contractors also
receive CVP water for which payments are made.

The (October 1994) Bureau for transfer of base includeguidelines supply water

the following principal criteria:

(l) Transfers must be made pursuant to California law (i.e., SWRCB, California Envi-
ronmen~ Quality Act [CEQA], etc.).

(2) The quantity in normal years is limited to the average of the thr~ highest years of
use (1980-1990) and sub~ct to available supply in critical water years. (The 1980-
90 period has been challenged by water user representatives and is under reconsid-
eration by the Bureau.)

(3) quantities are to consumptive useTransferable limited and irretrievablelosses.

(4) All transferors must have Bureau-approved water conservation plans.

(5) Groundwater may not be substituted for base supply unless groundwater use is:

(a) consistent with an approved groundwater management plan; or

Meeting Water Heeds
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(b) approved by the water supplier, in the absence of a groundwater management
plan and does not create or contribute to long-term overdraft.

SWP Ca~ructor~ In an agreement entered into on December 1, 1994 (the Monterey
Agreement), the SWP conWactors have agreed to allow for the transfer of SWP water to
non-SWP contractors. There are a total of 30 SWP contractors. Sinc~ the Monterey
Agreement was signed, several SWP contractors have indicated a willingness to trans-
fer water (S~ate Water Contractors, 1994). However, current litigation against the
Monterey Agreement must be resolved before transfers can take place.

Wat~d I~oh~’fio~ ~! Delta Ptotedio~ Ads. State statutes provide that the counties and
watersheds of origin, and in particular the Delta, are entitled to water fights or water
supplies adequate to meet their beneficial ne~s as a priority against exports from the
area of origin. This specifically applies to exports from the Delta by the SWP and the
CV’P. The eastern portion of CCWD and other lands in East Contra Costa County areState I~w provides that water

within the statutofily defined Sacramento-San Joaquin Delta (Water Code Section 12200)em, s b u "ar~a of a~j~n"
"waters~l of or~" areand have protection under the Delta Protection Act. Whether or not water fights of t~d to tha protections of tha

lands within the area of origin could be utilized to transfer water to other portions of area of origin statutes.
CCWD outside of the statutory Delta is not certain, although the watershed statutes can
also apply to areas immediately adjacent to and conveniently supplied from the pro-
tected area. Additionally, if the fights are riparian, the water cannot be transferred.

While the extent of protection provided by the Delta Protection Act has not been adju-
dicated, the Act may provide special protections to the District in meeting its water
supply needs. The Watershed Protection Act, enacted in 1933, gives priority to water-
sheds of origin and immediately adjacent areas that can be conveniently supplied (Wa-

4"|6 ter Code Sec. 11460). Because of the Delta Protection Act’s integration with the
Watershed Protection Act, which addresses water sought to be used within the water-
shed of origin or within areas immediately adjacent thereto which can conveniently be
supplied with water derived therefrom, the District can assert that the protective stat-
utes provide assistance for the District’s entire service area.

Further study is required to assess the possibility of transferring water to CCWD from
other lands within the Delta. Preliminary review by the District’s legal counsel con-
cluded that such a transfer might overcome some assertions of injury by other lawful
users of water (particularly other Delta diverters) because the entire transaction could
be within the Delta or adjacent areas. Such a transfer would be based on the transferor’s
ability to forego all or a portion of the water being consumptively used within the Delta,
although some transferors outside the statutory Delta might also qualify.

Another alternative needing further consideration would be the acquisition of addi-
tional water for shortages or growth via a contract with the CVP or the SWP, under the
provisions of the Delta Protection Act. The SWP contracts exempt watershed of origin
contractors from water shortages. However, it is not clear whether a contract with the
SWP would be advantageous to the District. Under DWR policy, a contract to simply
firm-up water supplies would not be available; however, it may still be economical
(compared to a water purchase in times of shortage) to obtain a contract with the SWP
as a substitute for, or to supplement, CVP supplies.

Preliminary Selection Conditions

Meeting Water Needs
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I (1) A potential water supply source could be transferred either directly, orby exchange,
to CCWD intake facilities in the Sacramento-San Joaquin Delta. This condition
effectively limits the majority of potential water supply opportunities to the Central
Valley, including the Sacramento River, Central Sierra, Sacramento-San Joaquin
Delta, San Joaquin River and Tulare Lake hydrologic regions.

I (2) Potential water supply sources would be identified from agricultural supplies or
from M&I supplies where entitlements are not completely utilized. There are few
existing M&I water supplies that are not completely utilized. Similarly, the Dis-
trier is not considering groundwater supplies underlying urban areas because they
are generally fully allocated. Therefore, potentially developable groundwater sup-
plies are limited to agricultural sources.

I (3) Potential water supply sources developed from Federal CVP contractors must have
a minimum entitlement of 40,000 ac-ft. A minimum entitlement of 40,000 ac-ft is
based on obtaining a dry year supply of at least 10,000 ac-ft. A CVP contractor will

I likely experience a 50% reduction in CVP ddivefies during dry years, leaving 20,000
ac-ft available to the contractor. A transfer agreement with a CVP contractor would
likely be limited to about 50% of the available supply in dry years to avoid eco-

I nomic impacts from transfers, leaving I0,000 ac-ft available for transfer to CCWD.
This condition does not apply to CVP contractors who also hold other State water
fights.

(4) Potential water must be considered reliable, baseda watersupplysources on ser-
vice agency’s ability to transfer supplies to another agency. Individual supply sources
have been deemed unreliable where it is known that the water service agency has
insufficient supplies to meet present or future demands, or who are actively search- 4-17
ing for supplemental supplies themselves. The geographic regions identified as
unreliable are listed below.

I ¯ Tehama-Colusa Canal. Federal CVP contract water supplies from the Tehama-
Colusa Canal are generally inadequate to meet the existing demand in areas
served by the canal.

I * South of Delta Exporters. Due to increasing regulations, there is growing
uncertainty of future Delta exports for agricultural supplies south of the Delta.

I This uncertainty reduces reliability of water supplies to an unacceptable level
for CCWD interests. This condition effectively eliminates agricultural water
supplies from water service agencies receiving water from the Delta-Mendota

i Canal, CalifomiaAqueduct and the San Luis Canal. Several exceptions to this
condition exist where an agency receiving water from the Delta-Mendota Ca-
nal also has surface water rights from the San Joaquin River and water service

i agencies who have CVP exchange contracts. The water supplied to the CVP
exchangers has historically been more secure than other CVP supplies served
through the Delta-Mendota Canal. Other exceptions exist where a water ser-
vice agency has indicated a strong willingness to enter into transfer agreementsI for a portion of their entitlements.

¯ Tulare Basin. With a few exceptions, water service agencies in the Tulare

I basin are not considered potential sources of reliable supplemental water for
CCWD. The Tulare basin is severely overdrafted and represents one of
California’s most significant unresolved water resource problems (DWR, 1994).

!
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Regional Availability and Transfer Conditions
Potential water supply sources for CCWD are summarized by major hydrologic region
and by county in Exhibit 4-5. Exhibit 4-6 shows the general location of each of the
potential water supply sources and the major water resource features associated with
these supplies.

CCWD could implement transfers from a variety of surface water supply sources, as
discussed earlier. CCWD could also obtain supplemental water through participation
in the DWR Drought Water Bank (established from year to year), which is a continua-
tion of the Governor’s Drought Water Bank established in 1991 and reopened by DWR
in 1993 (DWR, 1993b). The DWR acts as a broker in taking requests for water from
agency purchasers and arranging to buy water from willing sellers. Such sellers have
provided water by fallowing, groundwater pumping, water conservation and storage
releases from areas throughout the Central Valley.

Regional Avmlab~ity of Surface Water Supply Opportunities. While additional water supplies
may be available from nearly every part of the Central Valley, it is unlikely that all of
the supplemental water needs of CCWD can be met from a single transfer source. Be-
cause operational and environmental issues are associated with each new transfer path-
way, it may be easier to secure water from two or more sources in a single region or
river basin than to develop sources from different regions. The following discussion,
organized by hydrologic region, provides a general overview of the supply availability
within each of the identified regions.

Exhibit 4-7 describes each of the water supply sources identified as potential transfer
4" | 8 partners with CCWD. Included in the exhibit are the amount and type of entitlement,

the source of the supply and the availability of the supply. A majority of the potential
supply sources are from agricultural water supplies and therefore available during the
agricultural season.

Sacramento River Valley. The Sacramento Valley is the largest remaining source of
surplus water in California. Two major proposed reservoirs, Auburn and Sites, could
yield substantial amounts of surface water, if developed. There is generally a reluc-
tance to use groundwater directly or indirectly for water transfers, although some ground-
water pumping was done in 1991 and 1992 for the Governor’s Drought Water Bank and
again in 1994 by the Cordua and Ramirez Irrigation Districts in Yuba County. In these
situations, surface water was actually transferred and groundwater used for local needs.

Central Sierra. This hydrologic region includes the Cosumnes, Mokelumne and
Calaveras Rivers. The Mokelurnne and Calaveras Rivers have large storage capacities
relative to annual runoff, and their service areas are short of water. Storage and runoff
on the Cosumnes River are relatively small. None of the water service agencies in this
region meets the four preliminary conditions stated earlier for potential water supply
opportunities. However, depending on how the East Bay Municipal Utility District
(EBMUD) chooses to solve its water supply problems, a combination of Mokelumne
and American River resources could provide some transfer opportunities for CCWD.

San Joaquin River Valley. Potential transfer supplies for CCWD could involve dis-
tricts on the east side of the San Joaquin Valley from the Stanislaus River basin to the
Merced River basin. The districts in this region could operate with both surface and
groundwater and transfer any surplus surface water. DWR expressed strong interest in
the proposed Los Banos Grande Reservoir. It would be located immediately south of

,~
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i
P~ T~ ~ Wa~r Supply

Wa~ Sup~y ~ G~-
P~ ~ Wa~ ~ ~A~F~ Wa~r Wa~r Wa~r Wa~r

D~TA~ ~ BAY (~)

~ ~ ~ 19 ~ w~ 13~ X

~a
~ Bay ~ ~ ~ 1~,~ X

~ JOAQU~ ~S B~

B~ ~ I~. ~m M~ ~ 173,~ X

W~e I.D. Mo~I~ ~ 116.7~ X

Ci~ ~T~ R~I~ w~w~ 30,~ X
~1~ ~1~ ~1~ ~ls 303.~ X

~1~ St~e R~ ~l~ ~ls U~ X

~e LD. ;~s~s ~m ~,~ X X
M~ I,D. T~lu~ ~ 1~,@ X X
T~k I.D, ~lu~ ~ @.~ X X
Ci~ of M~ R~I~ w~w~ 27~ X

M~ ~
~ ~e C~ ~1~ M~ ~ 85.~ X
~ I.D. M~ ~v~ 570.~ X

~ ~ B~ R~ ~1~ O~ X
M~

~1~ WD. Bu~ ~ - ~ C~ ~9.~ X X

~ Me~ W D                        C~lf~a Aq~                          15~,1~         X
~ ~afic~l~ ~a ~l ~er s~pl) ~e/or t~ ~ses ~ t~ st~ ~y ~ t~l~ a wdhngness to deve~p or p~vtde resoles ~ C~D b~ a ~tcu~r ~ I

I
¯ e existing S~ Luis Rese~oir in west~ M~rc~d County. Until issues in ~ Del~ ~

I~SO]V~d, how~v~L S~ ¢on~aCto~ may not ~uppo~ th~ project. If th~ project ~-

comes f¢~ibl¢, I~ p~e~ could potCnti~ly p~icipate with the S~ contractors in

o~er~e proj~t.sou~es.C~ could ~e~by ob~n re~lato~ storage for water pu~h~ed from I
S~ramento-San Joaqui~ Del~ PotentiN water supply oppo~nities in the Sacra-
~nt~S~ Jo~u~ ~1~ ~clude crop fNlowing, crop shif~ ~d ~lta isled storage.
Exhibit ~8 ~dicates ~at by the y~ 2020, about 4.1 ~llion ac~s of i~gated l~ds in
~e ~1~ will ~ prMuc~g high water-use crops (D~, 1994). C~D could obt~n 1
t~ 2 ac-~ of water ~r ac~ if a high wa~r-use crop is shifi~ to a low water-use crop.
Crop shif~ could ~ implemented throughout ~e Cen~l Valley, N~ough willin~ess
to d~ so may ~ limit~ in ~ wi~ gm~dwater overd~t due to ~duc~ water appli-
cations ~d r~h~e. ~ ~tentiN sMace water re~oir stooge proj~ Nso exist
~ ~e ~1~: ~e ~1~ Wefl~ds ~oj~t ~d Kellogg Re~ir. ~e Dei~ Wetl~ds
~j~t en~ls e~nve~ion of e~isfing isl~ds ~ ~e ~1~ from agriculture to storage
~e~o~. ~e Kellogg Re~oir, ~ offs~ stooge site, could develop un~-
lat~ flows ~ ~e Del~ ~ a water supply for C~.

C~ ~y Nso ~ ~le to ~ge for a ~sfer to the C~ Se~ice A~a of some of
¯ e ECC~ water for wNch it h~ con~cted ~d c~ cu~ently ~ se~ed only within
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Exhibit 4.6
Potential Water Sources for Contra Costa Water District

Type of Water Supply

¯ Surface Water
¯ Groundwater
[] Recycled Water .,......~ ....
¯ Desalinated Water ’ ’ i    t

~ Sacramcnto Valley ~ ~ ~ ~ }., g :..
~ Sacramento-San Joaqttin Delta
~. San Joaquin Valley

EDAW, Inc. / Bookman- Edmonston Engineering
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I Exhibit 4-7
Potential Water Supply lources For Coutm Cos~ Water District

Surface Water Supplies .... GroundwaterI Annual Wa~r Righu
Irrigated Acreage Water Use Entitlement Supply Potential Groundwater

Potential Source Source SourcesAvailabil~i~

m ’Slmsta County
Andenon-Cottonw~l LD. 32,000 1 165,000 a. 1 10,000 2 [CVP-Ag Saczanmnto River

165,000 2 l State Water Rishts Sacramento Rivet 4

I Tehanm Cmmty ,, ,
Cornin$ W.D. 11,OO0 1 20,300 a, l 25,300 L-~VP-A8 Cotali~ Canal - Thomea Creek Sub~imtion

Butte Cmmty
M &Tlnc. 17,956 b.2 976 2 CVP-Ag Sacramento River 1 Subttltufion

I .. 16,980 2 [State Water Rishts Sacramento River
Butte W.D. 26,600 I 133,200 t, t 133,200 a ~State Wate~ Rishts- Feaflter Riga" Themmlito Aftettmy 2
Omville-Wyandotte LD. 31,000 I 30,000 a, 1 30,000 a State Water Right~ So. Foflt ~River 2

Slate Creek 2

I Richvale I.D. 25,500 I 130,000 ~ 1 .150,0~0 1 State Water RiBhts- Feather River Cherokee Creek 2 ..... Subttitutloa
Gleaa Ceenty

Orland Water Users Assoc. 20,000 7 76,000 7 76,000 7 Orland Pt~,iect Stony Creek 4 -’ EXlXXt
Gk~nn-Coluta LD~ 175,000 1 825,000 b, 2 105,000 2 CVP-Ag Sacramento River | Sub~titutloa

I 720,000 2 State Water RiShtt Sacramento Riv. - Sumy Crk. 4 .
Priuce~oa-Cordora-Gteam LD. 13,500 I 76,810 b,2 15,000 2 CVP-Ag Sacnunonto River 1 Substitution

52,810 2 State.Water Right~. Su:tame~to Rh~er 3
Providem I.D. 16,500 1 4~,747 c,2         5,000 2 CVP-Ag SacrameatoRiver 1 Submitmltm

Rexflamafioa Distric~ No. 108 52,000 1 212~678 �,2 33,000 2 CVP-A.g Sacrameato River 1 St~etitutlou
199,000 2 State Water Ri$ht~ Sacramonto River 3

i Reclamation Dim’let No. 100#, 71,~00 b, 2 15,000 2 CVP-Ag Sacramonto River 1 Substitution
56,400 2 State Water Riithta Sacmmeato River 3ColusaBa inDraiaM.W.C. 57,637 ’b, 2 57,637 ’

:., Ptopmed Site~ Retetvoir Uaquantified $ State Water Risht* Sacrameato River 5

SutterExte~ioaW.D. 24,000 1 176,000 a.! 176,000 a.l StateWaterRishts Feather River 2
~ u.w.c. ’ Us.039 ~,2 9s,ooo ~ cvP-Az su~m~Ri~.

172,900 2 State Ware* Rishts Sacramonto River 3

i Pleasant Grove-Vermin 19,110 c.,2 2,500 2 CVP-Ag SacramemoRiver
.. 23,790 2 State Water Rishu Sacramemo R t’Ple~ant Ck) 2

Meridian Farm W.C. 29,212 c, 2 12,000 2 CVP-Ag Sacrameato River
23,000 2 State W~ter Rishts Sacrameato River 3

I Yutm County W..A. 332,700 S         332,700 5State Water Ri~t~ Yulm Rive" 2 Sulmitution
HallwoodLD. 78,000 5 78,000 5 StateWt~erRi~ats YubtRiver 2 Suimitutlon

Woodlaad Ftrms&7.onaway Rtnt~ 50,862 b, 2 972 2 CVP-Ag Sactamonto River 1 Sub~itutiouI 50,190 2 Stare Water Rilsht~ Sac*ameato River 3
Reclamation Dim’ict No. 999 25,500 1 75,000 a, 1 75,000 ~ l ~tate Wtter Righta Sacrameato River 3 Sulmitutlon
De~Lowlaads ~1~72 h,6 83,000 i ~ DeltaOmauek 2

Natomas Ceatral M.W.C. 120,200 b, 2 22,000 2 CVP-Ag Sactameato River 1 Sub~itutioa
9g,200 2 State Wtter Ri~hte Sacramento River 3

City of Sacrameato N/A 166,200 245,000 State W~ter Rights Ametionn River 2

i 81,8~0 State Water Rishts Sacramento Rive* 2
SMUD N/A 32,131 c.2 30,{X}0 .. CVP-M&I American River 2
Delta Lowland~ 53,548 h,’6 10,700 i._ Ripari~ Delta Omaneh 2

~t~cer couaty w.A. 5,00o ~.n 43,000 cvP-Ag American River 2I 74,000 CVPoM & I American River 2
.... 120,000 ._ State Water Ri~hta America~ Riv~ 2

I Reclammlo*tDimictNo.2.068 13200 1 "45,.0~0 ~.1 45,000 ~.I State Water Rishts [Sacramento River 2
.... DeltaLowlamts 57,167 h,6 ll4,0~Oi_.. ~ [DeltaOmnnels 2

The idemificat~ of a paemial wamr supply ~urce far the purpoaea of ada stud), does ~ot imply a willi~ne~ or wa amildMli~/ of resources on the part of an idemified a~e~’y or projea to develap a tram’ferrable water aupply #st ~WD.
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ECCID boundaries. However, such an arrangement may be challenged by other water
users if the water transferred has not been used by ECCID in recent history.

CCWD may also be able to arrange for a transfer to the CCWD service area of some of
the ECCID water for which it has contracted and can currently be served only within
ECCID boundaries. However, such an arrangement may be challenged by other water
uses if the water transferred has not been used by ECCID in recent history.

Regional Avuilabili~/of Groqmdwater Opporhmifies. Potential development of groundwater
resources includes groundwater substitution, export and conjunctive use of surface water.
Groundwater substitution, involves transferring all or a of surfaceor exchange, portion
water entitlements and replacing the increment of transferred surface water with ground-
water to irrigate crops. The surface water that would have otherwise been diverted for
irrigation would then be transferred to CCWD. Implementing such a transfer would
require identifying willing sellers and overcoming source area concems about ground-
water impacts such as overdraft, subsidence and the general distrust of some communi-
ties toward such programs.

Groundwater export provides the only type of groundwater development that offers an
additional water supply source directly from groundwater. Groundwater export in-
volves pumping groundwater directly into conveyance channels for delivery to CCWD
intake facilities. Implementing a water transfer based on groundwater export would
require identifying willing sellers and overcoming source area concerns about ground-
water impacts similar to for groundwater substitution identified above.requirements
Direct out-of-basin groundwater transfers in California are subject to a number of limi-
tations, however. A major limitation on groundwater export is the superior right to
groundwater of all overlying landowners. Water Code (§1220) places stringent re-4-25
quirements on the direct export of groundwater from the Sacramento and Delta-Central
Sierra basins, requiting compliance with an adopted groundwater management plan.
Finally, public opinion, particularly in the northern Sacramento Valley, is wary of ground-
water pumping for out-of-basin transfers. Several counties in the Central Valley are
exploring means of ensuring local control of groundwater resources.

E~ibit 4-8
Crop and I.ig~ted Acreage W~tUn Hydrologk Regions of the Central Valley

1~ (I) 2020

Sacramem~ San Jmquin Total Centra~ Sacramema San Jmqutn Total Central
hat ted C River River T~d~r~ Lal~ VaUe~ River Rh, er T~lart Lake VaUe],

Gram 303 182 297 782 295 179 258 732
Race 494 21 I 516 482 15 0 497
C,o~m 0 178 1.029 1.207 0 178 949 1.127
Sugar Beets 75 6,1 35 174 72 45 25 142
Coon 104, 181 100 385 115 183 98 396
~ Field 155 121 135 411 158 122 130 4,10
Alfalfa 141 226 345 712 152 156 240 54~,
Pasture 357 228 ~ 629 320 17 ! 22 513
Tomatoes 120 $9 107 316 132 88 85 305
Oth~ Truck 55 133 213~, 392 65 201 350 616
Almonds/Fis~,~hios (~he~ 20~ 147 177 529 217 151 178 546
Deciduous
Citrus/Olives 18 9 181 20~ 29 II 190 230
Grapes 17 18~ 393 594 2~ 189 363 576

Total Crop Area 2,145 2.0~ 3.212 7.365 2.186 1.952 3.061 7.199
~ga~ Land ~ 2,101 1,955 3.147 7,203 2~I14 1,884 2,971 6,969

Note,t. (I) Actual acreage values fo~ 1990 wexe adjusted, based on averages of the 1980s. to reflect more normal water year~ ~ marke~ conditions.
Source: Califomha Departraem of Wa~r Resources. 1994. Bullelm 160-94. Califorma Water Plan Update, Volume I. 1994
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Conjunctive use or planned groundwater storage involves intentional recharge of ground-
water basins in wet years for subsequent extraction when needed. Conjunctive use can
be practiced to a limited extent within the CCWD Service Area or at any location with
adequate conveyance facilities to deliver water to CCWD. Development of conjunc-
tive use opportunities does not produce water supplies, but instead offers a water bank-
ing opportunity that could allow CCWD to take advantage of seasonal or wet year
supplies.

Exhibit 4-5 identifies potential groundwater development opportunities, particularly
export and substitution scenarios, included in the FWSS. The regional availability of
these alternatives is summarized below.

Northern Sacramento Valley. Much of the Sacramento Valley north of Yolo County
has groundwater aquifers that are essentially full. Two areas offer exceptional potential
for recharge and might be developed cooperatively with overlying entities. These areas
are the Stony Creek Fan and the Thomes Creek Fan, in Glenn and Tehama counties,
respectively.

Yuba County. Groundwater levels north of the Yuba River in Yuba County are high,
and surface irrigation drains into the Feather River. There is active local interest to
enter into conjunctive surface and groundwater operations to provide water for export.

Yolo County. Because groundwater levels are depressed in central Yolo County, the
Yolo County Flood Control and Water Conservation District is actively seeking supple-
mental water. The district constructed Indian Valley Dam and Reservoir in the Cache
Creek drainage for supplemental water and is evaluating political means of securing the
extension of the authorized Tehama-Colusa Canal and diversions directly from the Sac-4-26
ramento River for irrigation. DWR continues to investigate the potential for ground-
water banking in Yolo County.

Central Contra Costa County. Prior to the construction of the Contra Costa Canal,
small quantities of groundwater were used in the central county basins of Ygnacio and
Clayton Valleys. However, these supplies were not sufficient to support local uses,
which led to the construction of the Contra Costa Canal. CVP supplies from the Canal
have largely replaced groundwater pumping and current use is minimal. The current
state of knowledge on the Ygnacio and Clayton Valleys is limited. Available studies
indicate that the basins have total capacities of 40,000 and 20,000 ac-ft, respectively
(Poland, 1935; CDM, 1980).

East Contra Costa County. Groundwater in the eastern portion of the county has been
used primarily for domestic and rural residential purposes. Both the ECCID and the
BBID have surface water,rights from the Delta and have served irrigation water in the
area for many years. Groundwater levels are generally high in these areas. Because the
groundwater basin is close to the Delta, extensive use of these resources may induce
saline water intrusion, a potential water quality issue. In addition, nitrate levels in the
groundwater have posed a health hazard in recent years. Use of groundwater in this
area would depend on assurances of an adequate supply for recharge and that ground-
water levels would recover. Local jurisdictions are preparing a groundwater manage-
ment plan.

R~|om~ Avmlc~ty o| Redamafion 0ppoHun|ties. Recycled water is wastewater that is
reused rather than discharged by a wastewater treatment plant into receiving waters or
to land disposal (wetlands or evaporation ponds, for example). Recycled water projects
are therefore typically developed in conjunction with a wastewater utility. Recycled
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I water can substitute for raw water or non-potable uses where appropriate, freeing up
supplies for other consumptive uses and providing a drought-proof supply. Recycled

I water projects within the CCWD Service Area could conserve potable water supplies
for existing and future users, while recycled water projects in other parts of the Central
Valley could free up existing raw water supplies for transfer to CCWD. Potential sources

i are summarized below.

Recycled Water Sources in Con~ra Costa County, Wastewater treatment plants are the
sources of recycled water. The District’s existing Service Area overlaps portions of the

I Central Contra Costa Sanitary District (CCCSD) and the Delta Diablo Sanitation Dis-
trict (DDSD) wastewater district service areas.

¯ Central Contra Costa Sanitary District. CCCSD owns and operates a wastewa-I ter treatment plant (current capacity gallons per day [mgd],million with

a projected 2040 flow of 46.7 mgd) immediately northeast of the Interstate 680 and
Highway 4 intersection. The current average dry weather flow rate is 33.6 mgd,

I with the flow expected to increase to 39.2 mgd by the 2000 (CDM, 1985).year
CCWD and CCCSD began planning studies for recycled water use by industries in
the western half of the CCWD Service Area in 1969. Subsequent extensive studies

I identified a variety of potential uses and projects, including urban landscaping irri-
gation.

An agreement reached between the District and CCCSD in October 1994 estab-I lished a framework for either district to consider potential recycled water projects.
If a project meets environmental, economic and other factors important to each
district’s business decisions, the agreement sets up a framework for either districtI to proceed alone if the other decides not to participate. The Zone 1is 4"27Project
underway by CCCSD to provide up to a maximum of 1,600 ac-ft/yr for irrigation;
however, some of the water the project would replace is well water, and less than

I 1,000 ac-ft/yr of District supplies would be offset by the project.
¯ Delta Diablo Sanitation District. DDSD owns and operates a wastewater treat-

i ment plant (current rated capacity of 16.5 mgd, with a projected 2040 flow of 21.4
mgd) north of the Pittsburg Antioch Highway at the Pittsburg-Antioch border. The
current average dry weather flow rate is approximately 11 mgd, with the flow ex-
pected to increase to 17.4 mgd by the year 2005. DDSD began planning studies for

I recycled water use in the eastern half of the CCWD Service Area in 1980; CCWD
joined in these planning efforts. These planning studies evaluated both industrial
water recycling and urban landscaping water recycling (JMM, 1989; JMM, 1990c).

I Four smaller sources exist in the neighboring sanitation districts of Ironhouse, Brentwood,
Discovery Bay (CCCSD No. 19) and Byron. Potential recycled water projects farther

I east in Contra Costa County have not been evaluated to the depth of projects in the
CCCSD and DDSD service areas. Potential recycled water projects within these dis-
tricts would involve coordination with one or more of the wastewater agencies, cities,

i water districts and counties. The current and projected 2040 average dry weather flow
capacities of the treatment plants operated by each of these agencies is:

Current            Projected (2040}

I Ironhouse 2.2 mgd 8.0 mgd
Discovery Bay 1.2 mgd 2.4 mgd
Brentwood 2.0 mgd 11.0 mgd

I Byron                            0.05 mgd                2.4 mgd

Meeting Water Needs                      o.,.~N~*~
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Identification of Recycled Water Projects. Potential recycled water opportunities for
CCWD include urban landscape irrigation projects, industrial reuse projects, agricul-
tural irrigation projects, and groundwater recharge recycling projects. Most projects
would require construction of water treatment and distribution facilities. Potential
projects could be located throughout the District’s current Service Area, as well as the
Central Valley and San Francisco Bay Area. Following are brief discussions of the
alternatives.
¯ Urban Landscape Irrigation Projects. These projects would supply recycled

water for landscape irrigation. Potential irrigation sites include parks, schools, golf
courses, median strips, business parks and homeowners’ associations. Potential
projects could be located in Central Contra Costa County, Pittsburg/Antioch, and
East Contra Costa County.

¯ Industrial Reuse Projects. These projects would supply highly treated reclaimed
wastewater to selected industrial customers for process and cooling purposes. In
general, the industrial water recycling projects have a more constant demand than
urban or agricultural irrigation water recycling projects. They also typically de-
mand very high water quality, requiring tertiary and sometimes demineralized treat-
ment. Potential customers include Shell and Tosco Ref’meries, USS-Posco and
Dow Chemical.

¯ Agricultural Irrigation Projects. These projects would supply recycled water for
agricultural irrigation. The recycled water could either be used directly on the
fields, or as a groundwater recharge mechanism. Seasonal operation of recycled
water treatment facilities would be needed for direct application, while the recharge

~°~8 option would result in a year-round operation of treatment facilities. Potential
projects could be located within or outside the District’s Service Area.

¯ Groundwater Recharge Projects. This type of recycled water project has not
previously been evaluated within the CCWD Service Area but is being used in
several locations in Southern California and in the Dublin-San Ramon and Livermore
areas. In this type of project, a high level of recycled water treatment is provided,
and the recycled water is injected into a groundwater aquifer. For example, Orange
County Water District’s Water Factory 21 provides lime clarification, filtration,
Granular Activated Carbon (GAC) adsorption and disinfection to treat recycled
water before injection into an aquifer to prevent seawater intrusion. A portion of
the filter effluent is treated with reverse osmosis to lower the TDS concentration in
the injected recycled water.

While prevention of seawater intrusion is not a critical issue in the CCWD Service
Area, a groundwater recharge recycled water project could be used for indirect
potable reuse in critical periods. That is, a high level of recycled water treatment,
similar to Water Factory 21, would be provided; the recycled water would be in-
jected into a groundwater aquifer and withdrawn for potable use during critical
flow periods.

Recyd~d W~ter $o,~s in th~ C~ntrol Valley. Several opportunities involving re-
cycled water and water supply transfers exist outside the District’s Service Area. CCWD
could financially participate with other agencies to provide recycled wastewater to irri-
gate farmland. In exchange, CCWD would receive additional potable supplies. These
potential projects would require transfer arrangements similar to those needed for sur-
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face water supplies. Potential opportunities exist with the Cities of Tracy and Modesto
and the Central California Regional Water Recycling Program.

Desalbati~ Opportu.ities. Desalination could be used as a potential source for either a
firm or emergency supply. The contractual, permitting and water fights requirements
may be different for a firm or emergency supply. Brine disposal and the quantity of
water that goes to waste in the process are serious issues that need to be considered
when developing desafination alternatives.

In addition, different desalination alternatives may provide different levels of service to
some portions of the CCWD Service Area. Desalination plants could be constructed at
several locations within the District’s system using several alternative water supply
sources. Because the water quality is different at each proposed source, the treatment
requirements and unit costs would differ for each. Also, because of differences in loca-
tion, each source would require different conveyance facilities to deliver water to treated
water customers or to industrial users. The detailed configuration of the desalination
alternatives would depend on the project purpose (e.g., f’mn supply, emergency sup-
ply), required capacity and site-specific parameters such as water quality. The follow-
ing provides a qualitative description of each of the potential desalination alternatives.

Sacramento/San Joaquin River. This alternative would consist of a desalination plant
using water from a Sacramento River intake (possibly at Antioch, Pittsburg or Bay
Point) as a source of supply where quality is often better. The District’s current water
right at Mallard Slough could be amended to transfer the point of diversion to another
fiver intake location. The desalination plant could be located near the existing City of
Antioch fiver intake or a potential future intake at Pittsburg or Bay Point (this intake is
one alternative under study in the District’s Seismic and Reliability Improvement [SKI] 4°29
Project). Water from this plant could be delivered to raw water customers or to the
District’s TWSA through construction of new conveyance facilities or modifications to
existing conveyance facilities.

Mallard Slough. This alternative would consist of a desalination plant using water
from the District’s existing Mallard Slough intake as a source of supply. The District’s
current water right at Mallard Slough allows a diversion of up to 26,780 ac-ft/yr; how-
ever, in dry periods the amount would be limited to that available under License No.
3167 (total diversion 14,000 ac-ft/yr). Because the salinity at this intake location is
frequently higher than the District’s water quality objectives, the intake is rarely used in
dry pefiods, and occasionally in other pefiods (averaging 142 days in wetter periods).
The desalination plant could be located near the intake, near the Bollman Water Treat-
ment Plant (at the terminus of the Mallard Slough raw water pipeline) or anywhere
along the raw water pipeline alignment (however, if it is not located near the diversion
point, industrial users along the pipeline would require a means for a freshwater sup-
ply). Water from this plant could be delivered directly to the District’s TWSA through
existing pipelines or delivered to other raw water customers through construction of
new conveyance facilities or modifications to existing conveyance facilities. Construc-
tion of a desalination plant would allow the District to make more effective use of its
existing water right.

Seasonal and Transfer ConsiderationsAvailability
A reconnaissance-level appraisal for water availability was assigned to each of the iden-
tiffed potential water supply sources. A majority of the supplies were identified as
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agricultural supplies available during the agricultural season. Potential supplies were
also characterized as to their annual availability, with a majority of sources listed as
base water supply, available in all years, but subject to water short.age conditions. Avail-
ability of other sources were listed as CVP base supply (available primarily between
April and October), wet year supplies only, or those sources dependent on hydrological
conditions on a year-to-year basis. Exhibit 4--7 identifies the availability of each of the
surface water supplies. For the purposes of the FWSS, it is assumed that supplies from
groundwater export, wast~water reclamation and desalination are available throughout
the year in all year types. The availability characteristics are described below.

Seasonal Cl~a~edstk~, Appropriative rights for direct diversion and use are generally
limited to the season of beneficial use (i.e., the irrigation season for agricultural use or
throughout the year for M&I use). Rights for diversion to storage are generally allowed
throughout the year. Releases from storage are not normally prescribed in water rights
permits and licenses, except indirectly as may be required for instream flows. Power
contracts and flood control requirements prescribed by the U.S. Army Corps of Engi-
neers also require release schedules.

The Bureau contracts call for submission and approval of annual schedules for deliv-
ery; the seasonal patterns are thereby fixed. Some Bureau contracts contain provisions
for conversion of irrigation water to M&I water. Contracts for service from the Delta-
Mendota and Tehama-Colusa Canals provide for a shutdown of deliveries during De-
cember and :Ianuary for maintenance. However, records of deliveries show that water
is delivered from the canals in every month.

Groundwater could be pumped for transfer throughout the year. Wastewater for recla-
4"30 marion from a municipality is nearly constant throughout the year although industrial

processing can result in seasonal peaks.

¥¢adf AvaiI~,lity. Water supply conditions are the primary factors in yearly water avail-
ability. For areas served out of the Delta, however, pumping restrictions for endan-
gered species and water quality will play an increasing role until a "Delta fix" is
implemented. Similar restrictions may exist for some Delta tributaries.

The majority of sources would be subject to water shortage conditions. Assuming the
District’s recently amended CVP contract is representative of future CVP M&I con-
tracts, M&I water users should expect to receive no less than 75% of their historical use
in water shortage years. Other appropriated water would be available during normal
and wet years. During dry years, availability would depend on the seniority of water
rights and other contract terms. Conjunctive use projects could allow a water right
holder to switch to the use of stored groundwater during a dry year and transfer con-
h-acted water during that year to a willing buyer such as the District.

Dry year availability of CVP water would be subject to irrigation contract shortages.
The Bureau has used a 50% supply target for irrigation, but this amount is subject to
availability of supply. CVP water users who also divert from the Sacramento River
have had contract provisions for delivery of not less than 75% of their appropriated
rights. The same is true for the CVP Exchange Contractors who divert from Mendota
Pool at the end of the Delta-Mendota Canal.

Some sources would be available only during wet years, which could assist the District
in incorporating a water banking program to supplement drought year supplies. Such
programs would take advantage of surplus water of other agencies during wet years by
storing water for use during later years when the District experiences drought year
cutbacks in CVP supplies.

Meeting Water Heeds

C--1 0001 8
C-100019



CCWD Future Water Supply Study

Exkibit 4-9
Cmpabou ef Principal Transfer Considerations by Water Source

C~ttrsi WBey Pro~ Water Other ApI~ Water Gr~uglwater            l~ds/med Water

"k’figafim" contracts aUow M & I use righr~; ye~-vmmd f~r ~rage ~

exch=l~e exchanle
Natmidmnnehif-upplyfmmac~h Nsmmlchanaehifsu~iyfrmaue~h Satunddxannelsifsupplyff~n Nsturalchannelsifsupptyfrman~h

uaesmnm~t; dive~ frm~ Delta ff assesmzm~ meed to exdmage ~n’iage walm" ssse~smem; f~r usesmzm~ f~ south ~r Delta lransf=
mpply fx~m~ south of Delta purchased ws~r fro’ semh m" Delta muth of Delta u-m~e~, need to need to exchmxge pun:based wata"

~m~tc"t unde~ l~.ie~s o~ ~Need SWRCB s,pprovg on pos~- 1914 ~ ~ b~ SWRCB Lik~y m~ed Regiou~ WQC~
h~ first fight of refuel wa{~ fight~; may necgl �retracts v~h requi~d; my meed tlfil’d ~dighav~ permit; may [ dlve~ion

qai~t a nm-CVP pun:baser thi~l ps~e~ f~ bsnking and/~ s~e.~g cmtrgt
~g. S~ ~ ~ ~ f~t ~~
1914 ~. ~t ~ ~

Groundwa~r could ~ pum~ for ~sfer in d~ ye~, given sufficient water qu~ti-
ties were stored during p~vious nodal ~d d~ ye~. W~tewater for ~cl~ation
from a municipNi~ would ~ available at ne~ly ~e same levels ~ Nl ye~.

P~d~l ~ ~fi~t~fi~. Exhibit 4-9 identifies the pfincipN ~sfer consider-
ations for each ty~ ~[ water souse listed in Exhibit 4-7, which ~ related to water
figh~, instimtionN facto~ ~d availability of supply. ~e descriptions in Exhibit 4-9
apply to the broad ~ge of potential water souse categories. However, the~ may
exceptions for a p~icul~ source, which would usually ~ identifi~ only in s~ific
~sfer negotiations.

Tr~sfe~ble qu~tities may ~ limit~ to consumptive use ~d i~e~evable losses ~d,
in ~e case of stooge withdrawNs, would ~ discounted by the ~ount of stooge ~fill
¯ at w~ dete~ined by the S~CB to inju~ ~other la~l water user. For example,
DWR ~d the Bureau, ~rough ~e S~CB water fights process, ~quir~ Yuba Coun~
Water Agency to account got water ~at ~fill~ stooge space c~ated by water
from stooge relies. Si~l~ ~qui~men~ ~ght ~ l~ally imposed for groundwater
stooge ~sfers.

POTENTIAL CONSERVATION COMPONENTS
Conse~ation programs r~uce dem~d, ~e~by reducing water supply ne~s. ~e
Conse~ation ~ogmm Alternatives (CPAs) were develo~d ~ p~ of the ~SS.
¯ree CPAs were desired to achieve ~cre~ing levels of dem~d ~duction ~d m~t
r~uirements of ~e C~IA Best Management ~ctices. ~is discussion f~uses on
long-te~ conse~ation pro~s only ~d d~s not ex~e drought dem~d r~uc-
tions. It de~s potentiN conse~ation menu,s, how ~ese me~ures were com-
bined to fo~ CPAs, ~d the ~sulting conse~ation savings. Monitoring ~d evNuation
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of conservation savings and customer demand should be an ongoing effort to ensure
that savings goals and BMP requirements are achieved. More detailed information can
be found in Technical Appendix C.

Conservation Savings Irrespective of CCWD Programs

CCWD will realize future water conservation savings even if the District undertakes no
additional conservation efforts. The demand projections presented in Chapter 3 in-
clude an estimate of conservation savings irrespective of CCWD programs. These
savings from conservation, ranging between 6 and 10%, result from State and Federal
regulations (excluding the BMPs) and the normal replacement of fixtures and devices
with more efficient models.

Primary Assumptions
To adequately evaluate potential conservation measures and programs, a thorough un-
derstanding of the District’s current and projected demand is necessary. Chapter 3
presents the demand projections and customer account information used to calculate
conservation savings.

Demand within the District’s treated water and wholesale service areas is generally
comprised of five use categories: Single Family, Multi-Family, Commercial & Light
Industrial, Landscape and Industrial. Typically, water use by Single Family, Multi-
Family and Landscape customers is fairly uniform within each customer category. In
contrast, Industrial and Commercial customers’ water use varies significantly by ac-
count. Conservation measures were developed to provide conservation assistance to all

4"32 customer categories. All conservation savings percentages presented in this discussion
are for the year 2040.

Potential Conservation Measures

Measures are individual conservation practices, such as audits or rebate programs, that
increase water use efficiency. The following measures were culled from the District’s
current conservation efforts, BMPs currently in effect and measures proposed in CVPIA
and California Urban Water Conservation agreements:

¯ System operations and loss reductions
¯ Public information and education
¯ Pricing and incentives
¯ Ordinances and plan reviews
¯ Audits
¯ Ultra Low Flow Toilet (ULFI’) Rebate Program

System Operations and Loss Reductions. This measure includes system operation upgrades
that reduce water losses from seepage, evaporation and leaks. Canal lining, leak detec-
tion and repair, and corrosion control programs are all included under this measure.

Public Information and Education. This measure supports all other conservation efforts and
is essential to the success of any conservation program. It includes implementing pro-
grams to promote water conservation including media announcements and campaigns,
workshops, school presentations, newsletters and bill inserts; providing speakers to
community groups; and coordinating with government agencies, industry and public
interest groups.

Meeting Water Heeds
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i Prking m~l In~enfi~es. The District’s water rate structure provides customers with an
economic incentive to keep water use low. Incentives such as rebates and give-aways
have been incorporated into the other measures.

i Ordlnmces md Plan Reviews. This mr~sure includes the model landscape ordinance and
water waste prohibition regulations. Water waste prohibitions are only as effective as
public awareness and enforcerr~nt, both of which increase during water shortages. The

I effectiveness of model landscape ordinances and plan reviews also depends on enforce-
merit, education and follow-up. Currently, much of this effort is outside of the District’s
control. However future programs will strive to include more District participation.

I This measure incorporates audits of all major customer categories including
Single and Multi-Family Residential, Commercial and Light Industrial, Landscape and
Industrial. The audits include distribution and installation of interior plumbing fea-I tures, irrigation system performance, preparation of personal-leakdetection,reviewof
ized irrigation schedules, distribution of education information and follow-up.

i ULF[ Rebate Program. This measure encourages replacement of Residential and Com-
mercial non-efficient toilets with ULFFs. Rebates will be offered on a fh-st come fLrst
served basis to qualifying customers.

I ¢onserv0ti0n Progrm  ltemufive$
As part of the FWSS, the District developed three CPAs (i.e., CPAs 1, 2 and 3) that

I result in a range of conservation savings between 5 and 12% in the year 2040. The
CPAs include all measures described above; however, the level of effort expended by
CCWD and its customers increases as one progresses from CPA 1 to CPA 3. Generally, 4°33

I the alternatives differ by relative savings achieved, voluntary versus mandatory con-
trois, relative costs, reliability, technical feasibility and ease of implementation. The
reliability and ease of implementation of the programs decrease as the level of effort
increases. The DWR, the California Urban Water Conservation Council (CUWCC)
and other agencies have all noted difficulties implementing more intensive conserva-
tion measures. Aggressive conservation programs may also be accompanied by a gen-
eral hardening of demand, thereby reducing customers’ ability to respond to future water

I shortages.

~nsen~ti~ Pr~r~m ~l~em~fi~e |. CPA 1 is an expansion of the District’s current con-

I servation efforts to encompass wholesale and retail customers. It is consistent with
currently mandated BMPs and achieves an overall District-wide reduction of 5% in the
year 2040. This is in addition to the conservation savings irrespective of District pro-

i grams estimated at between 6 and 10%.

R~id¢~tial Sm, i~g~. To determine the residential savings associated with CPA 1, in-
door and outdoor water use were examined. It was concluded that the largest potential

I for reduction occurs in outd~r water uses. Consequently, the audit program will focus
on increasing the efficiency of irrigation practices and systems and encouraging instal-
lation of water efficient landscaping. The ULFT Rebate Program will ensure that inte-

I rior use is reduced as well. CPA 1 results in a 6% reduction in Single Family demand
and a 5% reduction in Multi-Family demand.

No~.R~id~tial $a~i~g~. With the exception of Landscape customers, water use byI Non-Residential customers tends to significantly by account. Again, however, thevary
largest potential for reduction occurs in exterior water uses. The audit program will

,..,’--.,.,,.-.
!
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include recommendations on how interior and exterior water use can be reduced. Since
Landscape customers use more water outdoors, their demand will be reduced by 7%
with CPA 1 and Commercial and Light Industrial customers’ use will decrease by 5%.

Industrial Savings. Specialized audits will be conducted for Industrial customers to
ensure their water using equipment and processes are adequately evaluated. These
customers are already fairly efficient water users, so it is estimated that CPA 1 will
reduce their use by 2.5%.

Conservfl|011 Progralll A]lerllafivl 2. CPA 2 is similar to CPA 1 but with higher coverage
and participation levels; CPA 2 achieves an overall District-wide reduction of 9% in the
year 2040. It requires considerable effort from CCWD and its customers. In CPA 2, the
burden of responsibility for savings shifts, to a large extent, from CCWD to its custom-
ers. CCWD increases the coverage associated with the conservation measures, but
customers are expected to achieve greater savings after exposure to the measures. Note
that the savings identified below are in addition to the conservation savings irrespective
of District programs.

Residential Savings. Single Family savings increase from 6% in CPA 1 to 10% in CPA
2; Multi-Family savings increase from 5 to 9%. These savings are largely realized
through increased coverage and acceptance of the Audit Program and increased adher-
ence to the Model Landscape Ordinance.

Non-Residential Savings. Commercial and Light Industrial customers will reduce use
by 9% in CPA 2 and Landscape water users will reduce use by 12%,

Industrial Savings. CCWD will double its audit program efforts for Industrial custom-
4°34 ers and anticipates increasing savings to 4%.

(.onservation Program ~Jlernaliv~ 3. CPA 3 is the most aggressive conservation program,
with very high coverage and participation levels, It achieves an overall District-wide
reduction of 12% in the year 2040. It places a large burden on CCWD and its customers
and is considered the least reliable alternative due to the high coverage requirements
and the resulting demand hardening. CPA 3 introduces rate structure changes and effi-
ciency standards for commercial and industrial processes. It results in double-digit
conservation savings from all customer categories, except Major Industrial. Once again,
these savings are in addition to the conservation savings calculated irrespective of Dis-
trict programs,

Residential Savings. Single and Multi-Family customers’ water use will be reduced by
14 and 13%, respectively.

Non.Residential Savings, Commercial and Light Industrial customers must achieve a
13% demand reduction, and Landscape customers will have to reduce use by 18%.

IndustrialSavings. Industrial customers will be required to achieve a 6% reduction in
future demand. These customers have significantly reduced their water use in recent
years and therefore have the least potential for further demand reduction. The 6% re-
duction may be more difficult for Industrial customers to achieve than the 18% reduc-
tion expected from Landscape customers.

I
.~_~ Mooting Wator Needs
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CONCLUSIONS
The District’s water supply has historically provided safe and reliable water service to
customers in Contra Costa County. To ensure the District will continue to provide high
quality water service through the year 2040, CCWD investigated water supply im-
provements and demand management programs. A wide variety of potential supple-
mental water sources (a total of 84) exists throughout the Sacramento-San Joaquin
River basins and the District’s service area. These pomntial water sources include
water transfers and exchanges, groundwater, water use reductions by others, water
recycling and desalination. In addition, conservation will play a crucial role in meeting
future demand.

As part of the FWSS process, the District examined these potential supply sources in
detail, assembling Resource Alternatives from the water supply and conservation build-
ing blocks identified in this chapter. Chapters 5 and 6 describe the District’s process of
defining screening potential as as identifying aand the ResourceAlternatives, well
Recommended Preferred Alternative to meet future demand.

1
4-35

I

I Meeting Water Needs
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| 5. Initial Evaluation of the
I Resource Alternatives

OVERVIEW
After examining future demand and supply, the District developed Resource Altema-

I ,.- five strategies to meet normal and drought year demands in the three Service Areas (C,
.... ..:** E, and F) for three planning targets (2000, 2020 and 2040). During the Round 1 evalu-
~":~ ation of potential Resource Alternatives, three separate strategies were developed that

I emphasize new water supplies, reclamation and conservation; Round 1 evaluation ex-
amined these three strategies, rating each against an established set of criteria that con-
sidered cost, implementability, reliability, and environmental impacts. Technical

I Appendix B outlines the criteria and rating guidance in further detail. The fmdings
from this initial evaluation were used in a second round of evaluation to determine the
most feasible and beneficial mix of demand management and supply components for

I the Recommended Preferred Alternative, as addressed in Chapters 6 and 7.

I RESOURCE PLANNING
As detailed in Chapters 2 through 4, current supplies alone are not sufficient to meet all
future needs. To minimize costs and environmental impacts, the District must maxi-

i mize its existing supply contracts. However, the existing CVP supply contract, even5° I
when coupled with demand management, will not meet all future needs; a resource plan
that includes a mix of components is required. Integrated Resources Planning ensures

I that increasing demand is met with a balanced mix of individual demand-side manage-
ment and supply-side options. To consider a range of potential resources and achieve
the most appropriate and reliable supply, the District’s resource planning must be flex-

I ible and provide for evolution over time.

Resource Altematives for three Service Areas (C, E and F, discussed in Chapter 3) were
evaluated in the FWSS. Service Area C represents the planning area of the District’s

I existing customers. These Service Areas represent three distinct service areas for which
projected normal year demands differ by 20,000 ac-ft between Service Areas C and F in
the year 2000, increasing to 80,000 ac-ft in the year 2040. A selection of resource

I components to meet projected demand for each of the three Service Areas, are referred
to as Resource Alternatives. The Resource Alternatives for the larger Service Areas (E
and F) provide the basis for developing regional solutions for East County water supply

I issues, and do not represent plans for service by the District. The East County Phase II
Water Supply Management Study conducted under the direction of the East County
Water Management Association examines future supply and conveyance issues for East

I County.

Also concluded from the demand and supply analysis in Chapters 3 and 4 was the need
to plan not only for normal demand conditions, but for drought conditions as well.

I Although demands were assumed to be the same in dry years as under normal condi-
tions, the need for supplemental or new supplies increases during droughts because of
reductions of the District’s CVP supply during those years. The Resource Alternatives

!
I

Initial Evaluation of the Resource Alternatives .,.~*,~
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have been designed to meet normal demands, 100% of demands in a drought condition 1
and 85% of demands in a drought condition.

!
ExJ~ 5-1

Demand CVP ECCID Additional
Planning Service Year Type to be Met(e) Supply Transfer DM/Supply
Year Areas (D1VD (a) (TAF) (TAF) (TAF) Req’d (TAF)

2000 C Normal (0) (D 176 176 0 0
Drought (0) 176 132(b) 0 44
Drought (15%) 150 132 0 18

2000 E Normal (0) 185 163 9(c) 0
Drought (0) 185 13203) 9 44
Drought (15%) 157 132 9 16

2000 F Normal (0) 194 185 9 0
Drought (0) 194 13903) 9 44
Drought (15%) 165 139 9 17

2020 C Normal (0) 210 166 0 44
Drought (0) 210 140(d) 0 70
Drought (15%) 179 140 0 39

5"2 2020 E Normal (0) 237 166 21 50
Drought (0) 237 140 21 76
Droughl (15%) 201 140 21 40

2020 F Normal (0) 273 185 21 86
Drought (0) 273 140 21 1 [2
Drought (15%) 201 140 21 71

2040 C Normal (0) 217 166 0 51
Drought (0) 217 140 0 77
Drought (15%) 184 1 40 0 44

2040 E Normal (0) 248 166 21 61
Drought (0) 248 1 40 21 87
Drought (15%) 211 140 21 50

2040 F Normal (0) 297 166 21 110
Drought (0) 297 140 21 136
Drought (15%) 252 140 21 91

(a) DM, or Demand Management. is the percent of demand ~:luction required if supplies are aasumed to be insufficient for full demand.

(b) 75% of contract historical use (contract "historical use" does not include ECC1D supplies).

(c) ECCID ffansfer water of up to 15,000 ac-f~ annually would be available by the year 2000. However, demand within the ECCID service area in the
year 20(30 is only projected to be 9,000 ac-ft annually.

(d) 75% of contrac~ historical use (includes ¢L’VP and normal year river diversions).

(e) Demand levels were calculated irrespective of the source of supply, and exclude the effec~ of drought on water use. See "Comparison of Actual
Sales and Projected Wai.ea" Use" at the end of Chapter 3.

(f) Some of the total Service Area demands am me~ by non-CCWD supplies in normal years. This is the maximum CCWD would need to meet in
those yeas.

.~.~%~    Initial Evaluatiou of the Resource Alternatives
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The projected demands for each Service Area in the three target year conditions are
Iq~, ~]~@ d~d~ ~ Ix- summarized in Exhibit 5-1. Also shown are the projected supplies from existing sources
h~ $-! ~r~ d~ t~ ~ and the resulting need for additional demand management and/or supply.

EVALUATION PROCESS
year, as ~oted i~ Chapter 3.
~/~ a lmti~ d S e r- Resource Alternatives were developed and screened in two separate rounds. Round 1
~ ~ dvn~/s ~/~ mt developed three Resource Alternatives that each emphasized one of three resource strat-
tff~ al/~r ~pp/~s (wmtegies: New Supply, Reclamation and Conservation. Additionally, the Round 1 Re-
div~d~) k mrs! md wet source Alternatives reflect the implications of varying supply sources on the District’s
y~ tddd~ are ~navai/~b/~ CVP supply during dry years. The Dislriet assembled the most promising components
~ dr? year~, identified in Round 1 to develop Round 2 Resource Alternatives.

The District evaluated the Round 1 Resource Alternatives based on the cost, reliability,
environmental and implementability criteria summarized in Exhibit 5-2. A detailed
description of the criteria and the guidelines used to evaluate each criterion is included
in Technical Appendix B.

Exhibit 5-2
Evaluation Cdteria

Operation
(O1) Minimize wa~¢r shortagvs (frCquvncy and amount)
(02) Maximize wa~¢r system r¢liability
(O3) Maximize th¢ quali~y and treatability of source wa~¢rs

Economic
(Ec !) Minimize lifccycl¢
(Ec2) Minimize rate impac~ to customers
(Ec3) Minimize indirect economic impacts to cusmmCr~

Environment
(Enl) Minimize env~ronm~n~ ~mpacts to aquafi~ ha~tat, (including th~eaten~t and

endangered species)
(En2) Minimize env~ronm~nta~ ~mpa¢~ to specia~ status terrestrial species and wet-

(En3) Minimize impacts to the community

Implementability
(I 1) Maximize th¢ seniority of wa~er rights
(I2) Minimize institutional barrier~ and risk of delay
(I3) Ensure prol~r timing and phasing

I Exhibit 5-3 illustrates the overall process for alternatives development which occurred
on two parallel tracks. Development and evaluation of the Resource Alternatives is
shown down the left side and the definition and screening of water transfers, discussed

I further in Chapter 6, on the right. The development of the Resource Alternatives in
Round 1 occurred simultaneously with the evaluation of individual water transfers.
The individual water transfers were studied on a separate track because of the range of

!
Initial Evaluation of tho Rusource Alternatives .~
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variables associated with water transfers from different sources. Based on the separate
evaluation of potential water transfers, the District identified the six most promising
candidates from the list of 84 potential water transfer sources for integration in Round
2. The most influential factors in developing a shortlist of water transfer candidates
include availability on the water market, quantity, delivery schedule and implementability.
Technical Appendix D presents a detailed analysis of specific pathways, streamflow
changes, and the optimization of operational needs for potential transfers. Actual nego-
tiations, permitting and the approval process for a particular transfer would occur as a
part of actual development and implementation of the Preferred Alternative, as dis-
cussed in further detail in Chapters 6 and 7.

Key Demand and Existing Supply Assumptions
Due to the large number of possible demand and existing supply conditions, a set of
probable conditions was established when developing Round 1 Resource Alternatives.
These conditions, or key assumptions, include:
¯ Water St~p~/Ass~mpli~$, Based on the District’s amended contract, the quantity of

CVP water was designated within each Resource Alternative. As explained below,
conditions considered included normal and drought year allocations, and the poten-
tial future reduction in CVP entitlement reductions to meet the environmental needs
of the CVPIA.

¯ Nocnml Ye~’ $~pplF. The 1994 Amendatory Contract is effective through December
31, 2010 and provides that the Bureau will supply up to 195,000 ac-ft annually,
available to CCWD at Rock Slough. The contract also contains provisions for anIn tl~ nnalysls, Ot’P supp~$ in

5"4 additional diversion point (the total contract quantity remains the same) on Oldn normal yoar ar~ ~nod to ~-
River to supply water to the Los Vaqueros Reservoir as well as directly totheCCWD�on~ss t’VP s~pp/’~s,
Service Area. Diversions of the San Joaquin River stemming from the District’sns r~c~d’n~enions that tn~l~
water right at Mallard Slough, as well as other municipal and industrial water rightswca~ablo in n normal ~ar,nr~ not re~nble.
held by District customers, are included within the District’s historical use calcula-
tions during regulatory restricted and drought years.

¯ D~g~! ¥~ $~PI~- In a drought scenario, the Bureau can reduce the District’s CVP
water to not less than 75% of the contract entitlement or 85% of historical use
(whichever is less). In severe droughts, it can be reduced to 75% of historical CVP
water use. Conservation and reclamation play an important role in calculating the
District’s CVP allotment. In the District’s contractual agreement with USBR, the
quantity of water allocated to CCWD in times of shortage is a function of historical
use; conservation and reclamation therefore reduce use and result in a smaller allo-
cation. The District, in using such components, only marginally reduces the short-
age in droughts. In addition, the District’s water rights at Mallard Slough, as well
as other municipal and industrial water rights held by District customers, are unus-
able during dry periods due to high salinity.

¯ Histo~kd Us~. CVP allotment for a drought is based on 75% of historical use (if
demand is less than the contract amount plus river diversions), and 75% of the CVP
contract plus normal year river diversions (if demand is greater than the contract
amount). Historical use under the contract is CVP supplies, plus river diversions of
Gaylord, Antioch and Mallard Slough. It does not include reclamation supplies,
and conservation results in a reduced use.

~ Initial Evaluation of the Resource Alternatives
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Exhibit 5-3
Alternatives Development Process

5.1 Develop Baseline Economic, Water Quality,
Environmental, Regulatory, and Availability Information

2,7 Prepare Water 5.3 Assemble Most
Demand Estimate for ~ Promising Components into

Each Service Area ~ Resource Alteraatives -
Alternative Round 1

5.2 Define the Range of
5.3 Development of 5.3 Development of 5.3 Development of WaterTransfer/Banking

Resource Alternative Resource Alternative Resource Alternative Components (84+ Sources)
with a New Supply with a Reclamation with a Conservation and Group Based on

Emphasis Emphasis Emphasis Regional and Institutional
Characteristics

5.2 Screen and Rate the
Components from Each

~V Grouping Against One
Another, to Reduce the

Range of Most
5.3 Evaluate the Resource Promising Transfers to a5.4 Development of

Alternatives -Round I, Using the List of 15-20 Sources
Consetwation Program ~ Evaluation Criteria for the Years

Costs
2000, 2020, and 2040 for Set’vice

Area Alternatives, C, E, and F.

5.4 Define Facility Needs, DevelopI I’~11~

6.2 Develop Resource 6.2 Select the most promisingEngineering Cost Estimates, and Alternatives - Round 2 (Hybrids) Water Transfer/BankingOptimize Operations for the Year 2020 for the three Components for consideration
Service Areas, Based on the with the Round 2 Resource

I a,~ Criteria which Most Distinguish Alternatives6. I AssessEnvironmental
¯ . ~~.- the Options.

Evaluate Resource

~

Alternatives (Hybrids) Over 6.3 Develop ~
Implementation Strategies [i~

Review Negotiation, Permitting
Time, Targeting the Years Analysis and Approval Process

2000, 2020 and 2040. using for each Service Area [~
5 Year Intervals for Planning

6.4 Develop Future Water
Supply Action
Plan/Blueprint

7.0 Prepare Future
Water Supply Study

Report

C--100028
(3-100029



i Final Repor~
CCWD Future Water Supply Study

I ¯ CYP Improvement Act. The CVPIA could reduce future supplies by as much as 15 to
20%, providing CCWD in 2010 with only 156,000 to 166,000 ac-ft per year of

i CVP water during a normal year. It is assumed, for planning purposes, that a CVPIA
reduction of 15% of the contract amount would start by 2010 when the District’s
contract for CVP water expires, or perhaps sooner upon contract renewal. Re-
source Alternative calculations developed for the year 2000 are not affected.

I ¯ Average Demand. Resource Alternatives solve for average demand during a drought
and a normal year.

I ¯ Range. A range is used in solving for a drought year, with need equal to 85% to
100% of historical demand.

i ¯ ~stomer Reductions. In matching 85% of demand calculated for a drought year, it is
assumed the remaining shortage would be met through Service Area-wide reduc-
tions by all customers.

I ¯ [CCID Transfer. The ECCID transfer amount is not reduced during a drought year
(based on its pre-1914 water rights).

¯ Non-¢nnnl Supplies. Non-canal supplies (approximately 20 TAF) currently used byt customers (Antioch, Gaylord Slough) are notDistrict andMallard consideredreli-
able for planning purposes, but could be considered as a portion of the solution
under the Surface Water Transfers/Groundwater Export component category in a

I normal year.

Development of Resource Categories and Components
I Chapter 4 summarizes the District’s existing supplies and the potential demand man-5-7

agement and supply options. These options were defined as components to be com-
bined into three water supply, conservation and reclamation categories to meet the
requirements of the demand scenarios. Exhibit 5-4 displays the resource categories,
developed as the Round 1 Resource Alternatives, identifying their respective compo-

I nents (also called building blocks).

Exhibit 5-4
Resource Categories and Components

I Resource Category Component

Water Supply * CVP Water
S̄urface Water Transfers/Groundwater ExportI ¯ WaterBanking/Storage
D̄esalination

Conservation ¯ Conservation Program Alternative 1I ¯ Conservation Program Alternative 2
¯ Conservation Program Alternative 3

Reclamation * Agricultural Irrigation

I East County (8,800 ac-ft/y0
¯ Urban Irrigation

Central County (3,800 ae-ft/yr)
Pittsburg/Antioch (5,940 ac-ft/yr)I East County (5,800 ac-ft/yr)

¯ Industrial Use
Shell/Tosco Industrial Process Use (25,300 ac-ft/yr)

I USS-POSCO/Dow/Gaylord Industrial Process Use (10,I00 ac-ft/yr)

Initial Evaluation of the Resource Alternatives ~
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Chapter 4 defined the resource components by the potential percent reduction of de-
mand or quantity of new supply, any constraints or restrictions in acquiring that supply,
and the component’s interdependency with another source of supply, including the
District’s CVP supply. These constraints and the operational, economic and implemen-
tation criteria (presented in Technical Appendix B) are used to differentiate between the
resource groups and to screen out less desirable components from further evaluation. A
summary of ~e main points discussed in Chapter 4 that pertain to the Round 1 evalua-
tion is presented below.

Water Supply Resource Category. CVP supplies are the single-most important component
within each of the Resource Alternatives. CVP supplies are capable of meeting the
majority of demand for all three Service Areas in the year 2040. The CVPIA could
reduce the District’s entitlement by 15% by the year 2010, or as early as the year 2000.
This could reduce future CVP supplies to 166 TAF per year during a normal year, rather
than the current contract amount of 195 TAF per year.

Water transfers were investigated to develop supplemental supplies for the District,
especially during dry years and the summer season when demand is high. A refined list
of six potential sources was developed through the separate water transfer screening
track (see Chapter 6). Groundwater export and water banking could also be an integral
component of such a transfer depending on the quantity and timing required. Such a
combination could increase flexibility of delivery schedules, and be beneficial in stor-
ing water transfers during wet and normal years to provide supplemental supplies dur-
ing a drought.

The existing contract for transfer water with the ECCID was listed separately from
5"8 Surface Water Transfers/Groundwater Export component grouping and is considered a

primary building block in meeting demand for Service Areas E and F. CCWD main-
tains an existing contract for 21 TAF, which would provide a stable and consistent
supply for M&I customers in the East County. At this time it would only be used in
ECCID’s boundaries. The contracted amount is not included within the District’s his-
torical use figure when determining CVP allocation. It is expected that by the year
2000, there would only be enough development to necessitate a demand for 9 TAF of
the 21 TAF contract total.

Specific water transfer sources presented in Chapter 4 are not identified for this initial
evaluation of the Round 1 Resource Alternatives. However, the Round 1 evaluation did
determine the new supply quantities needed for each of the demand scenarios and the
threeresource categories (see Exhibits 5-5 through 5-17).

Desalination was also considered a potential supply component. Desalination would
enable the District to benefit from an existing water right, and assist in meeting cus-
tomer demand during a dry year. This method could be used to develop a continuous or
emergency supply but appears to be most cost effective for continuous use. However,
it was acknowledged that implementation of such a water resource is not likely to occur
by the year 2000 due to environmental and regulatory conditions that would need to be
met prior to construction; therefore, this component was included as an option only in
the decades 2020 and 2040. The District would need to proceed with the implementa-
tion of such a project a number of years prior to activation.

Canservation Re$ourc0 Categoff. Three conservation programs of varying intensity were
developed, establishing a framework for evaluating a range of potential water savings
options. The three CPAs are discussed in detail in Chapter 4 and Technical Appendix
C. Calculating net savings for any of the conservation programs requires subtracting

~ Initial Evaluation of the Resource Alternatives
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those savings already assumed through the No Action program. The No Action pro-
gram acknowledges the potential level of savings that should occur irrespective of Dis-
trict �fforts (or those of its wholesale customers).
Reclamation Resource Category. Specific reclamation projects, such as industrial use for
cooling towers and specific urban irrigation projects for landscaping, were viewed as
potential means to meet demand as soon as the2000. Reclamation would beyear
beneficial during all seasons and water year types, providing a consistent supply that
would free up other potable supplies for more selective use. Some projects were not
considered feasible until the target years 2020 and 2040 because of required construc-
tion and/or the recycled water source will not achieve sufficient outflow levels to meet
demands until a later date. The primary components, explained in more detail in Tech-
nical Appendix D, assumed the maximum estimated amount of recycled water would
be available, annually. Simply adding the potential recycled water uses listed in Ex-
hibit 5-4 overstates the potential for reclamation for a number of reasons. First, the two
East County projects--Agricultural Irrigation and Urban Irrigation--are mutually exclu-
sive; there is not enough treatable source water to provide for both. Second, source
supply for the East County alternatives currently is limited (4,0(10 ac-ft/yr) but will
increase as growth occurs in that area.

Round I Alternatives

The following presents three Round 1 Resource Alternatives, which maximize the com-
ponents in each of the three resource strategies (New Supply, Reclamation and Conser-
vation). The combinations of components to create Resource Alternatives, for each of
the normal and drought year conditions, are described in the following sections and
shown in Exhibits 5-5 through 5-7 for the years 2000, 2020 and 2040. 5"9
New Supply Emphasis. The New Supply emphasis maximizes surface water transfers/
fights and desalination. The.significant increase in needed supplies within each de-
mand scenario for the drought conditions reflects the potential decrease in CVP supply
shown in Exhibit 5-1. Most of the supply need was met with surface water transfers,
and the remainder with the maximum quantity of desalination at Mallard Slough and a
moderate level of conservation (CPA 1). Exhibit 5-8 illustrates the method used to
calculate the surface water transfers required for Service Area C in the year 2000.

Use of desalination at the District’s Mallard Slough diversion point results in no net
increase in water supply during drought years due to an offsetting deduction from the
District’s CVP allotment. Because of the shortage provisions within the District’s CVP

desalination of the Mallard Slough would be beneficial to the Districtcontract, supply
primarily if it is used during normal years, but is of little help in dry years. However,
desalination was integrated into Service Area F in 2020 and all the resource options in
2040 to fully evaluate the New Supply emphasis. The desalinationwouldcomponent
be operated continuously regardless of year type (normal or drought). The larger (20
mgd) reverse osmosis (RO) plant was assumed in all desalination scenarios to use the
full quantity permitted for diversion at Mallard Slough, as well as the cost effectiveness
of the larger facility.

In addition to new supply and desalination, a low conservation level (i.e., CPA 1) was
integrated into Service Area F for the years 2020 and 2040 under the New Supply
emphasis. Water saved through long-term conservation results in an equal reduction in
CVP supply. A graphic display of the components used are included in Exhibit 5-9
through 5-13. Only one service area is shown on each of the Exhibits due to the simi-
larities among components between Service Areas C and E.

Initial Evaluation of the Resource Alternatives .~,~
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E~it 5-5
Resource ~temat~es - Rou~ 1

Year

Year

New Supply Recitation Conse~afion
Emphasis Emphasis Emphasis

~ ¯ ~ (13~176 T~ ¯ C~ (12~163 T~

1~ T~ ¯ NdusMN Process [Conse~ation
Use (12 / 12 T~ Progr~ 3

¯ Cen~ Coun~ Urb~ (5/5 TAF)]
(1 / 1 T~

¯s~ Wa~     ¯ S~a~ Wa~      ¯ S~a~ W~
0

~
Tr~sfer~igh~ Tr~sfer~igh~ Tr~sfers~igh~
(18-~ / 0 T~ (15-41/0T~ (1743/0T~

~ ~

.C~(139/185T~ -~P(129/172T~ .C~ (134/179T~
¯ NdusMal Process [Co~e~ation

1~ T~ Use (12 / 12 T~ Progr~ 3

¯ Cen~N Coun~ Urb~ TAF)]
(1 / 1 T~

¯ECC~ T~sfer ¯ ECC~ T~sfer ¯
(9/0 T~ (9/0 T~ (9/0 T~

¯Surface Water ¯ Surface Water ¯ Surface Water
Tr~sf~r~igh~ Tr~sfer~igh~ Tr~sfer~igh~
(9-37 / 0 T~ (8-34/0 T~ (9-36 / 0 T~

¯C~ (146/194 T~ ¯ C~ (136/181 T~ ¯ ~ (141/188 T~
F ¯ ~dus~al Pr~ss [Co~e~ation
1~ T~ Us~ (12 / 12 T~ Progr~ 3

¯ Cen~ Coun~ Urb~ (6/6 TAF)]
(1 / 1 T~

¯ECC~ Tr~sfer ¯ ECC~ T~sfer ¯ ECC~ Tr~sfer
(9/0 T~ (9/0 T~ (9/0 T~

¯Surface Water ¯ Surface Water ¯ Surface Water
Tmsfer~igh~ Tr~sfer~igh~ Tr~sfers~igh~
(10-39 / 0 T~ (9-36/0 T~ (10-38 / 0 T~

1. ~P supples" ~fc~ to ~ a no~ y~ entombs ~VP supplies ~d o~ supplies if ~v~lablc, but
p~pmd to ~t ~ ~t mo~t ~ ~yy~.

Initial Evaluation of the Resource Alternatives I
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Exh~t 5-6
Resource Alternatives - Round !

Year 2040

Year 2020

Reclamation Conservation
" Emphasis Emphasis

¯
Drought/Normal Drought/Normal
CVP (128/171 TAb’) ¯ CVP (137/183 TAb’)

¯Industrial Process [Conservat’on!i
Use (35 / 35 TAb’) Program 3

210 TAF ¯ Central County (27/27 TAF)]
Urban (4 / 4 TAb’)

.¯ Surface Water Surface Water
Transfers/Rights Transfers/Rights
(12-43 / 0 TAb’) (15-46 / 0 TAb-’)

I
CVP (163/195 TAF) - CVP (149/195 TAb’)̄ CVP (155/195 TAb-’)

TAF Use (35 / 35 TAF) Program 3
Industrial Process [Conservation 5" ! I

¯Central County (31/31 TAF)]

.Urban (4 / 4 TAF)ECCID Transfer ECCID Transfer ¯ ECCID Transfer

¯ (21 / 21 TAF)
(13-21 / 3 TAb-’)

¯ (15 / 11 TAF)SurfaceWater ¯ Surface Water Surface Water
Transfers/Rights Transfers/Rights Transfers/Rights
(17-53 / 21 TAF) (0-28 / 0 TAF) (0-30 / 0 TAF)

¯CVP (153/195 TAF) ¯ CVP (163/195 TAF) ¯ CVP (163/195 TAF)

[Conservation [Conservation [Conservation
273 TAF Program 1 (8/8 TAF)] Program 1 (8/8 TAF)] Program 3

¯ (35 / 35 TAF)I¯Mallard Slough Industrial Process
Desalination

¯ Use (35 / 35 TAF)(10 / 22 TAb-’) Central County

¯

Urban (4 / 4 TAF)

ECCID Transfer      ECCID Transfer ¯ ECCID Transfers
(21 /21 TAF) (21 /21 TAF) ¯ (21 /21 TAF)

¯ Surface Water -. ¯ Surface Water Surface Water
Transfer/Banking Transfers/Rights Transfers/Rights
(40-81 / 27 (1-42 / 10 TAF) (13 - 54 / 22TAF)TAb")

1. "CVP supplies" referred to in a normal year encompass CVP supplies and other supplies if available but the District must b~ prepared to
meet the full amount in any year.

Initial Evaluation of the Resource Alternatives ~

C--’100033
C-100034



Final Report                                                                                                      !

CCWD ~utu~u Water Supply Study

Exh~it 5-7 !
Resource Alternatives - Round !

I

Year 2040
mm(m klmmcm m

New Supply Reclamation Conservation
Emphasis Emphasis Emphasis

Drought/Normal Drought/Normal mDrought/Normal
¯ CVP~(153/195 TAF) ¯ CVP (134/178 TAb) ¯ CVP (141/188 TAF)
¯ Mallard Slough ¯ Industrial Process [Conservation ¯C Desalination Use (35 / 35 TAF) Pros. 3

217 TAlC (10 / 22 TAF) ¯ Central County [29 / 29TAF)]
Urban (4 / 4 TAF)

¯Surface Water ¯ Surface Water ¯ Surface Water mTransfers/Rights Transfers/Rights Transfers/Rights
(21-54 / 0 TAF) (11-44 / 0 TAF) (14-47 / 0 TAF)

I~, ¯ CVP (153/195 TAb-’) ¯ CVP (152/195 TAF) ¯ CVP (161/195 TAF)
¯ Mallard Slough ¯ Industrial Process [Conservation

[ 248 TAF Desalination Use (35 / 35 TAF) Pros.3 ¯
| (I 01 22 TAF) ¯ Central County (34 / 34 TAF)] l

Urban (4 / 4 TAF)1
~

¯ East County Ag. 1(6 / 6 TAb’) m

l ¯ ECCID Transfer ¯ ECCID Transfer ¯ ECCID Transfer

.(21 / 21 TAF)
(14-21 / 8 TAb-’) (17-21 / 21 TAF) ram¯~ Surface Water ¯ Surface Water ¯ Surface Water

Transfers/Rights Transfers/Rights Transfers/Rights
~ (2% 64 / 10 TAF) (0-30 / 0 TAF) (0-33 / 0 TAb")

| ¯ CVP (153/195 TAb-’) ¯ CVP (163/195 TAb-’) ¯ CVP (163/195 TAF) m
m F [Conservation [Conservation [Conservation
[ 297TAF Pros. 1 (12/12 TAF)] Pros. 1 (12/12 TAF)I Pros.3 m
| ¯ ECCID Transfer ¯ ECCID Transfer (41/41 TAF)]

(21 / 21 TAF) (21 / 21 TAF) ¯ ECCID Transfers
¯ Mallard Slough ¯ Industrial Process (21 / 21 TAF)

IDesalination Use (35 / 35 TAb-’)
(10 / 22 TAF) ¯ East County As.

(10 / 10 TAF)
¯ Central County mUrban (4 / 4 TAF)

¯Surface Water ¯ Surface Water ¯ Surface Water m
Transfer/Banking Transfers/Rights Transfers/Rights 1(56-101 / 47 TAF) (7-52 / 20 TAF) (34-72 / 40 TAF)

1. "CVP supplies" referred to in a normal year encompass CVP supplies and other supplies if available, but the District must I~ prepared to meet tim
full amount in any year. 1

Initial Evaluation of the Resource Alternatives I
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Exhlblt S-8
New Supply Conditions

Year 2000 - Service Area C
Projected Demand: 176 TAF
H̄igh End of Demand Envelope: 188 TAF
L̄ow End of Demand Envelope: 167 TAF

New Supply Emphasis
¯Surface Water Transfers
¯Surface Water Rights (New)

To Meet Demand of:
Water Year Type
IBase Demand (TAF) ...I 176 176 176

Acceptance of Short-term Demand Management During Drought: -26 (15% of 176)

Target Demand            176          176 150 (85% of 176)

CVP                   176          132          132 (75% of 176)
Surface Water Transfer [~,::-~,:::., : ,:, 0:.: ,~.~~ i"~:!":/,44,~ -fi*,:!~~i:~i<~:,~i 181

Totals                  176          176          150[ (85% of 176)

Note: All figures in Thousand Acre-Feet (TAb’).

txh~it 5-9
Resources for Supply Needs In the Year 2000

for Service Area F

200
Conservation Emphasis Redamation Emphash New Supply Emphash

I
~ 180

!
((~) (~w) ~o~) (~) (e~) (~w)

:~on

i
~ S~ Wa~ T~f~

Initial Evaluation of the Resource Alternatives
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Exhibit 5-10 _
Resources for Supply Heeds h the Year 2020

for Service Area E
I

240 Conservation Emphasis Reclamation Emplm,~ , New Supply EmPh~..~

,
!
!

200                                    I

|
1411

No~-m~l D~u~ht D~ught N~’m~ Dl~u~ht l~ght    NCX~I    Dl~/gh¢
(15%) (~) (15%) �~t) (15%)

[] Reclamation [] Surface Wat~ Trtnsf=

-14 I

Exhibit 5-11
Resources for Supply Heeds in the Year 2020

for Service Area F
mat

300 Conservation Emphasis Reclamation Emphasi~ New Supl~y Emphssll I

!

I

180

120 I ’~’~ t~"~,~ ~ ,

[-I CVP ~D

Initial Evaluation of the Resource Alternatives
I
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Exh~blt 5-12
Resources for Supply Needs In theYear 2040

for Service Area E

300 : ~,~.,.,,_~t,,,, ~.,.,,t,~.~ Reclamation Empha~ New Supply Emphash

t

180

Drougl~t Dreeght Nm’aa~    D~oeght Ikought    N~-mal Drought Ikought

[] CVP ~ F.CCID ¯ Conservation

Ill Reclamation ~ De.,~lination [] Sue’ace Water Transfer

5-15
E~|t S-13

Resources for Supply Heeds In the Year 2040
for Service ~rea F

I 300        Conservation Emphasis                Reclamation Emph~l~              New Su~p!}’ Emphasi~

I280

I ~, 260

Normal Drought Drought Ntrmal Drought Dr-ought Neffnal l~koeght    Eh’ought

I (o~)

~2’ Desalination [] Surface Water Transfer

!
Initial Evaluation of the Resource Alternatives
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Reclamation Emphasis. The Reclamation emphasis meets projected demand using the
greatest quantity of recycled water feasible. Exhibit 5-14 shows the maximum fea-
sible type of reclamation water for each of the three planning dates.

Exhibit 5-14
Maximum Reclamation Supply

?otential Category 2000 2020 2040
Agricultural Irrigation 0 0 6-10 TAF
Urban Irrigation 1 TAF 4 TAF 4 TAF
Industrial Use 12 TAF 35 TAF 35 TAF
Total 13 TAF 39 TAF 45.49 TAF

Potential categories for reclamation projects include Agricultural Irrigation, Urban Irri-
gation and Industrial Use. By the year 2000, the most promising components with
potential to be built and implemented are Industrial Process Use (12 TAb-3 for use as
cooling tower makeup only (Central County Industrial Use projects at Shell and Tosco),
and the Central County Urban Irrigation project (1 TAF). These were selected based on
numerous previous studies and the District’s determination that these options could be
quickly implemented. No other supplies are needed in the year 2000 due to the addi-
tional supplies gained from the expanded Service Area (i.e., the ECCID Transfer). No
additional reclamation projects were perceived as feasible to implement within Service
Areas E or F in the short term.

In the years 2020 and 2040, the Industrial Use was expanded by 13 TAF to include
boiler feed water in Central County (Shell and Tosco), and by 10 TAF to include Pittsburg

;-! 6 and Antioch Industrial Use (USS-Posco, Gaylord Container and Dow), for a total of 35
TAF, Central County Urban Irrigation (4 TAF) was also expanded from 1 TAF shown
in the year 2000. East County Agricultural Irrigation (6 to 10 TAF) was added to Ser-
vice Areas E and F in 2040 as an agricultural project that would expand recycling projects
available to the East County. The Agriculture and Urban Irrigation reclamation projects
in the East County are mutually exclusive. Although Urban Irrigation could be used,
Agdculturai Irrigation was chosen in the Reclamation emphasis due to its lower pro-
jected costs.

Surface water transfers were added in this emphasis to supplement reclamation sup-
plies during drought years. In addition, because reclamation projects are not included
in the contract calculation of historical use, less CVP water would actually be allocated
in a drought, so that the need for additional supplies in a drought is only marginally
reduced. Note that when demand exceeds CVP supplies, reclamation has no bearing on
the drought supplies from the CVP, and becomes added, instead of substituted supply.
The District will need to consider this factor when determining whether it is more ef-
fective to maximize existing CVP allocations, or implement a reclamation program.
Exhibit 5-15 illustrates the method for calculating surface water transfers required in
addition to recycled water projects.

Conservation Emphasis. As described in Chapter 4, the District developed three levels of
conservation programs (Conservation Program Alternatives 1 through 3). CPA 3, the
most aggressive program, was used in the initial evaluation to analyze a Resource Al-
ternative focused on conservation. The impact of this program in the short term (i.e.,
the year 2000) was found to be minimal.

Initial Evaluation of the Resource Alternatives
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I
Exhibit 5-15

Reclamation Calculations

Year 2000 - Service Area C
Projected Demand: 176 TAF

I * High End of Demand Envelope: 188 TAF
¯ Low End of Demand Envelope: 167 TAF

Reclamation Emphasis
I * Indusla’ial Process Use - (Shell/Tosco) Cooling Towers Only (12 TAF)

¯ Central County Urban Irrigation (1 TAF)

Water Year Type

[Base Demand (TAF) [    176 176 176I Reclamation -13 -13 -13

163 163 163

I Acceptance of Short-term Demand Management During Drought: -26 (15% of 176)

137

I Target Demand 163 163 137

I
[Supply

ICVP 163 122 122 (75% of 163)
5" 17

Sufface Water Transfer [ .’"-i":::0:.i ::’;.~..,;-:~ I.

137I [Totals 163 163 I
Note: All figures in Thousand Awe-Feet (TAF).

I
Calculating net savings for any of the conservation programs requires subtracting those
savings already assumed under the No Action program. The No Action program ac-I the level of that should of Districtknowledged potential savings occur irrespective
efforts (or those of its wholesale customers). Exhibit 5-16 shows the maximum long-
term demand reduction levels.

I Savings achieved through conservation are generally cost effective. Due to the District’s
amended CVP contract, conservation results in less CVP water allocated in times of

I shortages, resulting in a marginal reduction in the need for additional supplies. Note
that when demand exceeds CVP supplies, conservation has no bearing on the drought
supplies from the CVP and becomes added, instead of substituted supply. However,

i unlike reclamation projects, the costs of reducing the demand, in the long-term, are less
than the District’s cost of purchasing CVP water. One potential concern is the inherent
uncertainty in predicting conservation savings - especially at extreme levels. Exhibit
5-17 illustrates the method for calculating surface water transfers required in addition

I to conservation projects.

Initial Evaluatlon o| the Resource Altornativos ..~*~*~’~N~______
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Exhib|t 5-I 6
Estimated Long-Term Conservation for CPA 3

Service Area 2000 * 2020 2040

(2 5 TAF 27 TAF 29 TAF

E 6 TAF 31 TAF 34 TAF

F 6 TAF 35 TAF 41 TAF
¯Assumes full recovery from 1991 drought reductions.                                                               I

ExSiblt 5-I ~’
Conservation Calculations

I
Year 2000 - Service Area C

Projected Demand: 176 TAF ¯
¯High End of Demand Envelop~: 188 TAF
¯ Low End of Deraand Envelop~: 167 TAF

Conservation Emphasis I¯ Conservation Program 3 (5 TAF)
(5% Program 3 - 2% (No Action) = 3% conservation

Water Year Type Normal Drought Drought [

i-IS [Base Demand (TAF) I 176 176 176 I
Conservation -5 -5 -5 (3% of 176)

Acceptance of Short-term Demand Management During Drought: -26 (15% of 171)

Target Demand 171           171 145
i

ISupply

[CVP

171 128
,128] (75% of 171)

I

Note: All figures in Thousand Acre-Feet (TAb’).

Grouping of the Resource Alternatives for Round I Evaluation I

The evaluation process was simplified by recognizing similarities in the Resource Al-
ternatives developed to solve for the nine possible normal year demand scenarios (re-
suiting from the combinations of the three service areas and the three target planning
dates). Although there were nine separate demand scenarios for which potential Re- i
source Alternatives were developed in Round 1, it was determined unnecessary to evalu- |ate each separately. The far right column shown in the earlier Exhibit 5-1 reflects the
minimal difference in additional supply required among some demand scenarios. Many

|
Initial Evaluation of the Resource Alternatives

I
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of the supply components developed for Service Area C were found to be similar to
those developed for Service Areas E and F, due to the addition of the ECCID transfer
water in those service areas and the resulting lack of need for additional significant
supplies. For this reason, it was determined that the evaluations could be combined
into the five groups shown below, which have similar quantities of required supplies in
addition to CVP supply and ECCID transfer water.

The District evaluated five groups of Resource Alternatives, referred to as demand
scenarios:

Service Area C, E and F Year 2000
Service Area C and E Year 2020
Service Area F Year 2020
Service Area C and E Year 2040
Service Area F Year 2040

As part of the Round 1 evaluation process, the District rated the three Resource Alterna-
tive strategies against the screening criteria, focusing on these five demand scenarios.

Evaluation of the Round I Resource AlternotNes
As part of Round 1, the District compared the preliminary per unit water costs for each
of the resources emphasized. A more detailed evaluation using the economic criteria is
included in the Round 2 evaluation. The detailed evaluations are presented in Exhibits
5-18 through 5-21. These five exhibits display the evaluations for the five groups of
Resource Alternatives, showing the ratings for the New Supply emphasis, the Reclama-
tion emphasis and the Conservation emphasis under each of the twelve criteria pro- 5" 19
sented in Exhibit 5-2. As discussed earlier, the evaluations were simplified by reducing
the nine possible demand scenarios to five which had similar quantities of required
supplies in addition to CVP supply and ECCID transfer water. A summary of how each
resource emphasis scored relative to the criteria in the short and long term is presented
below.

Operational Criteria. Scores for O1 (minimize shortages) remained high as shortages
were assumed to be met with water transfers in the short and long term under each of
the three strategies. The New Supply and Conservation emphases scored high for 02
(reliability) in the short-term; the Reclamation emphasis scored slightly lower, due to
the potential challenges in maintaining technical reliability. In the longer term and for
Service Area F in 2020 and 2040, the New Supply emphasis scored much lower (M-)
due to the increased complexity of the brine treatment and disposal associated with
desalination. The water quality criterion (03) established no real distinguishing factors
among the Resource Alternatives. The Conservation emphases scored high through-
out; the Reclamation Emphases scored slightly lower (H-) throughout due to new tech-
nology; and the New Supply Emphases scored higher in the short term (H) with scores
dropping in the long term, especially for Service Area F, due primarily to concerns of
achieving proper water quality through desalination.

[tonomk ~dteda. The economic evaluation in Round 1 was cursory, focusing on pre-
liminary unit costs only. Costs associated with reclamation projects are higher than
water transfers. Transfer costs for the New Supply emphasis were examined for annual
transfers based on existing market prices available, and the additional cost of annual
storage. Supply options involving water transfers in the year 2040 were difficult to
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Exhibit 5-18
Application o! Evaluation Criteria
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Exh~it 5-20
Application of Evaluation Critefla

Service Area F - Year 2020

OPERATIONAL ECONOMIC ENVIRONMENTAL ~AB ILITY

el 02 O3 Ecl Ec2 Ec3 Enl En2 En3 II    I~ I3

H -- ,~.,.

"-_
Conse~vadon Emphasis

New Supply Emphasis

I Exh~it s-2z 5-2 !
Application of Evaluation Criteria

I Service Areas C/E - Year 2040

OPERATIONAL ~CONOMIC ]~NVIRO~AL IMPLEMENTAB ILFFY

O1    02 03 Ecl    Ec2 Ec3 Enl En2 En3 II I2 I3
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"        "’0
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Exhibit 5-22                                        I
Application of Evaluation Criteria

|
Service Area F - Year 2040

OPERATIONAL ECONOMIC ~NIRONMENTAI. IIvII)LEM F.NTAB II.ITY
I

Ol    O~- 03 Ecl F_~

¯
!

~     Conse~va~on Emphasis

New ~upply

accurately estimate due to the overall dynamics of supply and demand for California
water and the resulting effects on cost. Preliminary evaluation of cost shows that the
longer the planning horizon, the more economical the cost of water. The more detailed
economic evaluation was reserved for Round 2, once more balanced Resource Alterna-
tives were developed by integrating the most promising components.

The indirect economic criterion (Ec3) rated reclamation higher (H-) throughout based
on the expected increase in jobs for construction and operation of facilities. New sup-
ply was expected to have minimal beneficial or negative impacts and rated (M) in the
short term and higher in the long term (H-) for Service Area F in 2020 and 2040 due to
the potential jobs which could be created through construction and operation of a de-
salination plant. CPA 3 was evaluated lower (M to M-) throughout based on the ex-
pected impact such a program would have on the landscaping industry.

Environmental Criteria. The scores for the aquatics cdtedo~ (Enl) were primarily based
on the amount of water withdrawn from the Delta. Due to surface water transfers
required under all Resource Alternatives, some scores were not self evident. The Rec-
lamation emphasis scored the highest throughout (H/M+ range) because it would be a
permanent offset of Delta withdrawal and generally would require the least amount of
additional water transfers. The Conservation emphasis would also have a beneficial
impact; however, surface water transfers required to supplement conservation brought
the score to a M-/L+ range. In general, the New Supply emphasis scored poorly (M-/L
range) compared to the others due to increased withdrawals from the Delta and the
effects of maximizing diversions at Mallard Slough for desalination.

Conservation and reclamation would have beneficial impacts relative to the terrestrial
criterion (En2). The New Supply emphasis, specifically the desalination component,

Initial Evaluation of the Resource Alternatives
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brought scores down due to the effects of higher withdrawals from the Delta and the
San Joaquin River. In evaluation of community impacts, the Reclamation emphasis
was expected to benefit the community (En3) due to increased jobs and the reuse of
resources, rating in the M+/H- range throughout. Conservation (especially CPA 3) was
perceived to influence lifestyle changes and perhaps impact jobs thus scoring lower
(’M/M- range) for the short and long term. New Supply scored M- to L for the short to
long term based on the potential of increased water exports out of other communities,
potential for fallowing agricultural land as a means of obtaining supply, and the high
energy use associated with desalination.

Implemenlab~ity Criteria. With one exception, all demand scenarios yielded High scores
for the water rights criterion (I1). The exception was Service Area F in the year 2040,
where scores for New Supply and Conservation dropped slightly due to the magnitude
of the savings and transfers. The three Resource Alternatives scored similarly under
the institutional barriers (I2) criterion. New Supply scored slightly lower due to the
greater quantities of water transfers and the addition of desalination in the long term in
Service Area F in 2020 and 2040. Because water transfers are a part of each resource
emphasis, there is a potential for delay with both Reclamation and Conservation. Rec-
lamation and New Supply scored lowest (M- and L+) in Service Area F in 2040, due to
the large amount of transfers and increased expansion of reclamation projects into the
East County.

Timing (I3) was assuming that all components could be achieved with pos-evaluated
sible delay. All alternatives scored medium (M) in the year 2000 based on the District’s
confidence that each could be implemented within the next five years. Scores diverged
for 2020 in Service Area F due to the increased lead time forandplanning implementa-5-23
tion necessary for water transfers. New Supply scored lower (M-) when desalination
was included as a component due to permitting requirements. All Resource Alterna-
tives scored relatively low in Service Area F- Year 2040 based on the degree of projects
and transfers required to meet increased demand for that service area in the long term.
The inclusion of CPA 3 within the Resource Alternative emphasizing Conservation had
little impact on evaluations in the earlier years due to confidence in implementation and
the small quantities of water involved. Scores were brought down slightly (M) for the
year 2040, as the quantities projected for conservation savings are maximized and nee-
essary water transfers increase.

Conclusions - Determining the Most Promising Components
The goal of Round 1 was to identify the most promising components, which could then
be combined to form improved, more balanced Resource Alternatives during Round 2.
Based on the Round 1 evaluation, the most promising components for integration into
the Round 2 Resource Alternatives were CVP water, surface water transfers, ground-
water export, conservation and reclamation; desalination was not carded forward into
Round 2.

CVP Water. CVP supplies are the single-most important component. CVP supplies are
capable of meeting the majority of demand for all three Service Areas in the year 2040.
The CVPIA could reduce the District’s entitlement by 15% by the year 2010, or as early
as the year 2000. This could reduce future CVP supplies to 166 TAF per year during a
normal year, rather than the current contract amount of 195 TAF per year.

I Initial Evaluation of the Resource Alternatives ...~%~N~
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Surface Water Transfers/Groundwater Export. The screening of tr~sfers is discussed in
further detail in Chapter 6.

¢onservat|on. The conservation programs establish a framework for evaluating a range
of potential water savings options. Conservation serves as a valuable component by
reducingfuturewater demand. It is assumed that at least a minimum level of conserva-
tion (CPA l) will be included in the Recommended Preferred Alternative; all of the
Resource Alternatives tested in Round 2, therefore, integrate some level of conserva-
tion. Conservation has the maximum benefit over the long term.

Reclamation. Reclamation was included as a building block to help meet short- and
long-term future needs. Specific projects, such as urban irrigation projects for land-
scaping, were viewed as potential ways to help meet demand as soon as the year 2000.
The CCCSD has embarked on a Central County urban irrigation program estimated at
supplying approximately 1 TAF, which is included in the targets for achieving urban
irrigation within the Central County. Three levels of reclamation were advanced to
Round 2 for testing.

The minimum level would combine urban irrigation projects in the Central County and
Antioch to achieve a total of approximately 5 TAF by the year 2020. The intermediate
level would combine the Central County urban irrigation project with recycled water
for use in cooling towers (100%) at Shell and Tosco to achieve a total of approximately
17 TAF by the year 2020. The maximum level would combine recycled water for Shell
and Tosco boiler feed with the above project to achieve a total of approximately 30 TAF
by the year 2020. Service Areas E and F would include 5 TAF of additional recycled
water for use in agricultural irrigation projects in the East County. These projects were
selected based on the District’s expectations for expediency in implementation, and
will be developed in phases. The timing of projects is discussed in Chapter 7.

D~$allnali0n. Desalination was not included in any of the Round 2 Resource Alterna-
tives. This component could benefit the District through maximizing use of an existing
water fight and assisting the District in meeting customer demand during a dry year.
However, it was concluded that high energy costs, brine disposal issues and high con-
struction costs brought scores down for Resource Alternatives in Round 1 that included
this component. Permanent desalination was found to be a rather inflexible solution
financially, and the large capital costs could preclude other solutions. Although desali-
nation will not be considered for further study at this time, it is suggested this compo-
nent be revisited in future updates of the Future Water Supply Study (every 5 years or
so) to review how technology may have progressed to reduce construction and operat-
ing costs. Desalination could still be considered during a drought emergency by bring-
ing reverse osmosis trailers to a site for delivery of water if a transfer is not available.

Key Criteria

In addition to identifying the most promising supply and conservation components to
carry forward into the Round 2 analysis, the Round 1 evaluation revealed that certain
criteria best distinguish the various Resource Alternatives. That is, although all 12
criteria (as listed in Exhibit 5-2) are considered important, it was found that five key
criteria best distinguished the benefits of the Resource Alternatives:

Initial Evaluation of the Resource Alternatives I
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I - O1: Minimize water shortages in frequency and magnitude,
- 02: Maximize water reliability,
-Ecl: Minimize life-cycle costs,I - Ec2: Minimize rate impacts to customers, and
- I3: Ensure proper timing and phasing.

I                                          SUMMARY AND CONCLUSIONS

I The following is a summary of the findings from the Round 1 analysis. These f’mding
were carried forward into Round 2 of developing Resource Alternatives.

* Based on the initial evaluation of the Resource Alternatives, the most promising

I in addition to the CVP water, include.components,
- Conservation
- Surface Water Transfers/Groundwater Export

I - Reclamation

¯ Desalination, to maximize the District’s existing Mallard Slough water right, was

i tested in the New Supply emphasis and appears to have only marginal benefits.
The benefit of desalination was outweighed by the high energy costs, high con-
struction costs, brine disposal and lack of flexibility as shown in Exhibit 5-20 through
5-22.

I ¯ Conservation has the maximum benefit over the long-term. Therefore, all Resource
Alternatives should use some level of conservation.

I ¯ No matter what additional conservation and/or reclamation .are imple- 5"25programs
mented, in the short term the District will still require a water transfer of between
15 to 44 TAF during a dry year as shown in Exhibit 5-5. The District’s options are:

I - Purchase transfers only in dry years, thereby lessening reliability.
- Purchase transfers and bank them every year, thereby increasing both reliability

and cost.

I - Purchase options to be exercised in drought years.

¯ Near term comparison demonstrated that each emphasis provides generally the same

i results in terms of the surface water transfers required during a dry year. Conserva-
tion or reclamation could reduce the need for a surface water transfer. Reclamation
has a potentially greater influence to offset demand due to the number and variety
of potential projects.

I ¯ Under the New Supply emphasis, the need for surface water transfers approaches
50 TAF during a normal year, and much higher during a drought year. At those
levels, the need for storage becomes critical.

¯ Conservation and reclamation have a much more beneficial impact on supply in the
long term (i.e., the year 2040) as shown in Exhibits 5-12 and 5-13. However, a

I water transfer would still be required to meet drought demand.year

¯ The criteria that best distinguish between the Round 1 Resource Alternatives are

i O1, 02, Eel, Ee2, and I3.

As mentioned above, despite maximizing the components within the reclamation and
conservation resource categories, a significant water transfer component is needed in

I those options. Technical Appendix D presents a detailed analysis of specific pathways,

Initial Evaluation of the Resource Alternatives .~N.~

C--100047
C-100048



F~m~ l~eport
CCWD .future Wuter Supply Study

streamflow changes, and the optimization of operational needs for potential transfers.
Negotiations, permitting and the approval process for transfers is discussed in further
detail in Chapters 6 and 7.

Based on these conclusions, the District advanced the most promising resource compo-
nents to develop the Round 2 Resource Alternatives, as described in Chapter 6.

$-26 I
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| 6. Screening of the Resource Alternatives
| and Selection of the Preferred Alternative
I ~ OVERVIEW

During the Round 1 screening, the District identified less viable components, whichI were held from further study and suggested for consideration during future review of
the FWSS. The most promising components from Round 1 were retained and com-
bined to develop the Round 2 Resource Alternatives, all of which rated fairly wellI the criteria. The of Round 2 evaluate the Alternatives withagainst key goal wasto
emphasis on life-cycle costs, while also considering the reliability and implementability
criteria. Round 2 involved two stages of screening: (1) a preliminary screening of allI six Resource Alternatives initially developed, and (2) a more detailed evaluation of the
three most promising Alternatives, based on the preliminary Round 2 screening.

i This chapter summarizes the results of the Round 2 screening process, and subsequent
analysis of the three final Resource Alternatives. This f’mal analysis identifies the com-
ponents of Resource Alternatives 1, 2 and 3; presents their present worth costs and
future rate impacts; screens and ranks them against the key criteria; and identifies the

I Recommended Preferred Alternative.

DESCRIPTION OF THE ROUND 2 RESOURCE ALTERNATIVES 6-!
During Round 2, the District developed, analyzed and screened six Resource Alterna-
tives. The six Resource Alternatives integrated larger levels of conservation and recla-
mation as the alternatives move from 1 to 6. The goal of the Round 2 process was to
evaluate Resource Alternatives comprised of the most promising components from
Round 1 while continuing to integrate flexibility into the development of future sup-
plies.

As in Round 1, the Round 2 Resource Alternatives solve for average demand. In the
short term (i.e the 2000), solving for the high or low end of the demand envelopeyear
would have a minimal effect on surface water transfers required. In the long term,
however, a sizable difference may occur when water demands are larger and the size of
the envelope increases to its maximum size (+15/-10%). But given the 50-year plan-
ning horizon and the similarities between solving for drought year demand and solving
for the high end of the demand envelope (both are influenced by weather and water year
type), solving for average demand was deemed the most reliable indicator for the long
term. In addition, it was determined that Round 2 Resource Alternatives should focus
on the year 2020, with the District developing implementation strategies focused on 5-
to 10-year increments for the phasing of projects.

The six Resource Alternatives are described below and illustrated in Exhibit 6-1.

Resource Alternative I
Resource Alternative 1 relies on a minimal level of conservation and includes no recla-
mation projects. Primary reliance is on the purchase of surface water transfers (38 TAF

I Screening of the Resource Alternatives and .o~Selection of the Preferred Alternative ~
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Exhibit 6-I
Resource Alternatives - Round 2                                           I

Year 2020 I
(with Assumed CVPIA Reductions of 15 %)

Drought/Normal Drought/Normal Drought/Normal
¯ CVP’(140/166 TAF)

~ CVP (140/166 TAF)
¯ CVP (140/166 TAF) I

Cz~o

¯ [CPA 1 [CPA 2 ¯ [CPA 2

¯ (6/6 TAF)] ¯ (13 / 13 TAF)I

(13 / 13 TAF)I
TAF * Reclamation I

(5 / 5 TAF)
Surface Water Surface Water ¯ Surface Water
Transfers/Rights Transfers/Rights Transfers/Rights

I(33-64 / 38 TAF) (26-57 / 31 TAb-’) (21-52 / 26 TAF)

[E .° CVP (140/166 TAF)[cPA 1 ~,CVP (140/166 TAF)[cPA 2 ¯¯ CVP (140/166 TAF)[cPA 2 I

ZaTTAF o (7/TTAF)] (14/14TAF)]
¯ (14/14TAF)]Reclamation

I
¯
(10 / 10 TAF)

ECCID Transfer * ECCID Transfer ECCID Transfer
(21 /21 TAP’) (21 /21 TAF)

¯ (21 /21 TAP) I¯Surface Water * SurfaceWater Surface Water
Transfers/Rights Transfers/Rights Transfers/Rights
(33-69 / 43 TAF (26-62 / 36 TAF) (16-52 / 26 TAF)

I

; CVP (140/166 TAF) ;CVP (140/166 TAF)
:CuP (140/166 TAF)

F [CPA 1 [CPA 2 [CPA 2 I
~73 TA~ (8/8 TAF)] (16/16 TAF)] (16/16 TAF)]

¯ Reclamation
I(I01 I0 TAb’)

¯ECCID Transfer * ECCID Transfers * ECCID Transfer []
(21 /21 TAF)         (21 /21 TAF)        (21 /21 TAF)

¯Surface Water * Surface WaterSurfaceWater
Transfers/Rights Transfer/B anking Transfers/Rights
(63-104 / 78TAF) (55-96 / 70 TAF) (45-86/60 TAF)

¯ Banking ¯ Banking * Banking
I

1. "CVP supplies" referred to in a normal year encompass CVP supplies and other supplies if available, but tl~ District must b~
prepared to meet th~ full amount in any year. 1
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Exhibit 6-1 (Continued)
Resource Alternatives - Round 2

Year 2020
(with Assumed CVPIA Reductions of 15%)

4          5          6
Drought/Normal Drought/Normal Drought/Normal

¯ CVP (140/166 TAF) ¯ CVP (140/166 TAF) ¯ CVP (140/166 TAF)

C      ¯ [CPA 2           ¯ [CPA           ¯ [CPA 3(13/13 TAF)1       (27/27 TAF)]       (27/27 TAF)]
210TAF ¯ Reclamation ¯ Reclamation

(30 / 30 TAF) (17 / 17 TAF)
¯ Surface Water ¯ Surface Water ¯ Surface Water
Transfers/Rights Transfers/Rights Transfers/Rights
(0-27 / 1 TAF) (12-43 / 17 TAF) (0-26 / 0 TAF)

¯CVP (140/166 TAF) ¯ CVP (140/166 TAF) ¯ CVP (140/166 TAF)E ¯ [CPA 2 [CPA ¯ [CPA 3 6-33
237 TAF (14 / 14 TAF)] (31 / 31 TAF)I (31/31 TAF)]

¯ Reclamation ¯ Reclamation
(35 / 35 TAF) (22 / 22 TAF)

¯ECCID Transfer ¯ ECCID Transfer ¯ ECCID Transfer
(21 /21 TAF) (21 /21 TAF) (21 /21 TAF)

¯Surface Water ¯ SurfaceWater ¯ SurfaceWaterTransfers/Rights Transfers/Rights Transfers/Rights
(0-27 / 1 TAF) (9-45 / 19 TAF) (0-23 / 0 TAF)

¯CVP (140/166 TAF) * CVP (140/166 TAF) * CVP (140/166 TAF)
F ¯ [CPA 2 ¯ [CPA 3 ¯ [CPA 3
273 TAF ( 16 / 16 TAF)] (35 / 35 TAF)] (35 / 35 TAF)]

¯ Reclamation                                   ¯ Reclamation
(35 / 35 TAF)                         (22 / 22 TAF)

¯ ECCID Transfer        ¯ ECCID Transfer          ¯ ECCID Transfer
(21/21 TAF)        (21/21 TAF)         (21/21 TAF)

¯Surface Water * Surface Water * Surface WaterTransfers/Rights Transfer/Banking Transfer/Banking
(20-61/35 TAF) (36-77 / 51 TAF) (14-55/29 TAF)

¯Banking ¯ Banking ¯ Banking

Screening of the Resource Alternatives and
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in a normal year for Service Area C) to supplement the reduced CVP allocation which
would occur by 2010. This combination of components is expected to be very flexible
and relatively easy to implement, since no new technology or construction of facilities
would be required. Costs for this Resource Alternative are expected to be relatively
low. Spot transfers would be used to meet demand during a drought. Since 78 TAF of
transfer water would be required in Service Area F in a normal year, water banking was
included as a component for that Service Area.

Resource Alternative 2

Resource Alternative 2 is very similar to Resource Alternative 1 but includes an inter-
mediate level of conservation (CPA 2), thereby requiring less surface water transfers
(31 TAF in a normal year for Service Area C) to meet projected demand. The differ-
ence in demand offset through the use of conservation between Resource Alternatives 1
and 2 is only 7 to 8 TAF. This combination is again expected to be very flexible, easy
to implement and relatively low in cost. Spot transfers would supplement supply dur-
ing a drought. Banking was included for Service Area F only.

Resource Alternative 3

Resource Alternative 3 maintains an intermediate level of conservation (CPA 2) and
introduces a low level of reclamation. The anticipated reclamation projects would com-
bine urban irrigation projects in the Central County and Antioch to achieve 5 TAF for
Service Area C. The addition of an agricultural irrigation reclamation project in East
County for Service Areas E and F would achieve an additional 5 TAF by the year 2020.
Surface water transfers required would therefore be less than those for the previous two
Resource Alternatives, with approximately 26 TAF required for Service Areas C and E.
Spot transfers would be used to supplement drought supplies. Banking was included
for Service Area F only. This combination of components is again expected to be flex-
ible but somewhat higher in cost due to the addition of the reclamation projects. Based
on numerous previous studies addressing urban irrigation in Central County, this Re-
source Alternative is expected to be very implementable.

Resource Alternative 4

Resource Alternative 4 includes the same intermediate level of conservation as Re-
source Alternatives 2 and 3, but includes the highest level of reclamation of all the
Resource Alternatives. The anticipated reclamation projects would include Shell and
Tosco cooling towers and boiler feed water, in addition to urban irrigation projects, for
a total of 30 TAF by the year 2020.

Agricultural irrigation projects in the East County were added for Service Areas E and
E Projects were selected based on expediency in implementation. Surface water trans-
fers, as a result, are further reduced to almost zero during a normal year in Service
Areas C and E, and down to 35 TAF in Service Area E Spot transfers would be used to
supplement drought supplies. Banking was included as a component for Service Area
F only, based on the quantity of water required during a drought year.

This combination of components is expected to be lower in flexibility, higher in cost
due to the addition of greater levels of reclamation, and somewhat lower in technical
reliability due to the new technology associated with more stringent levels of treatment.

Screening of the Resource Alternatives and
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i Based on previous studies addressing reclamation projects in the District, this Resource
Alternative is expected to be very implementable.

Resource Alternative 5
Resource Alternative 5 combines the highest level of conservation (CPA 3) with sur-
face water transfers. Transfers for Service Areas C and E would range from 17 to 19
TAF in a normal year, and increase to 51 TAF in Service Area E Spot transfers would
be used to supplement drought supplies. Abanking component has been included only

¯ ~ for Service Area E

| This combination of components is expected to be very flexible but difficult to imple-
ment, and not very reliable due to the high conservation levels. Costs for this Resource
Alternative are expected to be potentially the lowest of the six.

Resource Alternative 6

i Resource Alternative 6 created to maximize both conservation and recla-was initially
mation components. This combination would actually provide surplus water; although
this was a potentially valid solution for the year 2040, developing this supply level (and
the subsequent need to store the surplus at this point in time) would force projects to be
phased in too early, potentially creating unnecessarily high costs. This Resource Alter-
native was modified to integrate the highest level of conservation (CPA 3) with an

i intermediate level of reclamation (17 to 22 TAF). During a drought year, this combina-
tion would limit transfers to between 23 to 26 TAF for Service Areas C and E and would
eliminate the need for a transfer in a normal year. Service Area F would still require a

I water transfer of 29 TAF during a normal year, and between 14 to 55 TAF in a drought6-5
year, therefore banking was included.

Reliability is relatively low for Resource Alternative 6 based on the expected difficulty
of maintaining CPA 3 and the complexity of the reclamation projects; flexibility based
on the variety of components is good. Resource Alternative 6 would be difficult to
implement, however, due to the high level of conservation, particularly with wholesalei customers, are expected to high.Costs bemoderateto

ROUND 2 EVALUATION
The approach for Round 2 was to evaluate the Resource Alternatives with an emphasis
on life-cycle costs, while also considering the reliability and implementability criteria.
Combined costs were projected for the Alternatives by considering the implementation
schedules for those components included within each. The team focused cost projec-
tions on Service Area C, with incremental costs for Service Areas E and F examined in
less detail. The f’mal criterion (Ec2 - Rates) was applied to the three most viable Re-
source Alternatives from the Round 2 evaluation as part of identifying the Recom-
mended Preferred Alternative, and is further discussed later in this Chapter.

The team focused on Service Area C for two primary reasons. First, this Service Area
encompasses the District’s existing Service Area and the planning area of existing cus-
tomers. At this point in time, the District can only make decisions based on demand
within that area. Although the District does not intend to preclude future decision-
making that might occur in the East County, it would be premature to identify a Recom-
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mended Preferred Alternative based on an expanded service area. Instead, the identifi-
cation of the Recommended Preferred Alternative was based on Service Area C, using
the incremental costs of providing water to Service Areas E and F as a basis for rate
analysis and the development of implementation schedules. This approach, however,
allows flexibility for decisions on future expansion of the District’s system.

Second, the mix of components within Service Areas C, E and F differs by quantity, but
not in the combination of components. Although the ranking of Resource Alternatives
may differ in magnitude among the Service Areas, the relative ranking between Re-
source Alternatives remains the same, allowing the team to narrow its focus to Service
Area C.

The key components of each Alternative (e.g., transfers, reclamation and conservation)
were evaluated on the basis of the key criteria (reliability, implementability and cost).
Results of the Round 2 analysis are summarized below.

Evaluation of Reliability
Resource Alternatives were evaluated and ranked based on their technical reliability.
Technical reliability refers to the reliability of infrastructure and facilities, such as pumps,
pipelines, reverse osmosis treatment, and ULF toilets. This category was used to rate
the components in terms of facilities, operations and the ability to achieve the desired
supply, including during a drought. Drought reliability was also considered later, pri-
marily in the examination of flexibility and feasibility of the three conservation pro-
grams.

i-6 With respect to operations, transfers are the most technically reliable because they are
compatible with the District’s existing facilities, operations and infrastructure. Once
water is pumped from the Delta, no additional facilities are required for delivery. Trans-
fers also offer the most reliability because they can be tailored to the District’s seasonal
needs.

Reclamation is considered technically less reliable today because it is more prone to
facility complexities; however, technology should improve in the future. During the
Round 2 evaluation, components with lower quantities of reclamation and those requir-
ing less treatment rated higher. Reclamation components, although reliable, have a
greater degree of potential for technological complications than other components (e.g.,
transfers), and therefore rated lower.

technically reliable; however, problems of customer accep-Conservationis considered
tance and retention decrease reliability at more aggressive levels. Water savings pro-
jetted due to such measures as fixtures (ULF toilets, for example) are reliable for future
planning due to the legislative requirements within new homes. However, the current
availability of standard fixtures and household appliances creates an opportunity for
customers to return to conventional fixtures, thus affecting technical reliability. Also,
relying too heavily on conservation shifts the responsibility of meeting demand to the
Customer, thereby making it less reliable.

Reliability during drought periods, or the impact on various components during dry
years, is another consideration. Reclamation, for example, has strong appeal during a
drought due to the relative consistency of source water, though technical reliability is
lower due to the heavy reliance on facilities and equipment and the newer technology.
Surface water transfers have a high degree of technical reliability since existing facili-
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ties will be used, and a lower degree of drought reliability due to the increased pressure
on supplies. Transfers were assumed to be obtainable by the District through a spot
transfer during a drought, acknowledging the higher cost. An alternative would be to
enter into a long-term contract or purchase of a water right for a quantity greater than
required during a normal year, which would allow the District a margin for cut-backs
during a drought year. Additional water not required during normal or wet years could
be sold and/or used as mitigation credits for the environment.

Conservation is the component most potentially affected during drought due to the

i relationship of results achieved versus drought management measures the District can
implement during dry years. Conservation hardens demand at higher levels, which re-
duces the customers’ ability to respond to requests to decrease water use in a dry year

Exhibit 6-2
Effed of Conservation on Potential Drought Management Response

I                                  Total Conservation and Drought Management Available Under CPA 1

35

II 20                18%
1 ,

5

i 01990         2000         2010         2020         2030        2040

~ Conservation Under No Action Alternative

i ~ Additional Conservation with CPA I
~ Short-term Conservation Potential with Drought Management

Total Conservation and Drought Management Available Under CPA 3

35,

9%
.~_ 20

r~ 15,

~ 10

0
1990 2000 2010 2020 2030 2040

! ~ Conservation Under No Action Alternative

~ Additional Conservation with CPA 3

I I Short-term Conservation Potential with Drought Management
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when District supplies are reduced. Exhibit 6-2 illustrates this point by comparing the
estimated effects of CPA 1 to that of CPA 3. The use of higher conservation levels
would make drought management unreliable as a means to offset supply shortfalls. It
was assumed in the exhibit that increasing use of new technology would increase over-
all savings from 26% (achieved within the TWSA in 1991) to 31% in 2040. CPA 1
would reduce effectiveness of drought management from 26% in 1990 to 18% in 2040.
The potential for drought management under CPA 3 would change from 26% in 1990 to
11% by 2020, and 9% by 2040. Such a combination would, therefore, sharply curtail
the District’s ability to respond to a drought solely through the short-term reduction of
demand. A lengthy drought would affect the District’s reliability for maintaining the
levels of savings associated with CPA 3. Demand hardening is discussed in further
detail in Technical Appendix C.

Based on this asses.sment of reliability, Resource Alternatives 1 and 2 rated High due to
their emphasis on the use of transfers. Resource Alternative 3 rated slightly lower due
to the reduced levels of transfers and the introduction of reclamation. Resource Alter-
natives 4, 5 and 6 rated Low on reliability due to the combination of high levels of
reclamation and conservation, and the potential impact of demand hardening in Re-
source Alternatives 5 and 6. Ratings are summarized in Exhibit 6-3.

Exhibit 6-3

Alternative 1 2 3 4 $ 6

Rating:      HIGH    HIGH    MOD.    LOW     LOW     LOW
i-8

Evaluation of lmplementability
Implementability was used to evaluate the Resource Alternatives based on the com-
plexity of implementing and permitting, as well as a project’s institutional require-
ments. Factors examined include the number of approvals required, the permitting
process, construction and environmental constraints, agency interaction, contracting
and negotiations, and expected length of the planning process. The more complex and
the larger the number of agencies and approvals required, the lower the implementability
score. Agencies within the District and local contracts were viewed more favorably.
State and Federal contracts can increase complexity and implementation time. For
these reasons, in reviewing this criterion, water transfers were perceived as the most
complex component to develop based on the complexity of negotiations and the num-
ber of agency approvals required. Resource Alternatives that incorporate higher levels
of transfers scored lower for this criterion.

Due to the number of previous feasibility studies prepared and the targeted selection of
reclamation projects requiting minimal implementation hurdles for inclusion in the Al-
ternatives development, Resource Alternative 4 rated well for implementability.
Reclamation would require contracting with treatment agencies and users; however,
most would be local agencies with which the District has existing contracts. The in-
creased levels of treatment required could be more difficult to implement; however, the
increased technology in recent years has made construction of recycling projects more
common. Reclamation and conservation would free up existing potable supplies, al-
lowing the District to extend the use of their existing water entitlement. Resource
Alternative 4 rated high on implementability based on the inclusion of moderate con-

Screening of the Resource Alternatives and
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servation, local reclamation projects that would not be phased in for the most part until
the years 2011 and 2019, and a minimal requirement for transfer water.

Conservation would be easier to implement at less aggressive levels and would require
the least interaction with other agencies. At higher levels {e.g., CPA 3, which takes
advantage of early savings due to aggressive near-term programs targeted at East County
growth), coordination would be required with wholesale customers to implement such
measures. In addition, CPA 3 would reduce sales for those purveyors, so there may be
a hesitancy on the part of those agencies to cooperate. Currently, based on District
records, typical existing consumption for a single-family residential customer in an
average year is approximately 140 gallons per capita per day.

Exhibit 6-4 compares the effect CPA 1 and CPA 3 would have on per capita water use
and the additional impact of a drought management program of 15%. Implementation

Exhibit 6-4
Drought Management on Single Family UseResult of Residential Water

Example: Typical Household*

I
Average Year

I I
Drought Year

(assumes 15% drought management)

Current Use

Inside { 70gpcd

Inside { 63 gpcd      6-9
~:~ :" :~’:~ 75%’

,’~’~..:~7. ";. ": .;

CPAa       Inside

i~:.,~.~-~,,:., 68%1
Outside ~~ Outside {

Lr~, +, ~L;~,~¯ . ,:++

Outside Ou~ide {

¯ D~ught y~ wa~ u~ is b~ u~n r~id~ cu~o~ ~anB : I~ ~ of ~ ~n.

I ~uc~on ~gur~ ~p~nt ~ucaons ~m c~nt av~e y~ u~ w~ch would result b~ on ~ tv~ge 15% ove~I &ought
m~gement pro~.
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ofCPA 3 would restrict per capita use to 106 gallons per capita per day, approximately
the drought level usage by single-family customers in 1991. This would require both
significant indoor and outdoor savings on a long-term basis. During drought periods,
the addition of a 15% drought management program would result in consumption of 80
gallons per capita per day, or 57% of the current average year consumption rate. For
this reason, CPA 3 scored lower for implementability than the other conservation pro-
grams.

Resource Alternatives 1, 2 and 3 rated Moderate based on their reliance on water trans-
fers during normal and dry years. The complexities of negotiating a contract or combi-
nation of contracts with the transferring agencies, obtaining institutional approvals,
arranging flexible schedules that respond to environmental and biological requirements,
seasonal demand fluctuations, and integration of transfer water through the Los Vaque-
ros system reduced implementability to a Moderate rating. Although these factors are
challenging, transfers among agencies do occur on a regular basis; a Moderate rating
was therefore deemed appropriate. Resource Alternative 4 ranked as the most
implementable, as minimal normal year transfers are required and all components would
be held within the District’s service area. No new technology would be required, and
CPA 2 appears to be implementable uniformly with measures that could be embraced
by the District. Resource Alternatives 5 and 6 scored low for implementability prima-
rily based on the inclusion of CPA 3. Ratings are summarized in Exhibit 6-5.

lxh~it h-S
Evaluation of ImplementabJ~ty

Alternative 1 2 3 4 5 6

Rating: MOD. MOD. MOD. HIGH LOW LOW

Evaluation of Cost
Economics were evaluated with an analysis of life-cycle costs based on present worth.

Several cast. analyses wereDetails of this economic analysis are presented in Technical Appendix F. A presentperformed for different
worth approach was most appropriate for this Study because it allows comparison ofpurposes. A present worth
Resource Alternatives with multiple components (such as conservation and reclama-ana!ysis was used ta screen all
tion) that will be implemented over time, as discussed further toward the end of thisAlternatives to give a lair
Chapter. While the evaluation focused on the year 2020, cost projections spanned theevaluation otcapltaland Oldd
period 1997 to 2040. Evaluation criteria Ecl (Life-cycle costs) and Ec2 (Rates) needed(/ite-cyde) casts over time.
to be evaluated considering capital, O&M, rate revenue and expenses over time. The
cost methodology must factor in the timing and phasing of the Resource Alternatives’
various components, including capital, operating and maintenance costs. The present
worth methodology facilitated rating components, phased in over time, on a common
scale against the criteria. Costs per acre-foot were
Where applicable, the economic analysis incorporated assumptions from the District’sdeveloped because that is a

parameter that is olteeexisting planning efforts, such as the 10-year Capital Improvement Program (CIP). presented as the unit cost ot
Assumptions used to calculate present worth costs for.the six Resource Alternativeswater.
include:

¯ Annual inflation rate of 4%, consistent with the CIP (Surface water and spot trans-
fers were calculated at a higher rate of 6.5%).

Screening of the Resource Alternatives and
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¯ Discount rate o,f 6.5% (the rate money will lose value in years to come).
¯ Facilities have a 30-year life, which represents an average for all facilities includ-

ing pipelines and structures (which normally have longer lives) and motors and
A trite analysis wasi~d0nn~d pumps (equipment which typically has shorter life spans).
~or tl~ datable! screening af
the thr~ finaIMternathtes to ¯ Unit costs represent the average over 43 years, 1997-2040, (calculated by dividing
�oml~re n~ar-teanr~teln~oas the present worth cost for each component by the total water supplied over the 43-
as well as overall casts af a year period).

Facility completed just priorimplementation (facilityprogram. constructionis to isconstructed
as required by demand).

¯ Unit costs of each component were combined (as appropriate) to develop a per ac-
ft cost for each Resource Alternative, representing the average cost for the quantity
of water developed for a particular Resource Alternative to the year 2040.

Estimates for implementation costs include consideration of construction, engineering,
environmental mitigation, permitting and legal/institutional costs. Present worth costs
for the components were calculated based on the period from 1997 to 2040. Reclama-
tion costs ranged depending on year of implementation, as indicated below.

Component Present Worth Cost
($ per ac-ft)I CVP water $38

Conservation - CPA 1 $161
Conservation - CPA 2 $113

I Conservation - CPA 3 $ 93

Reclamation 6-11
Project 1 (Central County Urban) $ 590-631

I Project 2 (Antioch Urban) $ 511-527
Project 3 (Cooling Towers) $ 431-625
Project 4 (Boiler Feed Water) $1,087

I Surface Water Transfer $198z
1 These 1997 Present Worth costs Spot Surface Water Transfer $ 340z

have been estimated as a high
end scenario. Costs were based ECCID Surface Water Transfer $63
on $50 to $175 per ac-ft armu.
ally for long-term surface waterPresent worth costs were projected for each Resource Alternative based on the addi-
transfers and $125 to $30O fortional needs required for full delivery of water in all years. For drought years, costs
spot transfers required in associated with meeting supply shortfalls were computed for two cases: (1) with nodrought years, including $40 to
$50 ac-ft for pumping and in- short-term demand management program, and (2) with a 15% short-term demand

¯ Delta restoration charges, management program. Sensitivity runs were also conducted using varying levels of
CVP cutbacks combined with different levels of short-term drought management pro-
grams, discussed further in Chapter 7. For cost estimating and implementation
schedule analyses, reductions in water supplies attributed to the CVPIA were as-
sumed to occur in the year 2010.

I                                                  Exhiblt 6-6
Evaluation of Present Worth Costs

I
(In millions of dollars)

Alternative 1        2 3 4 5 6

1’                           Cost:
$336 $309 $339 $831 $265 $454

I Screening of the Resource Alternatives and
Selection of the Preferred Alternative
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Present worth costs were used to compare and rank the Resource Alternatives. Costs
are presented in the most detail for Service Area C but are also discussed generally for
the larger Service Areas (E and F). The total cost for each Resource Alternative in-
cludes the purchase of spot surface water transfers during drought years. Present worth
costs for the Resource Alternatives range between $265 million and $831 million dol-
lars, as shown in Exhibit 6-6. Resource Alternative 4 was the highest cost Resource
Alternative based on its reliance on higher levels of reclamation that require extensive
treatment2. Resource Alternative 5 ranked as the lowest cost, reflecting the long-term2 sine~ t~ originzaana~ysis, Sbet~
cost effectiveness of conservation due to the increased water savings each year. Re-Tosco representatives have re-

cently expressed the potential
source Alternatives 1, 2 and 3 and 5 formed a reasonable cost range between $265needforhigherquantitiesofcool-
million to $339 million. Resource Alternative 6 fell above this range with a projectedin~ towex water, which could

suit in lowering the cost of ~cost of $454 million, at least 34% higher than the highest of the other four alternatives.Alternative by approximately
Due to the availability of surface water transfers from ECCID with Service Area E,2O%(cunlingtoweruultcostsare
there are no significant differences between the Resource Alternative components forless than that of boiler fe~xl wa-

ter). However, th~s would stillService Areas C and E; this implies that selecting a Resource Alternative now for Ser-represent a cost ofapproximately
vice Area C will not preclude future expansion of the Service Area. two times th~ range determined

to be reasonable for the District.
Unit costs (on a per ac-ft basis) were used to assess implementation issues for each ofSince this component was not

the six Resource Alternatives, including timing and phasing of projects and tempo-studiea for implementation until
the year 2011, this opportunity

nents. Implementation factors include the calculation of rate impacts, whichmlikewill be given further consider-
present worth costsmwere calculated over a 43-year period (1997-2040). In general,ation and study within future up-
reclamation projects had the highest per ac-ft cost ($431-$1,087) due to the high costdates oft he FW$S.

associated with increased levels of treatment and new distribution systems for urban
irrigation=. Conservation had the lowest unit costs ($93-$161) due to the increased
levels of accumulated water savings. In future decision-making, unit costs will be used Sek~’ting u Resource Alternu-
as a guideline for the programming and development of specific components,          tiro nowlor Serrke &ea C rdll

not preclude htture expansion of
the Service Area.

Exhibit 6-7
Ranking of the Round 2 Resource Alternatives

Service Area C

¯CPAI .CPA2 "CPA2 .CPA2 "CPA3 .CPA3

ALTERNATIVE 64D/3Sr~ ~ 57D/31N ~’oTransfen ~ Transfen J 43D/17N
52D/26N 27D/! N 2~DION

~ relationship among the six
Reliability

Resource Alternatives studied,
to best determine those which

Implementability ~ ~ would bo selected for

Present Worth Cost$336M $309M $339M $831M $265M $454M

Critetit

~ Score 7 6 10 13 13 17

Screening of the Resource Alternatives and
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PRELIMINARY RANKING OF THE ROUND 2 RESOURCE ALTERNATIVES
Exhibit 6-7 displays the preliminary rankings for the six Resource Alternatives. The
top block identifies the key components of each Alternative. The rankings are then
shown (High, Medium or Low), indicating how each Alternative responded to the key
criteria. Numerical rankings were also assigned to help rank the Resource Alternatives
relative to each other - 1 indicating a High response, 3 indicating a Moderate response,
and 6 noting a Low response. Present worth cost ratings were also assigned to each
Alternative. A ranking is therefore associated with the response to criteria or cost for
each Resource Alternative.

Preliminary examination of the rankings for each Resource Alternative shows that Re-
source Alternatives 1 and 2 scored the lowest (most favorable), with combined scores
of 7 and 6, respectively. Resource Alternative 3 ranked third, with a combined score of
10 including two Moderate scores. Resource Alternatives 4 and 5, representing the
most and least costly Resource Alternatives, ranked next with a combined score of 13.
Resource Alternative 6 ranked poorly based on a combined score of 17, with two Low
ratings for implementability and reliability.

Based on these preliminary rankings, the District advanced a "shortlist" of the three
most promising Resource Alternatives (shown on the left half of Exhibit 6-8) for a more
detailed examination as part of Round 2. No one determinant was used to select the
Alternatives for further study. However, cost and reliability were important factors in

txh~|t 6-8
Resource Alternatives for Service Area C 6- i 3

Year 2020
(with Assumed CVPIA Reductions of 15%)

Service Area C
Projected Demand: 210 TAF

I PRESENT    WORTH     COST

$336 M                      $309 M          [        $339 M

COST PER ACRE-FOOT

$208 ] $187 $205

i
Screening of the Resource Alternatives and      .~.~N.~&~

I Selection of the Preferred Alternative ~
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the selection process, especially in terms of potential impacts on future rate increases.
The majority of the Resource Alternatives fell within a similar range of $265 to $339
million for future water supplies to the year 2040. Resource Alternatives 1, 2, 3 and 5
had present worth costs which fell within a reasonable range for the District. The costs
were estimated at $336, $309, $339 and $265 million, respectively. Resource Alterna-
five 3 is approximately 28% higher than Resource Alternative 5. The cost spread among
Resource Alternatives 1, 2, and 3 is 10%.

Resource Alternative 4 was clearly outside, approximately 245% above the reasonable
cost range discussed above ($265-$339 million). This was primarily due to the high
cost of including industrial boiler feed and cooling tower make-up water as a reclama-
tion component. Boiler feed water was included to maximize efficient use of recycled
water within the District. However, due to the reverse osmosis system required for
demineralization, unit costs were very high ($1,087), which drove up the cost of the
Alternative. For this reason, Resource Alternative 4 was dropped from further consid-
eration in the near term. Costs for Resource Alternative 6 were also found to be high at
$454 million. This was largely due again to reclamation costs. In future updates of the
FWSS, reclamation should be revisited as a possible component, as advanced wastewa-
ter treatment technology is continually advancing. In addition, industries may increas-
ingly move in this direction to benefit their own systems by increasing water quality,
consistency and reliability, if joint funding with other agencies could provide a more
cost-effective means to develop such projects.

The preliminary screening process revealed serious flaws in some of the Round 2 Re-
source Alternatives. As illustrated in Exhibit 6-7, Low scores were assigned to Re-
source Alternatives 4, 5 and 6 for reliability and/or implementability; Resource
Alternatives 5 and 6 scored Low on both these criteria. Based on these Low scores, the
District dropped the Resource Alternatives 4, 5, and 6 from further consideration dur-
ing this stage of the FWSS. Individual components of these Resource Alternatives,
however, may prove useful in future evaluations and updates of the FWSS.

FURTHER EVALUATION OF THE RESOURCE ALTERNATIVES
Evaluation of the remaining three Resource Alternatives (i.e., l, 2 and 3) focused on
rate impacts, as well as the tmde-offs between reliability, costs and implementability.
Based on results of this more detailed analysis, the District identified a Recommended
Preferred Alternative with the widest acceptability; more detail regarding the Recom-
mended Preferred Alternative is provided in Chapter 7. The Recommended Preferred
Alternative will ensure flexibility in responding to changing demand relative to project
implementation, phasing and schedules.

Delivery Assumptions
Earlier overall assumptions regarding delivery scenarios remained the same during the
further evaluation of Round 2 Resource Alternatives. A 15% reduction in CVPIA sup-
plies during a normal year and further reductions during drought were assumed to oc-
cur in the year 2010, sharply increasing the need for water. DWRSIM output indicates
that CVP M&I customers, including CCWD, would be subject to drought reductions on
average in one out of every seven years. The need for additional water in normal and
drought years for the year 2020 was calculated under three year types as discussed in

~ Screening of the Resource Alternatives and ISelection of the Preferred Alternative
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Chapter 5 (i.e., normal, drought, and drought with a 15% reduction). A normal year
would require an additional 43,500 ac-ft of water, and a drought year would require an

i additional 69,500 ac-fi (if meeting 100% demand), or 38,100 ac-ft if the District chose
to meet only 85% of demand. In the year 2020, the difference between meeting full
delivery during a normal and drought year under projected demand would be 26,000
at-ft. The difference between meeting 100% and only 85% of demand during a drought

i year would be 31,400 at-ft.

i Conservation and Reclamation Components
CPAs 1 and 2 were included as components of all three remaining Resource Alterna-
tives. CPAs 1 and 2 would reduce 2040 water use by 5 and 9%, respectively. These

i savings are in addition to the No Action Alternative conservation savings of 10% in the
Canservotien suvin#$ are osti- year 2040. CPA 1 or 2 would be implemented in the year 1997. The potential for
,,,at~dcen~er~afirdy. Inorea~ed demand hardening with each of these programs is discussed in further detail in Techni-suvla#s could potoutlolly bo
eddevedthrou#h theknplementa- cal Appendix C. A water reclamation component is included in Resource Alternative 3
ti~n of 0~,1 i with0ut the addS- and was slightly increased (by 1.7 TAF) from the preliminary evaluation to provide a
tionulfuarl’m#requlredbyCPA 2, drought-proof supply equal to 15% of demand for cooling tower make-up by industrial

i &pea~# an the dest#n and suc- users. It includes the Central County Urban Irrigation (1.7 TAb’) and Antioch Urban
’ �~ss of the pro#ram. Irrigation (2.1 TAF) projects and 15% of the water required by Industrial cooling tow-

ors (1.7 TAF), for a total potable water savings of 6.7 TAF. Phase 1 of the Central

I County Urban Irrigation project (0.8 TAF) is currently being implemented by the Cen-
tral Contra Costa Sanitary District, and included within the total savings. Savings asso-
ciated with the Phase 1 project will be realized starting in 1997 with full deliveries in
2008; however, the remaining phases and the Antioch project may not be implemented
until 2017.

i Water Transfer and Water Storage Components
The District identified a preferred list of potential water transfer opportunities, narrow-
ing the total 84, regional supply sources to the six most promising candidates based on

I current market availability. The original list of transfer sources (out-of-county) was
screened with Criteria O1 and I3. Water transfer screening was based primarily on the
availability and willingness of a water agency to transfer water. Criterion I3 (Ensure

i proper timing and phasing), including transfer quantity, delivery schedule and
implementability, was recognized as the most influential criterion for this level of screen-
ing, based on water agencies’ past and present activities on the water market and infor-

i mation on potential projects that could be implemented to produce a transferable supply.

The sources listed below and presented in Exhibit 6-9 are believed to be the most
implementable today. The fhst five potential transfer opportunities originate within the

i Sacramento Valley and would rely primarily on natural water courses to deliver the
l~o identification of u potential transferred water through the Delta to the District’s intake facilities. These sources are
source d water supply in tl~is considered strong based on their availability and willingness to market water for sale in

I Studydoesnotinplyavrllinpes~ recent years. The six identified sources include:
to develop or prov~e res~orces to
a’WDbyaporti@atin#a~encyor Oroville-Wyandotte Irrigation District
p’oiect. Yuba County Water Agency

Sutter Mutual WaterCompany
Reclamation District 108
Natomas Central Mutual Water Company

i County/Delta SourcesEast

i Screening of the Resource Alternatives and
Selection of the Preferred Alternative
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Exhib|t 6-9
Potential Supply Sources                                                        ~11

|

1

1. Oroville-Wyandotte Irrigation District
I2. Yuba County Water Agency

3. Sutter Mutual Water Company                                              ~!

4. Reclamation District 108
5. Natomas Central Mututal WaterCompany

~r6. East County/Delta Sources
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The transfer market, driven by supply and demand, is constantly changing. These rec-
The trander seur¢es klentified ommendations are based on today’s environment; six months from now this list could
a~e bdieved te be the mestchange. Other sources should continue to be examined and revisited during future
itnplementable updates of the FWSS. Further discussion of these sources is included in TechnicalDistr~
today~lven available in~’orma- Appendices D and E.
tlon, but are subject to dmnge.

All sources are assumed to be available on a short term or long term basis. The DisWict’s
immediate need is for drought year supplies; however, this will change if CVP entitle-
ments are reduced between the years 2000 and 2010. The recommended strategy is to
pursue a long term annual transfer available for use in future non-drought years, and in
the interim years, when the District would not have a use for supplemental water, the
District could: (1) remarket the transfer water to agricultural, municipal or environ-
mental users; (2) bank the transfer water in a groundwater banking facility; or (3) do a
combination of both.

Specific water transfer candidates will be pursued after selection of the Preferred Alter-
native and establishment of an implementation strategy and timeline. In addition, stor-
age opportunities would be pursued and coordinated with potential transfer opportunities.
Groundwater storage provides the most potential at this time due to existing viability of
options and lower cost, as opposed to a new surface storage project. The District could
implement water transfers in all years and deliver the volume in excess of their normal
year supplemental needs to a groundwater bank. The water banking opportunities stud-
ied exhibit similar environmental implications and similar implementability. The two
most promising storage components under consideration are Madera Ranch in Madera
County and Semitropic Water Storage in Kern County. Further discussion of these two
opportunities is included in Technical Appendix D. 6-17
Environmental Considerations Assoduted with Surface Water Trunsfers

All transfer opportunities could result in minimal adverse and beneficial impacts to
upstream users and would not result in any substantive land use changes. Upstream
impacts are considered minimal because: (1) the proposed transfer amounts are a small
percentage of the overall inflow to the Delta; and (2) the assumption that proposed
transfer water is "excess" water for the agency which would either flow into the Delta
anyway, or remain as carryover storage in upstream reservoirs.

The schedule of a transfer for a specific source would be optimized with the District’s
seasonal requirements to the greatest extent possible. Environmental requirements,
especially within the Delta; will be important in negotiating a schedule that balances
the District’s needs with environmental considerations. Some of the potential transfers
could increase streamflows between the source and the District. Reducing upstream
diversions and increasing river flow would generally have the greatest environmental
benefits during April through June and September through October, when the juvenile
salmonids and adult winter-ran chinook salmon are migrating. The least benefit to
upstream fish would occur in July and August. Most of the transfer sources identified
above take October. the District woulddeliveryof water from Aprilthrough Therefore,
most likely take delivery during that period; however, delivery could be negotiated to
correspond to fishery and aquatic needs.

Screening of the Resource Alternatives and      ..,~%%%.,~S~
Selection of the Preferred Alternative          ~
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Exhibit 6-10
Implementation Timel’me$

[ 1990 2000 2010 2020 2030 2040
Resource Contract Renewal
Alternative 1 v/,�/////////,�///~ . . . ¯

1997

Surface water transfers

Spot water transfers

~o~-~c~ I 1990
2000 2010 2020 2030 2040

Contract Renewal Contract Renewal
Alternative 2 ~ . .    . ~/,�///~z/,/~,,//~ .

,-18
Spot water transfers

Resource I 1990 2000 2010 2020 , 2030 2040 ] I~ Contract RenewalAlternative 3 ¯ ¯ ¯ ~~ ¯
1997                                                                     i

Central Cty Irrigation

Antioch Urban Irrigation

i

Spot water transfers I

!Programming/ Component
¯ FWSS Update 1 Contract Negotiation ll Implemented

Update of Conservation Savings~ CCCSD Project ~ Construction
I

¯
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a,d Plans for AlternativesImplementation Phasing Resource
Exhibit 6-10 illustrates the Resource Alternatives’ preliminary timelines. The timelines
focus on development of conservation programming, planning and construction of rec-
lamation projects, and investigation and contract negotiations for water transfer pur-
chases. The FWSS should be reviewed and updated periodically; the first update would
occur around the year 2002. Updates at 5-year intervals over the 50-year study period
were used to plot critical development paths for decision-making, and refine the timing
of environmental documentation, engineering design, environmental compliance and
construction for project components. Implementation of facilities would be synchro-
nized to meet projected future demand. Key decision-making points are noted on the
timelines. During these reviews, actual and projected demand and conservation sav-
ings are compared so that overall adjustments can be made to the plan. Such adjust-
ments could include different or additional conservation measures, rescheduling of
reclamation projects and potential development of water banking programs.

RATE IMPACT ANALYSIS
The purpose of the rate impact analysis is to determine how the cost of various Re-
source Alternatives will affect customer water bills. Resource Alternatives 1, 2 and 3
were evaluated, each with different capital and operating costs. Impacts of the pro-
grams were assessed and compared to determine whether a program or group of pro-
grams adversely impacts rate payers. Rate impacts were developed using many of the
same assumptions stated earlier for development of the present worth costs:

¯ Annual inflation rate of 4% (6.5% for water transfers) on O&M and capital costs.
¯ 30-year bond life for major capital at 6.5% interest rate.
¯ 1995-96 10-Year Rate Analysis as basis for current volume, costs and rates.
¯ Interest on bond/cash reserve balances consistent with the 10-Year Rate Analysis.

For more details on assumptions and the rate model, see Technical Appendix E

Methodology

The rate impact analysis spans 43 years of the Study (1997-2040). The District’s rate
model was used to derive revenue requirements. The first step was to identify the total
District costs for O&M, debt service on borrowed capital, and capital programs funded
directly from revenues for Resource Alternatives 1, 2 and 3. The District’s Capital
Improvement Program (CIP) forms the basis of the capital programs with dollar amounts
extrapolated to cover the full Study period. These are then offset with appropriate
revenues from rates for raw water facilities, interest earnings on fund balances, prop-
erty taxes, and miscellaneous revenues, resulting in the net revenue requirements funded
from water rate revenues. To compare Resource Alternatives, the total revenue require-
ments from water rates were derived for each Resource Alternative and then expressed
in cost per ac-ft.

Results of the Rate Impact Analysis

Exhibit 6-11 summarizes from Resource Alternatives 1, 2rateimpacts implementing
and 3, showing cost per ac-ft for future and 1996 dollars. The 1996 dollars were derived
by dividing all future year costs by the compounded inflation rate to that year. Each
cost is based meeting 100% of demand.on

Screening of the Resource Alternatives and
Selection of the Preferred Alternative
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ExhNt 6-I !
Summary of Resoerce Alternative Costs

Alternative Costs Basis Year
2000 2020 2040

10-Year CIP/
($ per ac-R) ($ per ac-ft) ($ per ac-ft)

Rate AnalysisI Futures 827
19965 680

Resource Alternative IFutures 838 1,381 2,739
19965 689 518 469

Resource Alternative 2 Futures856 1,408 2,745
19965 703 528 470

Resource Alternative 3FutureS 856 1,479 2,790
19965 703 555 478

Note: Chart r~flects totnl District costs assuming Resource Alteroatives I, 2 or 3.
i Shown for comparative purposes only. 10-Year CIP/Rate Analysis costs do not include the provision of drought year supplies.

As the current cost of CVP water is very favorable, all sources of additional supply areRate analysis indicates that
more costly than the current costs. CVP water accounts for 83% of all water suppliesimplementation of the Preferred
planned to meet demand over the study period. In 2020, the increase in cost for theAlternative would net result in
Resource Alternatives above the 10-Year CIP/Rate Analysis is between $118 and $216additional Impacts on rates

~’20 per ac-ft in future dollars, and $44 and $81per ac-ft in1996 dollars. However, thecostsbecause the current rate
structure Includes a placeholder

shown for the 10-Year CIP/Rate Analysis do not meet the water needs of the District, asof 20 million dollars for the
drought year supplies are not included within the cost and therefore would not meetnext l O years for the purchase
demands. In 2040, the increase in cost above the 10-Year CIP/Rate Analysis is betweenor transfer of water rights.
$680 and $731 per ac-ft in future dollars and $116 and $125 per ac-ft in 1996 dollars.

¯ The nominal increase in real cost is primarily due to the fact that the entire incremental
cost is for only about 30,000 ac-ft of additional supply, about 17% of total demand. For
this reason, on a melded cost basis, the high cost of incremental supply is substantially
diluted by the base level CVP water cost (83%). The key finding of the analysis is that,
using a melded cost approach in future or 1996 dollars, there is little difference among
Resource Alternatives and that any one, or combination of alternatives, could be se-
lected without unduly affecting water rates as compared to the current 10-Year CIP/
Rate Analysis.

Costs Associated with Drought Management
The rate model also examined the costs of meeting a potential cutback of supply in
drought years through a drought management program rather than with spot purchased
water transfers. The cost per ac-ft with drought management in drought years is higher
than without drought management. Two factors contribute to this result: (1) drought
management promotion and implementation costs, set at $500,000 plus inflation of
4%; and (2) lower volume by 15%, which reduces water sales (fixed costs of produc-
tion do not decline with decreases in volume). These cost increases are partially offset,
however, as costs are reduced by not having to buy spot water transfers.

Screening of the Resource Alternatives and
Selection of the Preferred Alternative
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Reduced Cost of Water Transfers
The District has asked the Bureau to negotiate an agreement that would allow the pur-
chase and transfer of the Contra Costa Canal and other conveyance facilities currently
used by CCWD. This agreement would give the District more control over the use of
facilities and greater flexibility and lower costs in moving transfer water. If the District
can negotiate the Canal purchase, the assumed cost of a transfer would be reduced by
approximately $20 per at-ft. The savings for each Resource Alternative would depend
on the amount of transfer water required. The costs of Resource Alternative 1 would be
reduced the most due to its greater reliance on surface water transfers (38 TAF in 2020).
Costs of Resource Alternative 2 (which includes 31 TAF in transfer water) and Re-
source Altemative 3 (which includes 24 TAF) would be decreased by smaller incre-
ments. However, these differences are not particularly significant when comparing
total present worth easEs ranging from $309 to $351 million (cost for Resource Alterna-
tive 3 increased from earlier evaluation based on 1.7 TAF increase in reclamation), and
would result in only minor differences in comparing the rate revenue for the three Re-
source Alternatives.

SCREENING AND RANKING THE REMAINING RESOURCE ALTERNATIVES
The remaining three Resource Alternatives were evaluated and ranked against the key
criteria relative to each other The earlier ranking displayed in Exhibit 6-7, was based
on the relative relationship among the six Resource Alternatives. The evaluation of the
remaining three Resource Alternatives against the criteria was based on more detail,

The remaining three Resource
including a rate analysis that identified near-term costs, benefits and overall program 6-21

Alternatives were evaluated in costs. In addition, the trade-offs between economics, reliability and implementability

further deta~ including a rate were examined. In identifying the Recommended Preferred Altemative, reliability,

analysis. The rankings against implementability and economic criteria were considered equally. Results of the further
the key criteria for the three refined Round 2 analysis are summarized below.
Alternatives were relative to
one other. Evaluation of Cost

The present worth costs of the three Resource Alternatives were presented earlier in
this Chapter. Based on this analysis, Resource Alternative 2 ranks the highest (i.e.,
lowest cost- $309 million), followed by Resource Alternative 1 ($336 million) and
Resource Alternative 3 ($351 million based on the 1.7 TAF increase in reclamation).
The lower costs of Resource Alternative 2 are associated with the low present worth
cost of CPA 2. Higher levels of conservation have lower present worth costs as a result
of an accumulation of demand reduction (water gained) over a long period of time. The
higher treatment costs associated with the reclamation projects included in Resource
Alternative 3 contribute to its higher cost.

Based on the rate analysis model, there are only minor differences between the three
Resource Alternatives when comparing the costs for 2040. Near-term (2000) costs
however, are less for Resource Alternative 1, which is shown only slightly above those
costs currently projected for the District’s 10-year CIP/Rate Analysis. Through 2010,
the only difference is that Resource Alternatives 2 and 3 include CPA 2. In 2010, the
cost per ac-ft difference between Resource Alternatives 1 and 2 is $36/ac-ft in future
dollars ($20/ac-ft in 1996 dollars). In 2040, the difference is only $6/ac-ft in future
dollars ($1/ac-ft in 1996 dollars). The diminishing difference primarily reflects the

I Screening of the Resource Alternatives and .,.~L~Selection of the Preferred Alternative ~
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accumulation of conservation savings over the study period. The net effect of the two
conservation programs is trivial expressed in cost per ac-ft when looking at the entire
study period. But because near-term costs are less for Resource Alternative 1, it is
recommended that the District begin implementation ofCPA 1 in 1997 and move into
CPA 2 in the future, should it become necessary.

Evaluation of Implementability
The key to implementation of the Resource Alternatives is the water transfer compo-
nent. Transfers, while complex to negotiate, have become more commonplace in the
last five years. However, there are unique intricacies associated with the terms and
conditions of any transfer. As all three Resource Alternatives require transfers of ap-
proximately the same magnitude (24-38 TAF by 2020), no substantial implementation
differences are foreseen; therefore, evaluations regarding implementability were based
primarily on the conservation programs included within the alternatives. The three
Resource Alternatives contain either CPA 1 or 2 as a component. Although both pro-
grams are perceived as reasonable to implement, CPA 1 would require less effort from
District customers and retail agencies and consequently would be easier to implement.
The reclamation project included in Resource Alternative 3 is not expected to create
any implementation obstacles; however, it would require additional negotiations with
wastewater agencies and potential customers. It is therefore considered slightly more
difficult to implement. Resource Alternative 1 ranked the highest, followed by Re-
source Alternatives 2 and 3 (moderate). Exhibit 6-12 displays rankings for the three
remaining alternatives.

Exhibit 6-12
Ranking of the Remaining Resource Alternatives

RESOURCE 1 .Transferi 2 .Transfe~ 3 -IL6.TTAF

A LT E R N A T I V E
64v/38 N 57D/31N ¯ Transferi

5CDI24N

Reliability

Tec~c~ ~ ~ ~ Ran~ng Is a result d fuaher
refinement, identi~ylng
relative ranking amongDrou~t ~ ~ ~ three Resource ~ernatke~

Implemenmbifi~

~nt Wo~ Cost $33~

Re~poa~e to N~
crite~a

m~ ~~
$689/ac-~ $703/ac-~ $703/~c-~

Score       7             11
~ in¢~ cost ~m $339, ~own in

~fion of 1.7 T~ in ~lmfion w~eh
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Evaluation of Reliability

Reliability can be viewed in two terms: technical reliability and drought reliability,
each with its own implications. Technical reliability was reviewed with respect to op-
erations, compatibility with the District’s existing facilities and infrastructure. The
more complex the facilities and technology involved, the greater the potential for com-
plications in terms of technical reliability.

Drought reliability could be improved for all three of the remaining Resource Alterna-
fives through the use of water banking although banking is not considered necessary for
near-term solutions. However, the Implementation Plan for the Recommended Pre-
ferred Alternative should include periodic consideration and evaluation of water bank-
ing for future drought conditions~ Water banking could be implemented in a number of
ways. Instead of purchasing supplemental water as a spot transfer, the District could
purchase a long-term transfer or entitlement and bank the water. The District would
store the contracted quantity of water during wet and normal years and then use the
stored water during drought years. The drought reliability of all three Resource Alter-
natives significantly increases with the use of water banking. However, costs increase
as well.

The implications of poor drought reliability vary depending on how the District re-
sponds to drought shortages. Implementation of a drought management program can
result in widespread indirect costs to the District and its customers. District costs in-
clude the cost of the drought management efforts, as well as reduced sales. Customer
costs include the loss of landscaping and recreational opportunities, as well as a loss of
jobs in the landscape and nursery industry. Drought contingency plans for the Recom-
mended Preferred Alternative for the short and long term are addressed in Chapter 7. 6"23

Resource Alternatives 1 and 2 are ranked High for technical reliability, while Alterna-
tive 3 ranked Moderate. Alternative 1, which includes CPA 1, has a higher drought
reliability than Resource Alternatives 2 and 3, which include CPA 2 and rank equally.
Because CPA 1 is a less aggressive conservation program, there are more opportunities
for customers to make additional cutbacks during droughts. Therefore, it is easier for
customers to respond to drought shortages with CPA 1 than with CPA 2.

Cost vs. Implementation

Implementability can be a key factor in keeping down the costs of any proposed addi-
tional supplies. Potential impacts perceived to affect the environment and other com-
munities can extend the time needed for environmental documentation, engineering
design, environmental compliance, and construction of proposed facilities. In general,
the greater the time and number of agencies involved, the higher the direct and indirect
costs to implement such a project. In the case of Alternatives 1,2, and 3, differences in
costs due to implementation are not expected to be significant in terms of transfer wa-
ter. Resource Alternative 3 would likely require the greatest implementation hurdles
due to the combination of reclamation, CPA 2 and a water transfer of significant size.

Cost vs. Reliability
Reliability was discussed earlier in terms of technical reliability. The issue of cost asit
relates to drought reliability was also discussed based on the relationship between con-
servation programs, additional drought management and the potential for avoided costs.

Screening of the Resource Alternatives and      .,,~%
Selection of the Preferred Alternative          ~
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The use of water banking has a significant positive effect on reliability and correspond-
ingly increases costs. Conversely, a lack of reliability within a system can have signifi-
cant costs to District customers.

Lack of reliability within a system can result in a variety of implications depending on
the District’s reaction. Although Alternatives 1, 2 and 3 are considered reliable at this
point in time, issues of reliability will continue to require revisiting in future updates.
The implementation of drought management necessitated by a shortage of supplies can
bring about widespread indirect costs. Such economic considerations include the cost
of the drought management program itself, as well as the temporary loss of jobs within
the landscape sector, replacement of landscaping, loss of recreational opportunities,
damage to fish and wildlife, and reduced sales to the District.

Water Quality Considerations and Level of Demand in Terms of the Los Vaqueros Project

As discussed in Chapter 3, the demand projections used in the Los Vaqueros Project
environmental documentation were developed for what is described here as Service
Area A. Estimated 2025 demand in the Los Vaqueros Project analysis is 205,800 ac-ft
per year, not including the estimated 3,000 ac-ft/yr service area demand met by local
groundwater. From this gross demand level, the Los Vaqueros Project analysis de-
ducted 17,800 ac-ft per year, which was the estimated 2025 level of combined conser-
vation and reclamation, reducing the estimate to a net demand of 188,000 ac-ft/yr.

The FWSS found 2025 demand for Service Area A of approximately 198,700 ac-ft per
year (interpolated from 2020 and 2030). This level includes conservation that would
occur regardless of District actions. When additional conservation of CPA 1 is taken
into account, the 2025 level is 192,000 ac-ft/yr. The minimum level of reclamation in
2025 will be 1,000 ac-ft/yr (Zone One Landscape Irrigation Project). Assuming 3,000
ac-ft/yr will continue to be met by local groundwate.r, the net demand estimated for
2025 by this study is about 188,000 ac-ft/yr for Service AreaA. This is nearly identical
to that of the Los Vaqueros Project analysis. Any additional reclamation or conserva-
tion would put demand below the Los Vaqueros Project estimates.

By 2040, this Study found Service Area A demand to be about 202,400 ac-ft/yr. When
CPA 1 is taken into account, the level is reduced to about 192,000 ac-ft/yr, nearly the
same as the 2025 level. Consequently, growth in Service Area A, combined with CPA
1, would have no significant impacts on the Los Vaqueros Project’s ability to meet its
water quality goals.

This is not necessarily true for other Service Areas. Service Area C, for example, in-
cludes planning areas outside current District boundaries and outside the Los Vaqueros
Project planning area. Estimated 2025 and 2040 demands for Service Area C are both
about 205,500 ac-ft/yr (when CPA 1 is taken into account). These levels exceed those
of the Los Vaqueros Project analysis, in large part because they include areas outside
the Los Vaqueros Project planning area. This level of demand would affect the Los
Vaqueros Project operations (such as meeting water quality goals and sufficiency of
emergency reserve) to some degree. The environmental documentation associated with
the development of areas outside the Los Vaqueros Project Planning area would have to
address any such impacts and propose appropriate mitigation measures.

~ Screening of the Resource Alternatives and I
Selection of the Preferred Alternative
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IDENTIFYING THE PREFERRED ALTERNATIVE
A balanced, long-term plan which provides reliability and flexibility is the best solution

the District’s need for additional The ideal would CCWDto water. strategy provide
with supplemental water during drought years, yet allow the District to market surplus
supplies during normal and wet years. A reliable supply would meet demand in most

drier and in the The Preferred Alternative must beyears,especially years summer.
implementable. An environmentally responsible alternative would allow opportuni-
ties to provide environmental benefits in the Delta. The lowest cost possible would
include lifecycle costs as well as rates.

Additionally, the sovh~s ostb The Preferred Alternative, therefore, is a resource strategy that allows for a mix of
mated for the conservation
programs are conservative; components to be implemented over time and includes periodic updates. Its near-term

CPA ! is kss costblin tho short Action Plan begins with the components within Resource Alternative 1: the current

term and increased savings contract for CVP water, implementation of conservation (CPA 1) in 1997, and the si-
could potentially be achieved multaneous pursuit of at least six transfer sources as soon as practical.
through implemontation of The District has identified Resource Altemative 1 as the Preferred Alternative based onCPA l without the additional
~unding requiredby CPA ~, de- its higher ratings on implementability and reliability. Preliminary rate impact screen-

tho and ing revealed that rate impacts associated with the three Resource Alternatives are simi-pend’mg design suc-
cess of the program, lar. Consequently, a more detailed review of the Preferred Alternative in relation to the

rate impacts associated with different strategies for obtaining transfer water in a drought
year is included in Chapter 7.

A Resource Alternative including CPA 1 was chosen over those including CPA 2 be-
cause the less aggressive conservation program is more implementable and more reli-
able on a District-wide basis. Additionally, the savings estimated for the are 6-25programs
conservative; CPA 1 is less costly in the short term and increased savings could poten-
tially be achieved through implementation of CPA 1 without the additional funding
required by CPA 2, depending on the design and success of the program. Reclamation
was not included at this time due to its high capital and O&M costs; it is more cost-
effective as a continuous source, rather than as a drought year supply. Reclamation
will continue to be reexamined in future FWSS updates and/or as new technology be-
comes available.

The Preferred Alternative leaves open future opportunities to increase conservation and
pursue reclamation projects, depending on the success of the components, growth in
the District’s service area, and/or further reductions in supplies. Although the near-
term Action Plan currently resembles Resource Alternative 1, in the future the plan may
grow to Alternative or 3 if periodic updates of the StudyresembleResource 2 revealthe
need to implement additional components.

!
I Screening of the Resource Alternatives and .~
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| 7. The Implementation Plan

OVERVIEW

i This chapter discusses implementation of the Preferred Alternative identified in Chap-
ter 6. When identifying the Preferred Alternative, the District sought: (1) a reliable
supply, which would minimize the likelihood of shortages (criterion O 1); (2) the lowest

I cost possible, which would include lifecycle costs as well as rate impacts (criteria Ecl
and Ec2); and (3) an environmentally responsible alternative that would minimize im-
pacts or possibly provide environmental benefits in the Delta (criteria Enl and En2).
The Preferred Alternative must be implementable (criterion I3) in terms of institutional,
environmental, and cost requirements. The Preferred Alternative, therefore, is a re-
source strategy that allows for a mix of components to be implemented over time and

I includes periodic updates. If selected, the Preferred Alternative will become the District’s
Implementation Plan.

As any plan considered by the District must be flexible to respond to changing condi-I tions, the Plan will consist of both near-term Action Plan to meetImplementation a

demand in the near term, as well as a long-term Implementation Schedule to respond to
changing conditions through the year 2040. Key components of the near-term Action

I Plan include conservation, water transfers, drought contingency planning, and cost and
rate considerations. Key components of the long-term Implementation Schedule in-
clude CVPIA reductions and contract renewal, and considerations related to periodic

I review and updates to the FWSS. These components are summarized below.7- i

NEAR-TERM ACTION PLAN
The Preferred Alternative should be implemented in phases to meet the growing short-
ages that will occur in the future, to allow for flexibility in meeting future demand, and
to facilitate periodic updates. Exhibit 7-1 displays the manner in which phasing allows
the District to respond to near-term needs. Phasing also provides drought reliability to
existing customers with a new transfer as well as accommodating future water needs as
the customer base continues to grow. Consequently, the Implementation Plan is di-
vided into a near-term Action Plan and a long-term Implementation Schedule.

Components of the near-term Action Plan include the current contract for CVP water,
implementation of Conservation Program Alternative 1 in 1997, and the simultaneous
pursuit of (at least) the following six transfer sources for sufficient quantities as soon as
practical to meet dry-year shortages of the District:

The transler sources identified Oroville-Wyandotte Irrigation District
are believed to be the most Yuba County Water Agency
Implementable tot the District Sutter Mutual Water Company
today given ava~ble informa- Reclamation District 108
tlon, but are subject to change Natomas Central Mutual Water CompanyIn the near tuture.

East County/Delta Sources

I
i

The Implementation Plan                    .~s~.
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!
Near-term Action Plan for the Preferred Alternative

Year 1997 2002 2007 2012 2017
CVP water
and existing

!
!

. Supplies sufficient?

Determine need
Ifor additional
Ltransfea’(s) !

Suppliesd/~
~ I sufficient?

I
Reclamation ~ Col inueprojects?

and/ ~

~ Pro ram

or Additional
transfer?

7=2              lThe Recommended Preferred Alternative
and the FWSS will be updated on average
every 5 years.

Rec.lamation ~_
iand/I Pr°je~ts?

or Additional ~_]    ~’-I Pro, ,,,
transfer? ~

I

The following sections discuss the implementation of the near-term Action Plan based
on the components within the Preferred Alternative, their relationship to the District’s
drought contingency plan, and associated capital, operations and maintenance costs.

CVP Contract
The CVP contracted supplies for the near-term, 195,000 ac-ft in a normal year, are
deemed adequate. Supplies in a drought year would be limited to a minimum of 75% of
historical use, and would likely result in a shortage to the District. The contract expires
in 2010, but the CVPIA encourages, through penalty charges, early renewal. The Dis-
trict could opt to wait until the year 2010 to renegotiate the contract based on the quan-
tity of water, if any, that needs to be replaced. However, it may be advantageous for the
District to negotiate earlier with the Bureau. The decision will be weighed based on
the reduced amount available under a new contract and the costs (due to CVPIA) of $20
per ac-ft (1996) for failure to renew early.

The Implementation Plan
i
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In the near term, the District will need to evaluate the likely conditions in a renewed
contract (based on the CVPIA PEIS and the Bureau’s regulations implementing the
CVPIA), the cost of renewal, and the potential and cost for replacem~ent with transfer
water. In any event, the District will need to implement CPA 1 and seek transfers for
shortage periods.

Steps to be taken during a renewal will include development of programmatic environ-
mental documentation (which would include analysis of the entire water supply pro-
gram) to satisfy both the requirements for CVP renewal and most aspects of water

" transfers documentation would deal with of trans-(projectspecific impacts a specific

fer). In addition, documentation would be developed as meeting the requirements of
the Fish and Wildlife Coordination Act and consultation with Federal and State fisher-
ies agencies (U.S. Fish and Wildlife Service, National Marine Fisheries Service and the
California Department of Fish and Game).

Issues to be addressed in the contract negotiations would include 1) contract entitle-
ment; 2) the Delta Protection Act; 3) shortage provisions; 4) credits for reclamation and
conservation; 5) implementation of the CVPIA requirements; 6) and water costs.

of CPA 1Implementat|onCPA l ls less costly in the shorl
term, andsince the water say- CPA l expands the District’s current conservation efforts to encompass wholesale and
ings are conservative, addi- retail customers. It is consistent with currently mandated BMPs and achieves an over-
tlunal wnter savings could all District-wide reduction of 5% in the year 2040. This is in addition to the No Action
patentialyheachievedwitheut conservation savings of between 6 and 10%. These savings will result from State andthe additional funding required
for CPA 2. Federal regulations and the normal replacement of fixtures and devices with more wa-

ter efficient models. 7-3

Staffing Requirements. StatTmg levels will increase between now and the year 2020 and
then drop off slightly in the year 2040. Existing staff will be fully utilized beforevery
any new staff are hired. It is anticipated that a total of six new staff will be required by

"Do conservation �osts include the year 2000. The schedule for hiring new staff between now and the year 2000 is
the stoff to ~mplement demand
management?" presented in Exhibit 7-2. Exhibit 7-3 presents the full-time equivalent staffing required

to implement CPA 1 in the years 2000, 2020 and 2040. Both permanent and temporary
CFG Comment 1 I/!/95 employees will be used and not all of the 11.3 staff will report to the Conservation

Office; for example, some may be employed in Public Information. Not all need be
employed by CCWD. Cooperative arrangements with raw water customers could be
made to integrate and/or coordinate activities. This would be addressed in the develop-
ment of an Implementation Plan that would address coordination with raw water cus-
tomers.

i Exh~it 7-2
CPA I Staffing Schedule

I Current Staff’mg      1997           1998           1999          2000

5.3 6.3 7.3 8.3 11.3

I Conservation Program Targets. While CPA 1 will achieve a District-wide 5% reduction in
the year 2040, different reduction goals will be achieved by each of the major customer
categories. These reduction goals are presented in Exhibit 7-4. Reductions for CPA 2
and CPA 3 are also shown, as the District could eventually move toward such programs
in the future as a result of updating the Preferred Alternative. In addition to the program
targets, individual measures will achieve different coverage levels as well. Coverage

I 1’he Implementation Plan
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Exhibit 7-3
Staffing Requirements for CPA |

CPA 1 - Year 2000 -- -CPA 1 - Year 2020 CPA 1 - Year 2040

Contervitton Me~ure*
~I

P2 P3 T P1 P_~2    P3 T P1 P.~2 P3 T

Pricing and Incentivea

Audits                                                                                                               :
4.7]Residential 1.9 : :;:.3-~0~ 3.7 ~ .... 2.~

o.s . : ~;~ I 1 1.3 1.7 I.~ ., :,~., 1.9
[ Lt Industrial

~

" ::                            2.3 ....lLarge Turf 1.3
1 .... 1.8 ,~ 2.1 2.7

[Industrial ....... ,. Consul~t~~ be used ..... - .... Consult~t~ ~ be usecL Consultant~ will be used.
Audit ’ubTotal

i~ 4.0 .0.~~ 6.6 i~ ,.7 ~.,~ 9.I
~ .~. .....

6.4 ...... -L3i "~ 1O.l

Measure endg in 2020.

Total Staff ~ .::.~: |!~ 5.1 , : .i:ii~ 7.6 ¯ ,.I.,:.L 6.9 ...... !~ I0.I
- ,, l~i.~0 6.7 LR I0.II

Total FIE =    11.3 Total FTE =    14.7 Total FTE =      14.6

Note: The System Operation and Loss Reduction Measure would add I maintenance staff to each of the totals, see Technical Appendix C.

PI - Program Administrator T - Auditors
P2 - Conservation Specialist
P3 - Conservation Specialist Temporary staff are half-time.

refers to the percentage of households or accounts affected by a conservation measure.
Coverage percentages are based on the expected number of households that could be
reached given the cost breakdowns and overall savings targets for each program. For
exarnple, the Residential Audit program under CPA I will achieve over 22% coverage
in the Single and Multi Family sectors by the year 2040. Year 2040 coverage for the
Non-Residential Audit Programs will reach over 33%. It is estimated that the Model
Landscape Ordinances and Landscape Guidelines will result in 15% coverage of new
Residential accounts and I0% coverage for Non-Residential accounts by the year 22040.

Exhibit 7-4
i2040 Savings Goals by Customer Category

Customer Category CPA 1 CPA 2 CPA 3

Single Family 6% 10% 14%
Multi Family 5% 9% 13%
Commercial & Light Industrial 5% 9% 13%
Large Turf 7% 12% 18% ¯
Industrial 2.5% 4% 6%

District-Wide Reduction             5 %            9 %            12 %

I
The Implementation Plan

I
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"Willconservation components Coordination with Wholesale Customers. The success of CPA 1 will depend on cooperation
be applied to the TWSA and tobetween CCWD and its wholesale customers, with communication between parties
the RWSA? essential. The more assistance customers provide, the easier it will be to implement

CPA 1 outside the Treated Water Service Area. CCWD has already contacted all whole-
CFG Comment 1 !/28/94 sale customers to discuss current conservation efforts. Upon approval of CPA 1 by the

District’s Board of Directors, CCWD’s Conservation Office will develop a conserva-
tion master plan with input from wholesale customers. The District will then present

"W’dlcunservationcumpoaents implementation details and identify potential opportunities for cooperation or assis-
be applied among all customer tance through potential joint-funding of programs with wholesale customers. This will
categ°ries?" be addressed in FY97 through the development of the Water Conservation Master Plan,

which covers coordination with raw water customers, accounting and data manage-
CFG Comment 4/12/95 ment.

Monitoring and Tracking Savings. To evaluate the cost-effectiveness of an individual con-
servation measure, CPA 1, and the Preferred Alternative overall, the District must esti-
mate how much water is saved under conservation efforts. Estimating savings for
individual conservation measures can be difficult, with more accuracy attributed to
hardware driven programs. Therefore, early tracking to compare actual and projected
savings is a necessity. Also, the District’s conservation program should be flexible to
respond to changing markets and technologies, particularly since some measures may
prove more successful than others. Funding should be allocated to maximize water
savings while ensuring that conservation assistance is offered to all customer catego-
ries. Monitoring and evaluation of conservation savings and customer demand through
program record-keeping practices should be an ongoing process in the near-term Ac-
tion Plan.

7-$
Developing Water Transfers
The new components within the Preferred Alternative should integrate with existing
CVP supplies to meet projected demands. Conservation will assist the District in
reducing future demands. Transfers will be used to bridge the gap between future sup-
plies and projected demands. In the near-term, water transfers should assist the District
in meeting demands during a drought, and meshing with the reduction in CVP supplies
over the 10-year renewal window for CVP supplies (2000-2010).

approach to developing a emphasize long-term reliabilitysup-The transfershould of

ply, as well as operational and institutional flexibility. The negotiating strategy for any
future transfer will need to consider the District’s near-term needs regarding regulatory
restricted and drought the future impacts of CVP reductions to the District’syears, any
existing entitlement, the degree of projected growth, and the expected success of short-
term drought management. The evaluation of future transfers must also consider the
potential benefits of in-county transfers as opposed to those outside of theascounty,
well as the Watershed Protection Act, Area of Origin and other related issues.

The initial steps which need to be taken by the District, prior to implementation of a
water transfer, include: 1) the need to resolve outstanding issues regarding the Delta
Protection Act; 2) a determination of the most favorable timing for CVPIA renewal; 3)
development of a timeline integrating the need for near-term drought supplies of at
least 35 TAF to be phased into a normal year requirement of an additional 20 to 40 TAF
over the years 2000-2010, dependent upon the renewal of the District’s contract; and 4)
the development of a negotiation strategy which sets priorities for the District in terms
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of the phasing of water from dry year only to every year transfer needs, seasonal sched-
uling requirements, preferred f’mancing methods, and a preferred cost range based on
recent market prices.

Regolotar/Restrictions. As the District’s recently amended CVP contract sets forth, the
District can expect to receive the greater of 75% of the contract entitlement, or 85% of
historical use. In the near-term this means 146,000 ac-ft which is adequate for current
needs; however, in the longer-term, this figure could be increased to approximately
158,000 ac-ft but historical demands will have increased to 198,000 ac-ft by 2010, thus
posing a deficit of 40,000 ac-ft (USBR has indicated its desire to drop this type of
shortage designation in the future). Future transfers will need to be flexible to compen-
sate for the increased shortage which may occur in such regulatory restricted years.

Droughts. In a drought, the Bureau can reduce the District’s CVP water to not less than
75% of the contract entitlement or 85% of historical use, whichever is less. Under
severe drought conditions, the CVP supply can drop to as little as 75% of historical use.
In the near-term 75% of historical use would represent as little as 106,000 ac-ft, as
historical use is based on an average of the last three years unaffected by shortage.
However, this figure could be reduced in the next few years to less than 100,000 ac-ft
because of reduced water use recently experienced by the District. Historical use will
change throughout the study period. The calculation of historical use includes CVP
supplies put to beneficial use in the District, as well as diversions by Gaylord Con-
tainer,the City of Antioch and CCWD at Mallard Slough, and is adjusted for growth in
the Service Area.

O/PIA Reduction. For the purposes of this planning study, a 15% cutback in the CVP
contract was assumed based on the CVPIA, sometime between the year 2000 (when the
District may renew its contract) and the year 2010 (when the contract expires). Al-
though 15% has been assumed for planning purposes based on equal cutbacks among
all CVP contractors, there is potential that the cutback could be more or less, depending
on the outcome of the CVPIA. If the cutback were up to 20%, the District could lose an
additional 10,000 ac-ft annually.

Because of the wide window for negotiation and the variables concerning eventual
cutbacks, it is imperative that any future water transfer be flexible. Ideally, planning for
a drought year transfer should grow into augmenting supplies in every year, as the CVP
entitlement is reduced. This could occur in a variety of ways (such as purchasing water
rights and implementing a banking program, or reselling water not needed in wet and
normal years for the short-term) until the District grows into the supply and can use the
water in all years. During that growth period, additional strategies could be phased in
to address the ongoing drought supply problem.

Contingencies (Balancing with Drought ManagemenO. The District uses shortage planning to
anticipate drought conditions and prepare for impacts that may occur (e.g., supply short-
ages, economic impacts on the community and reduced revenue). As CPA 1 is imple-
mented throughout the District and greater coverage is achieved, the drought contingency
plan required as part of the Urban Water Management Plan submitted every five years
will need to be incorporated into the overall update of the FWSS.

During drought years, savings attributed to conservation will reduce opportunities to
meet demand through short-term drought management programs. The expectations of
such programs will therefore need to be reviewed in coordination with the District’s
other ongoing programs. Water transfers may be a more reliable solution to address
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such shortages in both the short and long term, as increased efficiencies within all cus-
tomer use categories will reduce opportunities to achieve significant savings during
drought years.

Five contingency scenarios have been tested to determine the relationship in costs be-
tween the use of short-term drought management programs and spot transfers to meet
reduced supplies during a drought. Two scenarios address the potential for a drought
shortage of 15% within the District (as a percentage of gross demand), while the other
three scenarios address the potential for a shortage of 25%. The scenarios examined

l’~ rate imi~cl analysis shown were as follows:

differences In present worth
~ Drought Water Drought Management Present Worth

cost of the magnitude shown
Shortage Transfer Program Cost

bore, bavelittle effect onrates. 15% 15% 0% $310 M.
Some have m~ch greeter 15% 7.5% 7.5% $280M.
~nd~rec~ costs; these Indirect
costs become the driving force. 25% 15% 10% $304 M.

25% 7.5% 17.5% $272 M.
25% 25% 0% $351 M.

In each of the scenarios, water transfers would be used to make up the shortage during
a drought in different quantities, depending on the level of the drought management
program. In examining a 15% supply reduction, present worth costs decrease from
$310 million to $280 million, as you move from a 0% to 7.5% short-term drought
management program. In examining a potential 25% supply reduction, present worth
costs decrease from $351 million to $272 million, as you move from a 0% to 17.5%

It is to realize the
drought management program. Although the earlier present worth analysis identified

IndirectlmP°rtantimpncts of drought nominal increases in rates for present worth costs of the magnitude discussed in Chap-7-7

mnngement, ter 6, some have much greater impact on indirect costs; these indirect costs become the
driving force. While the pursuit of higher levels of drought management would reduce
slightly the impact on rates due to the reduced need for water transfers, there would be
a corresponding increase in indirect impacts.

Based on this analysis, it was concluded that the District should pursue a water transfer
of at least 15% to minimize the potential risk of experiencing the need to implement a
drought management program of 17.5% or greater during a drought. This approach
would minimize cost, while maintaining an important degree of reliability. At the same
time, this would leave open the possibility for using an increased drought management
program should the District f’md it necessary due to transfers either being found unreli-
able or unavailable during a drought.

In addition, there are other options in dealing with short-term supply reductions over
the long term. A rate analysis was completed examining four types of purchase sce-
narios for long-term transfers to address supply reductions which are discussed in the
rate analysis section at the end of this chapter.

In-County vs. Out-of-County Tronders. In-County transfers may offer some operational
and institutional benefits over transfers from outside the County. Issues to examine
prior to negotiation of any final transfer include potential benefits of increased flows,
carriage water or environmental water charges, area of origin issues, season and sched-
ule of transfer flows, wheeling charges, potential third-party impacts, the necessity for
environmental documentation, and any existing relationships with the transfer agency
(ECCID for example). The current contract between ECCID and CCWD provides for
delivery of up to 21,000 ac-ft annually by CCWD for M&I purposes within ECCID.
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CCWD could explore the transfer of a portion of that water to its service area. How-
ever, such a transfer might be subject to challenge by other water users if it does not
involve water that has some history of use.

Further study is required to assess the possibility of transferring water to CCWD from
other lands within the Delta. Preliminary review by the District’s legal counsel con-
eluded that such a transfer might overcome some assertions of injury by other lawful
users of water (particularly other Delta diverters) because the entire transaction could
be within the Delta or adjacent areas. Such a transfer would be based on the transferor’s
ability to forego some of its consumptive use of water within the Delta, although a
transferor outside the statutory Delta might also qualify.

Watershed Pratection Act and Other Related Issues. State statutes provide that the counties
and watersheds of origin, in particular the Delta, are entitled to water rights or water
supplies adequate to meet their beneficial needs as a priority against exports from the
area of origin. The Watershed Protection Act, enacted in 1933, gives priority to water-
sheds of origin and immediately adjacent areas that can be conveniently supplied (Wa-
ter Code See.§ 11460). Because of the Delta Protection Act’s (1959) integration with
the Watershed Protection Act, the District can assert that the protective statutes provide
assistance for the District’s entire service area, based on adjacency and system connec-
tions with the remainder of the District to those areas within the actual boundaries of
the area of origin which are within the CCWD service area.

Another transfer alternative needing further consideration is the acquisition of addi-
tional water for shortages or growth through a contract with the CVP or the SWP, under
the provisions of the Delta Protection Act. The SWP contracts exempt the watershed of

r’8 origin contractors from water shortages. However, it is not clear whether a contract
with the SWP would be advantageous to the District. It may be economical to obtain a
contract with the SWP as a substitute for, or to supplement, CVP supplies rather than
attempting to purchase supply during a drought.

$~thes|$ at lhe ~i~o~thes to (amman Gods. In developing a successful water transfer for
near and long term use, the District will address the above issues by maintaining adapt-
ability to future approaches. In addition, the District must take a proactive approach to
any future transfers, identifying and consulting with other legal users to ensure non-
injury to those potentially affected.

The strategy for negotiating a future transfer must optimize the near-term needs of the
District regarding regulatory restricted and drought years, while maintaining flexibility
to increase supplies in the longer term at a point when the District’s average annual
demand exceeds the CVP entitlement. A banking program may eventually be key to
implementing a program that integrates short-term, long-term and seasonal needs, and
should be examined more closely in concert with any proposed transfer.

lml~lementing a Water Transfer

Implementing a water transfer is outlined in the following steps and shown in Exhibit
7-5. The District has identified a shortlist of potential transfer sources as part of the
FWSS. The shortlist is composed of sources that, at present, have the greatest likeli-
hood of providing supplemental transfer water to the District. In Exhibit 7-6, the steps
required for CEQA environmental review based on the implementation of a transfer are
shown.
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i Exhibit 7-5
Steps far Petition for Long-Term Transfer

i (Water Code Sections 382 and 1735)
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E~|t 7-6
CEQA Environmental Review Requirements for Water Transfers

I

~ 382 ~ I73~
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of Transfer Terms. The of transfer terms wouldNegotiation negotiation begin willingonce
sellers of favorable sources were identified (at present six have been identified). Terms
to be negotiated include, but are not limited to, the following:

I ¯ Seniority or priority of water fights
¯ Quantity, rate and schedule of transfer flows

I ¯ Season of transfer
¯ Sale price
¯ Point of diversion

I ¯ Place of use
¯ Purpose of Use
¯ Carriage water/environmental water charges and responsibilities

i ¯ Wheeling charges (if any) .
¯ Termination clause
¯ Future options on additional water
¯ Duration of contract and renewal conditions
¯ Lack of potential challenges

Depending on the transfer source, the type of water rights involved, and other particu-

I lars associated with an individual source, items to be negotiated will vary. Some details
not identified within these sections have been withheld based on the influence they may
have on the negotiation process, at a later date.

I The negotiation of a water transferinclude the USBR for several reasons. First,may
the delivery schedule for the District’s CVP entitlement can be varied to accommodate
supplemental transfer water. Secondly, a transfer may be negotiated where the CVP,

I through an exchange arrangement, schedules the delivery of transfer water to the Dis- 7- ! !
trict. An example of this arrangement is provided below.

i In the case of the District negotiating a transfer with an agricultural district, the CVP
may be included in the negotiations to re-regulate the delivery of water to the District.
Agricultural districts typically have access to water, either through contractual arrange-

I ments or water rights, during the irrigation season (June through September). Through
an exchange arrangement with the CVP, the water could be released on a schedule
acceptable to the transferring district, the water would remain in the Delta as a portion
of the CVP’s contribution to Delta outflow, and the CVP would provide an equal amountI of the District different time. The CVP’s of transfer thewaterto ata delivery waterto
District would probably take place on a shorter time period, perhaps a single month.

I During the negotiation phase, the District should consult with regulatory agencies and
potentially affected parties; many of the agencies involved in approving transfers have
suggested early consultation to help ensure success.

Prefiling Consultations. Prior to filing a petition with the State Water Resources Control
Board, both the transferring and receiving agencies would initiate prefiling consulta-
tion meetings. These consultation meetings would be held with intermediary agencies

I who facilitate transfers through negotiations, exchanges, banking and conveyance fa-
cilities, as well.as agencies responsible for enforcement of State and Federal laws. Various
third party interests might also be consulted at such time, including downstream water
users, local communities, and environmental and conservation special interest groups
and any others affected by the transfer. These consultations could be accomplished
through individual meetings and public meetings. Relevant agencies include:

!
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State Agencies
State Water Resources Control Board
California Department of Water Resources
California Department of Fish and Game
Regional Water Quality Control Board
California Department of Health Services

Federal Agendes
U.S. Bureau of Reclamation
National Marine Fisheries Service
U.S. Fish and Wildlife Service

Other Partie~
CALFED Coordination Group
Other Legal Users of Water
Environmental and Conservation Special Interest Groups

I:n¥1ronmenlal Review. It is anticipated that the District will be preparing a Program-
matic EIR that encompasses results of the FWSS. This EIR would also include a re-
view of impacts associated with transfers to the District that would occur in the District’s
service area, at the intakes and among the conveyance facilities of the District, and
within the Delta. The assessment, however, would not cover transfer impacts upstream
of the Delta; such impacts would be addressed in a separate environmental document.
The following section covers the regulatory issues that need to be addressed in both the
District’s Programmatic EIR and the environmental assessment for upstream impacts.

California Environmental Quality Act. The California Environmental Quality Act
requires that State and local agencies prepare an environmental impact report before
approving or carrying out a discretionary project that may significantly impact environ-
mental quality. Under CEQA, the lead agency is designated to prepare an initial study
to determine whether or not the project would have a significant environmental impact.
The initial study would determine whether a negative declaration can be prepared show-
ing that the proposed action alone, or with incorporated mitigation, would not cause
significant environmental impacts; otherwise, the lead agency is required to prepare an
EIR. For most water transfers subject to CEQA, a transferee or transferor will serve as
the lead agency for CEQA compliance, and the SWRCB will serve as a responsible
agency.

Long-term transfers are subject to the normal CEQA process. For long-term transfers
affecting the Delta, an EIR would likely be required by the SWRCB. Major CEQA
issues of concern in the Delta that need to be addressed in an EIR include potential
short-term, long-term, direct and indirect effects on Delta exports and diversions, Delta
hydrodynamics and water quality, fisheries resources, and vegetation and wildlife re-
sources. Issues of concern upstream of the Delta include potential short-term, long-
term, direct, and indirect effects on instream flows, instream habitat, water quality,
water temperature, fishery production, and terrestrial and riparian vegetation and wild-
life and community impacts.

Exhibits 7-7 and 7-8 show estimated timelines for petitioning for a long-term transfer
and meeting environmental review requirements. Compliance with environmental stat-
utes and regulations in addition to CEQA may be required, including the following:
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Exhibit 7-7
Timeline for Petition for Long-Term Transfer

MONTHS

r+.~+.+., Iili --W~ Tmnsfnr Agmemoml ,. ................

mill
"’+-"~~     ¯ mmmmm m miNi(Oi((~Uk~A) ilwu tqmd ~NR,

Tnmsl, mr ~on ........               , , m

~ RWOOB nod OFG ......

~ SWR(~B

N~lc(m of Petition ¯

+,,.,= + ’ mum
~.,,.~ b~ ~. ~ ~ ~ 7" ! 3

" T~ ~ re~l~ m ~uct ~a~ ¯ highly v~l~
5me at whi~ ~e S~CB ~uld llIUe ~ ~r app~i~ ~ pro~ ~er.

N~onal Environmen~ Policy Act. ~e National ~nvironmen~ Policy Act ~PA)
is triggered if a water t~sfer requires a F~eral agency action. ~ the proposed water
~sfer c~ be conduct~ wi~ ~e C~ ope~tional bound~es contused in USBR’s
Long-Te~ Cen~ Valley ~oj~t Operations Criteria ~d PI~ (OCt), ~en no Fed-
e~ discretion~ action is ne~ed ~d ~A d~s not apply. If ~PA is ~ggered,
environmental assessment (EA) or env~onmen~ impact statement ~IS) would need
to ~ prepaY, with USBR se~g ~ ~e lead agency. ~PA compli~ce may be
peffo~ jo~tly with CEQA compli~ce.

Federal En~ngered Species Act. S~tion 7 of ~e F~e~ End~ger~ Species Act of
1973, ~ mended, r~u~es F~e~ agencies, such ~ ~e USBR ~ consultation wi~

¯ e ~S ~d ~at their actions do ~e continuedUSES,toensure notjeop~dize
e~stence or result ~ the des~ction or adverse m~ification of critical habitat of spe-
cies listed ~der ~e ~A. Federally listed species ~at may be ~ted by water ~s-
fers to ~e Dis~ct winter-ran chinook s~mon ~d delta smelt.

Cah~orn~ E~ngered Spec~sAct. ~e California End~ge~ Species Act (~A)
requires ~y State agency considered a lead agency ~ the CEQA process to consult
focally with ~e California Depmment of Fish ~d Game (CDFG) when a proposed
project may ~t S~te-list~ end~ge~ or ~reatened species. State-listed s~cies
potenti~ly ~ected by water ~sfers to the District ~so include w~ter-mn chinook
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Exh~it 7-8
Timeline for CEOA Envirenmentd Review Requirements for Water Transfers

MONTHS
CEQA
Requirements

F, edflon f~r Long.Term

CEQ, k/NEPA|

Flnl~ BR

~Jo~ Moolto~in9 P~ogram ...........

’ If ~ lead ~ency

salmon and delta smelt. The provisions of CESA and ESA will often be activated
simultaneously.

Fish and Wildlife Coordination Act. The Fish and Wildlife Coordination Act requires
Federal agencies to consult with the NMFS, USFWS, and State fish and game agencies
before undertaking or approving projects that control or modify surface water. This
consultation is intended to promote the conservation of fish and wildlife resources by
preventing their loss or damage, and to develop and improve fish and wildlife resources
in connection with water projects.

Public Trust Doctrine. Under the Public Trust Doctrine, certain natural resources are
theproperty of all. Traditionally, the public trust doctrine has been held to protect the
public trust in navigation, commerce, and fishing in navigable waters. The SWRCB’s
decisions regarding all water transfers are subject to the common law public trust doe-
trine.

Development of Draft Transfer Petition. After negotiating an agreement with the transfer-
ring agency and conducting pre-filing consultations with the appropriate agencies, a
draft transfer petition can be developed. The draft petition would include the statutory
authority, identification of source, and change in point of diversion or place and pur-
pose of use, quantity and rate of flow, period of transfer and completion of standard
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SWRCB forms. Once the draft petition is completed, it is reviewed by the SWRCB.
The preparation of the draft petition is anticipated to take one to two months.

Formal Consultation. Prior to submitting a petition with the SWRCB, the District will
need to consult with the appropriate Regional Water Quality Control Board (RWQCB)
and CDFG regarding the effects of the proposed change on water quality and on fish,
wildlife, and other instr~am beneficial uses, respectively. Under Section 801 of the
California Code of Regulations, Title 23, the notification or petition of the proposed
change shall state what comments were received from the appropriate RWQCB and
CDFG in response to the request for consultation.

After the completion of consultations and preparation of a final petition, the SWRCB
would be consulted for review of the transfer petition. The review process reveals any
additional information and analyses that need to accompany the formal filing of the
transfer petition. Additional information potentially required by the SWRCB includes
analyses of operations with and without the transfer, environmental analyses of impacts

transfer, analyses impacts on legal water users,necessary filingof the and of The fees
are submitted at this time.

Approval of a long-term water transfer must be made by the SWRCB according to the
following findings. The change must be made without: (1) injuring any legal user of
the water; (2) unreasonably affecting fish, wildlife or other instream beneficial uses;
and (3) unreasonably affecting the overall economy of the area from which the water is
being transferred.

SWRCB Approval Process. The approval process for a transfer submitted to the SWRCB
includes the following steps: file petition, notice of petition, period for comments, 7" 1
evaluation by SWRCB, the potential for a hearing if deemed necessary by SWRCB,
and the issuance of an order. The length of the approval process varies widely depend-
ing on the requirement to conduct a hearing, but is estimated at approximately 8 to 10
months.

In-District Facility Requirements. Based on the amount of transfer water currently required
both during the short term, during droughtand in the long term, no additionalyears,
facilities would be required to facilitate the transfer of additional water to the District’s
intake facilities. Such transfers could be taken through either Rock Slough or the
District’s new intake at Old River, both of which would be screened diversions. Facili-
ties that may need to be increased over time include the treatment and conveyance
capacities of the District’s existing system; these are being addressed in other studies
and District activities.

Drought Contingency Plan for the Short-term
The District includes a plan within its Urban Water Management Plan to address short-
term or emergency water management practices required during a drought or other
water shortage condition. The shortage plan includes six steps:

1) Forecast Supply Situation in Relation to Demand
2) Assess Drought Mitigation Options
3) Establish Demand Reduction Plan Stage
4) Select Allocation Methods
5) Adopt the Drought Plan
6) Monitor Results and Adjust Drought Status
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Step 3 refers to the demand reduction stages within the District’s plan, as shown in
Exhibit 7-9.

Exh~it 7-9
Denmnd Redudion Plan

Stage Type Total Reduction Single FamilyDemandReduction
Goal Goal

Voluntary ConservationI voluntary 5% 5%
Water Alert II voluntary 15% 15%
Water Emergency III mandatory 25% 30%
Water Crisis IV mandatory 40% 50%

Stages I and II would be easily attainable with the Preferred Alternative including imple-
mentation of CPA 1. In the most recent drought, the District experienced reductions of
26 to 30% from a combination of voluntary cutbacks and rate increases in 1991, there-
fore, Stages 1 and 2 would likely be easily reached through voluntary measures. Stage
III of the Drought Contingency Plan would be more difficult to attain but is included in
the Preferred Alternative through spot transfer purchases, transfer options or additional
demand management. Stage IV addresses an emergency situation. Definitive plans for
achieving the four stages of the Drought Contingency Plan should be coordinated with
future updates of the FWSS.

In a short-term drought situation, it may seem reasonable to implement a drought man-
agement program to cut demand by the amount of supply cutback. However, the prob-
lem with this solution is that the severity and duration of a drought cannot be predicted,
and in extreme cases, customers would be subject to restrictions and conditions that the
District may deem unacceptable. In addition, a drought management program is not a
zero-cost solution due to the implementation costs and the necessarily higher water
rates required to pay for the fixed costs of water production, treatment and distribution
at lower volumes.

As the District’s conservation program becomes more established and greater savings
are achieved by customers, it will be necessary to reexamine near-term and long-term
supplies in relationship to the stated demand reduction goals of the District’s drought
contingency program. The District’s emphasis in maintaining a viable drought contin-
gency plan must be to diligently secure spot transfers, and ensure the reliability of long-
term supplies so the District can avoid a shortfall beyond what is achievable through
voluntary means. As long term conservation programs achieve greater coverage, the
ability for the District to implement short term drought management programs in re-
sponse to supply cutbacks during a drought diminishes (see Technical Appendix C,
Demand Hardening).

Capital and O&M Costs
Capital and O&M costs are an important consideration within the Implementation Plan.
The Preferred Alternative must maintain consistency with the District’s CIP and rate
revenue stream. Steps to be taken include ensuring that the capital and O&M costs for
the components within the Preferred Alternative are consistent with the placeholders
included within the CIP for the FWSS.
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All components of the near-term Action Plan have been accounted for in the District’s
current 10-Year CIP. The framework for the CIP includes a description of programs
and level of funding, pdoritization criteria, and key assumptions used in developing the
CIP. The CIP includes estimated expenditures for District-wide O&M activities, as
well as completion of the capital projects.

Life-cycle costs include both capital and operation and maintenance (O&M) expendi-
tures. The capital portion of CPA 1 includes the ULF’I’ program for $3.76 million over
the next 10 years or $376,000 annually. O&M costs for CPA 1 have been estimated at
$1.4 million annually by the 2000, increasing to $1.6 million by the2020.year year
These costs are driven primarily by staff’mg needs and the ULFT program. Costs are in
1996 dollars and have not been escalated, discounted or financed. The accuracy of
these costs is consistent with estimates in the District’s CIP, which are appropriate for
planning-level studies only. Costs are for the long-term conservation program only and
do not include costs related to short-term drought management programs.

The 1997-2006 CII:’ includes $20 million (+50/-30%) as a placeholder for future water
supply projects, including water transfers to implement the FWSS. Costs for a surface
water transfer were based on $50 to $175 per ac-ft annually for a long term transfer
including $40 to $50 in pumping and in-Delta restoration charges and $125 to $300 per
ac-ft annually for spot transfers required in drought years (high end was used in the rate
and present worth analysis; the range reflects potential prices). The entire cost of pur-

water rights to meet drought year paid by ongoing water rateschased demandsis for
including raw water rates for future facilities. For future water transfers required to
meet increased demand, the cost of water transfers could be assigned to the rate for raw

7-17waterfacilities.

Annnd Casts. Near-term annual costs for the Preferred Alternative would include costs
of CVP water, implementation of CPA 1, and purchase and delivery of water when
needed (particularly drought years). Annual costs for CVP water will remain within the
contract unit price (currently $56 per ac-ft), and the total will vary based on the quantity
of water pumped at Rock Slough. Costs and staff’mg for CPA 1 will increase from the
current expenditure of $1.04 million to $1.38 million annually in the year 2000. An-
nual costs for purchase and implementation of a long-term water transfer depend on
negotiation of a final contract, but a placeholder of $20 million has been included within
the 10-year CIP.

2-yenr Budget. The District now uses a 2-year budget cycle. The currentamount bud-
geted for the implementation ofCPA 1 for FY96-97 is $778,000, increasing in FY97-98
to $832,000. This budget is consistent with the escalated annual O&M costs for the
Preferred Alternative. The amount requested in the budget for implementing a water
transfer over FY97 and FY98 is $2 million including staff’mg needs, which is consistent
with the estimated costs projected for obtaining a water transfer to meet near-term drought
needs.

Capital Improvement Program (CIP). The 1997-2006 CIP is composed of nineprograms
containing 62 separate capital projects with a total, estimated cost of $346 million, with
an added $87million for the Los Vaqueros Project. The CIP includes a variety of
capital improvements that will be required to maintain and enhance the ability of the
District to meet the needs of its present and future customers.
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The current CIP includes $376,000 annually for the ULFT program over the next 10
years. In some cases, placeholders for capital projects required to implement FWSS
recommendations were included in the CIP because detailed project information was
unavailable. For example, the project details and actual costs associated with water
transfers will not be known until specific contracts are negotiated. However, the costs
for obtaining water transfers under the Preferred Alternative are estimated to range
between $10 million and $23 million through the year 2010. The 1997-2006 CIP has a
placeholder of $20 million over the next 10 years.

Rate Analysis. The methodology for rate analysis was first to identify O&M costs, debt
service on borrowed capital, and capital programs funded directly from revenues; off-
set these expenditures with non-rate revenues including raw water rates for new facili-

Rate analysis Indicates thatties, interest earnings on fund balances, property taxes, and revenues; and finally derive~pkt~ntation of the
the net revenue requirements funded from water rate revenues. Results of the rateAlletnati~o would not result in
analysis indicate that implementation of the Preferred Alternative would not result inadditional impacts on rates
additional impacts on rates and is consistent with the current CIP. The largest FWSSbecause the current rate
expenditure is to purchase, or transfer, water rights. Since these costs are already builtstructure indudes aplaceheld~t
into the lO-year CIP, the Preferred Alternative does not have a significant impact onot 20 milfioa dollars tot the
current water rates, next 10 years for the purchase

or transfer of water rights.Consideration for Water Purchases. The District could choose to pursue a water transfer or
combination of transfers through any variety of f’mancing methods. In each method
studied, it was assumed that a drought would occur once every seven years. The analy-
sis also recognized that drought conditions can occur anytime and can last much longer
than one year. Four types of purchase scenarios for water transfers were studied in

~’- 1 8 relation to the discussion of the Preferred Alternative:
¯ Method I: Purchase water rights in perpetuity at the current market price of $1,000/

ac-ft (one time fee); water would be sold in wet and normal years for $50/ac-ft/yr.

¯ Method 2: Purchase water for only I year in 7 at an estimated spot market price of
$3001ac-ftlyr plus inflation. (Estimates of $175 and $300 were used here for meth-
ods 2,3 and 4. Prices include approximately $40-$50 in O&M, pumping and in-
Delta restoration charges.)

¯ Method 3: Purchase water rights for all years at an assumed transfer price of $175/
ac-ft/yr to meet an 8% cutback, and supplement with a 7% drought management
program; water would be sold in wet and normal years for $50/ac-ft.

¯ Method 4: Purchase water rights for all years at an assumed (upper end) price of
$1751ac-ftlyr excluding pumping costs; water would be sold in wet and normal
years for $50/ac-ft/yr.

The most cost-effective method would be the purchase of a water rights entitlement in
which all drought water demand is purchased up-front in perpetuity (Method 1); this
would ensure the availability of water if and when a drought occurs. The drought
cutback was estimated to be approximately 25,000 ac-ft. Perpetual water rights for the
maximum drought demand of 25,000 ac-ft per year might be purchased for $1,000 per
ac-ft (one-time fee), based on the estimated current market price. Water not needed for
drought conditions would be sold for an estimated $50 per ac-ft. Exhibit 7-10 shows
that this approach resulted in the lowest net present value of the four water methods
investigated, and a negative cumulative investment by 2040 because the favorable pur-
chase cost is up-front and the unneeded water sales in non-drought years continue to
reduce the cumulative investment.
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Exh~it 7-10
Comparison of Total Investment for Purchase Options

(Net Present Value in millions of $)
Purchase Option 2010 2020 2030 2040

Method 1 22.7 15.2 3.0 -7.91
Method 2 10.2 25.2 33.3 49.7
Method 3 12.1 26.0 39.9 56.1
Method 4 22.7 47.0 69.8 96.0

t Negative net present value reflects a negative cumulative investment resulting from unneeded water sales in non-
drought years.

I LONG-TERM IMPLEMENTATION SCHEDULE
The long term Implementation Schedule is based on a number of considerations includ-
ing the anticipated future reduction of the District’s entitlement and outcome of theI CVPIA, and has been developed as a framework in which to consider key questions and
issues during updates of the FWSS.

CVPIA Reductions

Under the District’s current CVP contract, the Bureau provides up to 195,000 acre-feet
annually. The 1994 Amendatory Contract is effective through December 31, 2010.
However, the Bureau may not be able to provide this full supply during drought and 7- | 9
regulatory restricted years. In addition, the CVP’s ability to provide water supplies to

i CCWD is greatly affected by regulatory issues and water conditions in the Sacramento-
San Joaquin Delta and upstream. Required Delta flows are expected to increase as a
result of the CVPIA, which would decrease supplies available to CVP contractors. Based

I on the CVPIA, the District’s entitlement could be reduced by 15%, or almost 30,000
ac-ft, upon renewal of their CVP contract. (Renewal would occur after release of the
CVP Program EIS, but no later than 2010). The 15% cutback assumes that all CVP
contractors are reduced by the same percentage. In such a case, future maximum nor-I mal year and drought year deliveries could be 166,000 acre-feet and 140,000 acre-feet,
respectively.

I Near-term to TransitionLong-term
Studies by the U.S. Bureau of Reclamation for their PEIS confirm that implementation

I of the CVPIA creates a significant impact on CVP urban water supplies (as well as
others) that would result in more frequent shortages. In essence, the CVP yield is
reduced and contractors can expect lower reliability on a regular basis; this means there

I is a de facto supply reduction whether or not the contract is reduced. This requires
consideration of a transition plan from near-term to long-term.

The near-term Action Plan calls for the District to pursue water supplies sufficient to

I meet at least 15% of demand for shortage periods. Acquisition of this amount will be
sufficient to meet most shortage needs, whether from drought or CVPIA reductions,
through 2005, based on Service Area C demands (the water would not be needed in

I every year, because of other District supplies available in wet years). After 2005, river

I The Implementation Plan
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diversions are not likely to be sufficient when coupled with the CVPIA reduction and
water transfers acquired for shortages. Consequently, it is in 2005 that the District
should plan to start acquiring the water needed to make up for any CVPIA reductions,
with all water acquired by 2010. The amount to be acquired and the rate at which it
should be acquired will be reassessed in the next update of this plan, currently sched-
uled in 2002. The reassessment should consider: 1) actual demands, 2) success of
conservation programs, 3) the final assessment of CVP yield and 4) the f’mal or antici-
pated terms of the CVP contract.

CVP Contract Renewal and Other Contract Possibilities
The CVP contract renewal period encompasses a large 10-year window of time. The
District could walt until the year 2010 to renegotiate the contract, based on the quantity
of water that needs to be replaced; the projected water demand for the year 2010 for
Service Area C is 198,000 acre-feet. However, it may be advantageous for the District
to negotiate earlier with the Bureau as discussed in the near term Action Plan. The
decision will be weighed based on the actual reduced amount of water available under
a new contract, and the costs ($20 per ac-ft, 1996), which would be attached to the
District’s contract for failure to renew early.

CCWD has agreed with ECCID to use up to 21,000 ac-ft/yr of ECCID water supply to
service M&I demand within ECCID, portions of which are now, or potentially may be,
within the CCWD Service Area. ECCID’s water fight is not subject to regulatory defi-
ciencies and, therefore, neither is the portion of water transferred to CCWD. The trans-
ferred water is available in three blocks over a 20-year period. The first block of 8,000
ac-ft/yr is currently available to the District; the second block of 7,000 ac-ft will be
made available to CCWD on January 1, 2000; and the third of 6,000 ac-ft in 2010. On
October 19, 1995, CCWD entered into an agreement with the City of Brentwood that
provides for the transfer of 7,000 ac-ft/yr to Brentwood for its future water needs. The
City has the option to purchase this quantity from the District by 1997. If the City
exercises its full option of 7,000 ac-ft, the remaining 14,000 ac-ft would be available
for other uses, including a potential transfer to the CCWD service area.

Updating the FWSS

The Future Water Supply Study is designed to be a flexible, "living" planning docu-
ment, with periodic reviews and updates to respond to future water needs and changing
conditions. Key questions and issues to consider during future updates of the FWSS
include:
¯ Comparing actual and projected demand;
¯ Determining the success of conservation efforts;
¯ Evaluating whether additional conservation or reclamation savings could be

achieved, and if these savings could postpone the need for additional water sup-
plies;

¯ Determining whether additional conservation or reclamation would be cost-effec-
five;

¯ Reviewing the availability and reliability of new water supplies; and
¯ Evaluating market availability and the success of any new technologies.

Future updates could be based on more definitive estimates of available supplies in the
short term, once CVPIA and the CALFED Program Alternative are closer to implemen-
tation.

The Implementation Plan
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I Growth. Growth is expected to continue within the District, primarily due to residential
development in the East County. Demand in Service AreaAltemative C is projected to

i increase approximately 40% from 1990 to the year 2020. Monitoring such growth
during updates to the FWSS will be important to phasing in additional projects and
programs. If growth occurs at a slower rate than projected, additional supplies may be
delayed.

I Potential to Implement CPA 2. The District’s demand management efforts, both long-term
conservation and short-term drought reductions, have been very successful to date.

I District customers significantly reduced their use during the recent drought, and linger-
ConsNoentlF, if is ~ssible t~t ing effects have resulted in current use remaining below anticipated levels. Conse-
~istrkt customers will nehinvo quently, it is possible that District customers will achieve CPA 2 savings levels without

I CPA 2 savings levels without formally instituting CPA 2. Therefore, the Preferred Alternative includes implementa-
formally instituting CPA 2. tion of CPA 1 in the short-term Action Plan, with monitoring of customer demand and
Therefore, tl~ PreferredlOter- conservation savings. If during FWSS updates the District determines that demand is

I t~thce includes implementation higher than anticipated and CPA 1 is not as successful as anticipated, CCWD may choose
ot CPA I in tl~ near-term Ac- to formally implement CPA 2. The District will want to evaluate whether additional
lion Plan, with monitoring of savings could be achieved, whether it would be cost-effective, and if potentially it couldcustomer demand and �onser-

reduce the need for expansion or development of additional facilities.I vntinn savings.
Reclamation. Reclamation would provide a fairly constant water supply during all sea-
sons and water year classifications, freeing up other potable supplies for more selective
use. However, the costs associated with potential projects make these alternatives un-
feasible at this time. As technologies improve, these alternatives may become more

1 Within the last couple ~f months,feasible~. Also, if water transfers are more difficult to negotiate than anticipated, recla-

i updated costs have been releasedmation may prove more promising. Consequently, a review of reclamation oppormni- 7-2 !for other recycling projects re-
cently constructed (cooling tow- ties, in terms of cost-effectiveness of projects and an updating of new technologies,
ers) outside of the District whichshould also be included in the updates to the FWSS.
are similar to those projects stud-

I ied for FWSS. Updated per ac-ft Additional Water Transfer(s). Driven by supply and demand considerations, the transfer
costs are lower than earlier esti-
mates (i.e., used as the guidelinemarket is constantly changing. The six alternative sources identified in the short-term
within the FWSS), based on com-Action Plan are based on today’s environment; six months from now this list could

I mencing operation of the projectchange. Other sources will continue to be examined and revisited prior to and duringand moving into full production.
The FWSS will continue to track futllre updates of the FWSS. The District’s short-term need is for drought year sup-
the cost results related to such plies; however, this will change as CVP entitlements are reduced between the years

I projects and will reflect adjust-
ments in the FWSS Implementa-2000 and 2010, and the District’s need for additional supplies continues to grow.
tion Plan of the next update if costs

ennk|ng. Water banking as a component of an overall long-range plan can expand flex-are found to continue to be much

I lower than originally estimatedibility and reliability of the District’s supplies. Banking is not viewed as necessary for
once more of an operating historya near-term solution, however, decision points will be noted on the implementation
based on full operational status has
b~n established, timeline for consideration and evaluation of a banking program in the future. As de-

mand increases and the District purchases additional transfer water, banking will be-I come a more practical option. It must be made clear that the Los Vaqueros Reservoir is
not a banking program for the District; it was permitted for the specific purpose of
improving water quality and increasing emergency storage.

I An increase in banking would likely increase the cost of supplies. The District has a
number of possibilities to consider in the future. Instead of purchasing supplemental

I water as a spot transfer, for example, another approach would be to purchase a long-
term transfer or water entitlement and bank the water. The strategy would be to pur-
chase a contracted quantity of water each year, store a portion of the water in a banking

!
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program during wet and normal years and then take advantage of the stored water dur-
ing drought years. This would increase the reliability of future supplies.

Other Supply Alternatives. As the near-term Action Plan is implemented and monitored,
the District will discover that some components are more successful than others. Over
the long term, there will also be changes in the regulatory environment, water supply
markets, and water treatment and distribution technologies. This may result in future
water needs being somewhat different than what is envisioned today. Consequently, as
part of the FWSS updates, the District should continue to review other supply options
which may include desalination, conjunctive use, water banking, etc. that are not cur-~ new supplies we develops!

for the Distr~a sud~ as addi-rently included in the Preferred Alternative.
tlonal groundwater supplies
within the Ser~t~e ,O~ they

Drought ContingencyPlanningtt, ng-re ,) would be taken into account in
Over the long term, the District’s drought contingency planning needs will evolve. Manyhtture updates, as wdlas In tl~
customers prefer to maintain a stable, reliable supply which stabilizes rates. Short-termcontractual arrangement for

drought management measures and more stringent drought contingency measures, how-~w supplies.
ever, can create variability in the revenue stream due to reductions in water use. Since
the District’s fixed costs do not change, the result can be a rate increase depending on
the amount of water use and level of contingency funding. Sizeable rate increases
because of reduced sales from short-term drought management programs should be
avoided.

Future updates of the District’s drought contingency plan will need to reflect the suc-
cess of CPA 1, the potential implementation of more aggressive conservation and recla-
mation programs in the future, and the cost and availability of water transfers. A
successful conservation program will most likely limit opportunities for District cus-
tomers to easily reduce water use during a drought. As customer water use becomes
more and more efficient over the years, the District’s ability to rely on customers for
short-term reductions will diminish. The District will then have to rely on lifestyle
changes to meet demand. Therefore planning for drought years becomes critical as the
District moves into the future.

CONCLUSION
The FWSS was developed to respond to a number of interrelated planning issues that
affect the District’s ability to meet future water demands. The Preferred Alternative
results in a near-term Action Plan and long-term Implementation Schedule aimed at
providing the District an integrated approach towards responding to these issues in a
reliable, cost-effective and environmentally responsible way. The Study is an impor-
tant tool to assist the District in developing a framework on which to base future deci-
sion-making. Future updates of the report will be important in continuing the process,
evaluating the success of the initial near-term Action Plan and refining the Implementa-
tion Schedule of anticipated actions and options, based on updated knowledge of de-
mand and supply trends critical to the District’s future.
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